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1. Ténmau
Name of sample

2. Mb tamau
Description

3. S6 lugng miu
Quantity

4. Ngiy nhén miu
Date of receiving

5. Thaoi gian thir nghiém
Testing duration

6. Noi giri miu
Customer

7. Két qua thir nghiém
Testing results

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

p—

Nguyén Hoang Linh

NUOC CAP KHU A
Théi gian 1Ay mau/ Sampling date: 01/10/2020

M&u thir nghiém do khach hang 1y mu, tén mau va thong tin vé mau
do khach hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang miu: long;
Form: liquid;
- S6 don vi/mau: 01 binh nhua x 2 L va 01 chai nhua x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L va 01 plastic bottle x 0,5 L;
- Dung cu chira: binh nhua, chai nhya;
Containner: plastic bottle;
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01/10/2020 — 08/10/2020

CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Khu B, Pwong S6 1, KCN Hiép Phuéc, Huyén Nha Bé , TP. HCM

Xem trang tiép theo / See next page
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Estimated expanded uncertainty of measurement with k
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. Céic két qua thir nghiém ghi wong phiéu ndy chi ¢6 gid trj ddi véi mau do khach h ing giri dén va khéng phai 1a gidy chimg nhin sin pham.
Test results are valid for the namely submitted \u.’npfu\) only, and this is not a certificate of product.

- Khéng duge trich sao mgt phin phiéu két qua thir nghi¢m nay néu khong cé sy dum. v bing van ban ciia Trung tim Ky thudt 3.
This Test Report shall not be reproduced, exeept in full, without the written permission by Quatest 3.

. Tén miu, tén khich hang duge ghi theo yéu céu cia noi giri mau.

. DB§ khdng dam bao do mé rong wdc lmmL dugc tinh vai L = 2, mifc tin cdy 95 %.

2, at 95 % confidence level.

Moi thiic miic vé két qua khach ha ang lién h¢ theo dia chi dh.cs@quatest3.com.vn vi rq.in@guatestd.com.vn dé biét thém thong tin.

Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rq.tn@gquatest3.comvn _for further information about test report .

| Name of \nm,lll': (s) and customer are written as customer s request.

Lan sira déi; 0
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C5 lot, K1 road, Cat Lai [Z, Dist. 2, HCMC, Vietnam Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs(@quatest3.com.vn
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TEST REPORT Trang/ Page 02 /03
Miic chat
lwong Két qua cas
. " 5 . Gidi han
STT Tén chi tiéu bunyy | Thwougphip | Specified i | o hdt hign
No Characteristic tnk Mk eyel nghifn Limit of
: Unit Test method QCVN Test detasts
01:2009/BYT | result e
7.1 | DO mau Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong c6
o [ | ey | Ko | mih |
' Odor 2150C:2017 i
strange odor | strange
odor 4 @
Dg duc SMEWW ey
Y S 1AM
13 niding N 2130B:2017 = REH il v
D pH (tai 25 °C) JENG
: : : 2 TCVN 6492:2011 |  6,5- . N
T4 | b value (ot 25 9C) CVN 6492:201 ,5-8,5 7,0 i
Do cimg toan phan quy |
vé CaCO;s SMEWW L]0
L Total hardness as gL 2340C:2017 00 4ld i
CaCO:s
Ham lugng clorua (C1) SMEWW
7% | Chioride content mg/l 1 4110822017 20 L -
Ham luong sit (Fe) US EPA Method
(e Iron content gt 200.8 Ui RH s
Ham luong mangan
78 | (Mn) Bl | g e 03 KPH 0,02
Manganese content '
Ham lugng nitrat
7.9 | (NOy) mg/L SN 50 2,8 -
) 4110B:2017
Nitrate content
Ham luogng nitrit
7.10 | (NO2) mg/L VB 3 KPH 0,02
Nitri 4110B:2017
itrite content
Ham lugng sulfate
711 | (SO mg/L 4‘*15%%2/3‘1’7 250 23 ]
Sulfate content '
7.jp | ChisOpermanganate mg/l. | TCVN 6186:1996 p KPH 1,0
Permanganare index
L
1. Céc két qua thir nghigm ghi trong phiéu nay chi c6 gid tri d6i véi miu do khich hing giri dén v khéng phai la gidy chimg nhin san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao m§t phan phicu ket qua thir nghi¢ém nay néu khéng cé sy dong y bing viin bin cia Trung tim K§ thujt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khich hing duge ghi theo yéu ciu cta noi giri miu. / Name of sample(s) and customer are written as customer s request.
4. DB§ khong dam bao do ma rgng udc lugng duge tinh véi k = 2, mire tin cdy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. o
5. Moi thic mic ve két qua khach hang lién h¢ theo dja chi dh.cs@quatest3.com.vn va rq.tinf@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.tn@gquatest3.com.vn for further information about test report .



TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
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PHIEU KET QUA THU NGHIEM 08/10/2020
TEST REPORT Trang/ Page 03 / 03

TONG CUC TIEU CHUAN DO LUSNG CHAT LUONG
o

KT3-05105AMT0/1

Mikc chat

lwong Két qua Gitihan

STT Tén chi tiéu iy | TRESERwGy | Bgdcgen W | i

N, Cl teristic tinh thw level nghiém Limit o.f
o Faraceretl Unit Test method QCVN Test :

detection

01:2009/BYT result

Nho hon

Téng s6 coliform CFU/100 |5

T.13 Total coliform il ISO 9308-1:2014 0

Less than

Nho hon
714 || Becheriohia coli CFUMO00 | 150 9308-1:2014 0 [okkk) :

mL. Less than

\

Ghi chu/ Notice: ] *
(***): Két qua dugc biéu thi “< 1 CFU” dugc xem 1 “khéng phat hién vi sinh vt muyc tiéu” trén thé tich |
mau kiém tra/ The result “<1 CFU" is considered “ target organism not-detectable” in the volume of -
sample analysed 4
SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency )

QCVN 01:2009/BYT : Quy chuén Ky thuat Qudc gia vé Chat lugng nude an udng/ National technical
regulation on drinking water quality

KPH: Khong phat hién/ Not derected1)/

L]

. Céc két qua thir nghigm ghi trong phiéu nity chi c6 gia tri d6i véi mu do khich hang giri dén va khong phai 1 gidy chimg nhin san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product
. Khong dugce trich sao mét phan phi€u két qua thir nghiém ndy néu khdng c6 sy dong y bing viin ban cia Trung tam K¥ thuit 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
Tén mau, tén khach hang duge ghi theo yéu ciu cia noi giri maw. / Nanme of sample(s) and customer are written as customer’s request.
. B¢ khong dam bao do mé rong wdc lugng duge tinh vai k = 2, mirc tin cdy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level.
5. Moi thiic miic vé ket qua khich hing lién hé theo dja chi dh.cs(@guatest3.com.vn va rq.tn@guatest3.com,vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and rg.tn@gquatest3.com.vn for further information about test report .

Lan sira déi: 0 BH15 (04/2020) MO03 - TTTNO9
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TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3

o TONG CUC TIEU CHUAN PO LUGNG CHAT LUONG
o
» QUALITY ASSURANCE & TESTING CENTER 3

u“ATESI 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa | IZ, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn

C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs@quatest3.com.vn

«rosiosamros  PHIEU KET QUA THU NGHIEM 08/10/2020
TEST REPORT Trang/ Page 01 / 03

1. Ténmau : NUGC CAP KHU B, C
Name of sample Thaoi gian lay mau/ Sampling date: 01/10/2020

2. Mbtamiu : Mau thir nghiém do khéch hang lay mau, tén mau va thong tin vé miu
Description do khéch hang cung cap.

Testing sample was sampled by customer, sample name and sample

information were supplied by customer.

- Dang mau: léng;
Form: liquid;

- 86 don vi/mAu: 01 binh nhua x 2 L va 01 chai nhwa x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L va 01 plastic bottle x 0,5 L,

- Dung cu chira: binh nhuya, chai nhya;
Containner: plastic botle;

3. S6 lugng miu : 0
Quantity

4. Ngay nhin mau : 01/10/2020
Date of receiving

5. Thoi gian thir nghiém  : 01/10/2020 — 08/10/2020

Testing duration
6. Noi giri miu :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Pudng $6 1, KCN Hiép Phuéc, Huyén Nha Bé , TP. HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG HONG THU NGHIEM

HEAD OF ENVIRONMENTAL TESTING LAB

L

Nguyén Hoang Linh “Plfan Thanh Trung

-T'wméumm“
00 NG ] P

1. Céic két qua thir nghiém ghi trong phiéu nay chi ¢6 gia trj ddi véi mau do khach hing giri dén va khéng phai 12 gidy chimg nhin sin phim.
Test results are valid for the M_«tm(‘!_r_.\uhmz‘.'rr.-'d sample(s) only, m]u’ this is not a certificate of product.
2. Khong duge trich sao mét phan phicu két qua thir nghi¢m nay néu khéng ¢6 sy dong ¥ biang van bin cia Trung tim K¥ thugt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatesi 3.
3. Tén mau, tén khach hing duge ghi theo yéu ciu cia noi giri miu. / Name of \um_ﬂ[di,l and customer are written as customer 5 request.
4. B) khong ddm bao do mé rong wdc hrgng duge tinh vai k =2, mirc tin ciy 95 %
Estimated expanded uncertainty of measurement with k = 2, ar 95 % confidence I( vel.
5. Moi thic mic vé két qua khach hang lién hé theo dia chi dh csf@quatest3.com.vn vi rq.inf@gquatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs(@quatest3.com.vn and rg.in(@guatest3.com.vn for further information about test report .

Lén stra ddi: 0 BHI5 (04/2020) MO03 — TTTN09




TANG CUC TIEU CHUAN PO LUGNG CHAT LUONG
Q TRUNG TAM KY THUAT TIEU CHUAN PO LUGONG CHAT LUGNG 3
QUALITY ASSURANCE & TESTING CENTER 3
u“AIEsI 3 }:Eid Office: ‘;:? P‘;ﬁ‘&urd?\]lﬁl ]l E;]( N[[(l.— \]I\.ligd;'l)'l i i ']T“E:Z (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
esting 0. 7, road No. ien Hoa ong Nai, Vietnam  Tel: (84-2 3836212 Fax: (84-25 836298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, \'iel[nnm Tel: ::11:;) 3:32 ;lll’ﬂ Eiﬁ‘, :ﬁj-ZK)I ,3‘—:;3 gO !”2\ E-maii: g;.csiii:guut_c_;:llcom‘\'n
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, PHIEU KET QUA THU NGHIEM 08/10/2020
KT3-05105AMTO0/2 E
TEST REPORT Trang/ Page 02 / 03
Mikc chét
lrgng Két qua _—
: : Y . Gid¢i han
STT Tén chi tiéu bonyy | Fluongpiap Spectfist i | b4t hién
No Characteristic (o't e ceves nghigm Limit of
) Unit Test method QCVN Test detect
01:2009/BYT | result | ““'¢""
7.1 |Domau PtCo | TCVN 6185:2015 15 KPH 5,0
Color
Khéng c6
1o | | s | K| e
‘ Odor 2150C:2017 .
strange odor | strange
odor
P06 duc SMEWW
73 | Turbidity Sy 2130B:2017 2 KHH 0.
D6 pH (tai 25 °C)
; : . - TCVN 6492:2011 6,5 - 8,5 it -
(i pHvalue (at 25 °C)
D6 cimg toan phan quy
vé CaCOs SMEWW
27,8 -
= Total hardness as el 2340C:2017 300 :
CaCO:s
Ham lugng clorua (CI7) SMEWW
i : I, 250 5] -
14 Chloride content mg/ 4110B:2017
Ham luong sat (Fe) US EPA Method
) 0 KPH 0,0
i Iron content mek 200.8 0 e
Ham lugng mangan
78 | (Mn) Mo (B3 Emictd 03 KPH 0,02
200.8
Manganese content
Ham luong nitrat
T SMEWW
Vil iR mgl 4110B:2017 % 2.8 )
Nitrate content
Ham lugng nitrit
7.10 | (NOx) mgll. BB 3 KPH 0,02
s 4110B:2017
Nitrite content
Ham luogng sulfate
7.11 | (S0 mg/L ﬁ%ﬁ‘_g& 250 24 i
Sulfate content :
743 | &hi o permanganate mg/l. | TCVN 6186:1996 2 KPH
Permanganate index
1. Cic két qua thir nghiém ghi trong phiéu nay chi cé gid trj d6i véi miu do khich hang giri dén va khong phai la gidy chimg nhin san phim.
Test results are valid for the F?t’”]u’l’l' A‘uhmi!.’vd sample(s) only, umf this is not a ¢ :_'rriﬁcu.'e of product.
2. Khéng duge trich sao mot phin phiéu két qua thir nghiém niy néu khong ¢6 sy dong ¥ biing viin ban cita Trung tdm K¥ thujt 3.
This TC\I Report shall not be reproduced, excepr in full, without .'hL wrilten permission by Quatest 3.
3. Tén mau, tén khich hang duge ghi theo yéu ciu cia noi giri miu. / Name of \um,n.' o(s) and customer are written as customer s request.
4. B§ khong dam bao do mé rdng udce lugng duge tinh véi k = 2, mire tin cdy 95 %
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence |'¢ vel.
5. Moi thiic miic vé kit qua khich hang lién h¢ theo dia chi dh.cs@quatest3.com.vn va rq, lnmgualuﬂ com.vn d¢ biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatestd.com.vn and rg.m@guatest3.com.vn for further information about test report .

Lén sira doi: 0 BHI15 (04/2020) MO03 - TTTNO9



TRUNG TAM KY THUAT TIEU CHUAN PO LUONG CHAT LUQNG 3

o TONG CUC TIEU CHUAN PO LUSNG CHAT LUGNG
o QUALITY ASSURANCE & TESTING CENTER 3

u“ATEs‘ 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn

C5 lot, K1 road, Cal Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs@aquatest3.com.vn

crosiosamtos  PHIEU KET QUA THU NGHIEM 08/10/2020
TEST REPORT Trang/ Page 03 / 03

Mikrc chat
lrgng Két qua Gi6i han
STT Tén chi tiéu Dq‘n Vi Phuﬂ% phip Spectfied th.lf phat hu_an
N, Ci torisii tinh thw level nghiém Limitof
0- taracteristic Unit Test method QCVN Test détection
01:2009/BYT result
2 Z . Nho hon
7.13 ;0“% 50 l‘f"hf"m‘ CFUQOO ISO 9308-1:2014 0 Ckk6) ]
otal coliform m Tl
Nho hon
714, | Bschesichiscoli CFU/O00 | 150 9308-1:2014 0 k%) ]
mL
Less than
Ghi chul Notice:

(***) Két qua dugc biéu thi “< 1 CFU” dugc xem 1a “khéng phét hién vi sinh vét muc tiéu” trén thé tich /‘-\
mau kiém tra/ The result “<1 CFU” is considered “ target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

QCVN 01:2009/BYT : Quy chuin K§ thuat Qudc gia vé Chét luong nude an udng/ National technical
regulation on drinking water quality

KPH: Khong phat hién/ Not detected —(/

. Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gia trj ddi véi miu do khach hi ang giri dén va khong phai la L.m) chimg nhan sén pham.
Test results are valid for the namely submitted sample(s) only. and this is not a certificate of product.
Khéng duge trich sao mt phan phiéu két qua thir nghi¢m niy néu khéng ¢6 sy dong ¥ bing van ban ciia Trung tim K§ thuit 3.
This Test Report shall not be reproduced, exc: epl in Sull, w uhtmr the written permission by Quatest 3.
. Tén méu, tén khach hing duge ghi theo yéu ciu cta noi giri miu. / Name of sample(s) and customer are written as customer s request.
D¢ khéng dam bao do md rong ude hrgng duge tinh vai k = 2, mire tin cdy 95 %
Estimated u:pumh d uncertainty of measurement with k = 2, at 95 %, wn,fm'uuc .fm el
. Moi thic mic vé két qui khach hang lién hé theo dja chi dh csf@quatest3.com.vn vi rq.in@gquatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rq.in@ guatestd.com.vn for further information about test report .

Lén sira déi: 0 BHI15 (04/2020) MO03 — TTTN09
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TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3

o TONG CUC TIEU CHUAN DO LUGNG CHAT LUCNG
N\
v QUALITY ASSURANCE & TESTING CENTER 3

u“A]‘EST 3 ce: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38204274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Temn No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Viemam Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@gquatest3.com.vn

C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 3742 3160 Fax: (84-28) 38293012 E-mail: dh.cs@gquatest3.com.vn

kr3-0s10samro3 P HIEU KET QUA THU NGHIEM Tranog%gﬂeog?/m
TEST REPORT 8

1. Ténmau : NUGC CAP GIAI POAN 2
Name of sample Thoi gian 1Ay mau/ Sampling date: 01/10/2020

2. Mo tamau : Mau thir nghiém do khéch hang lay mau, tén mau va thong tin vé mau
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: liquid;
- S6 don vi/mau: 01 binh nhya x 2 L va 01 chai nhwax 0,5 L;
Unit/sample: 01 plastic bottle x 2 L va 01 plastic bottle x 0,5 L;
- Dung cu chira: binh nhua, chai nhua;
Containner: plastic boitle;

3. S6 luong miu ¢ Of
Quantity
4. Ngay nhin mau : 01/10/2020

Date of receiving

5. Thoi gian thi nghiém : 01/10/2020 — 08/10/2020

Testing duration
6. Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Puwong So 1, KCN Hiép Phwéc, Huyén Nha B¢, TP. HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR

HONG THU NGHIEM
TESTING LAB

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

L

Nguyén Hoang Linh Phan Thanh Trung

I. Ciic két qua thir nghiém ghi trong phiéu nay chi c6 gid trj d6i véi miu do khach hang giri dén va khong phai la gidy chimg nhén san phim.
Test results are valid for the namely submitted sample(s) only, (rnd this is not a Luuhc ate of product.

2. Khong duge trich sao mdt phan phiéu két qua thir nghiém nay néu khong cé sy ddng ¥ bing vin ban ciia Trung tim Ky thut 3.
This Test Report shall not be reproduced, exc ept in full, withour the written permission by Quatest 3.

3. Tén mau, tén khich hing dugc ghi theo yéu ciu cia noi giri miu. / Name of sample(s) and customer are written as customer s request.

4. D khong dam bio do mé réng wéc luung duge tinh véi k = 2, mirc tin cdy 95 %
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence [L vel,

5. Moi thic mic vé két qua khach hi ang lién hé theo dja chi dh.cs@gquatest3.com.vn va rg.tn@gquatest3.com.vn dé biét thém thong tin,

Please contact Quatest 3 at the email aderesses dh.cs@quatest3.com.vn and rg.m@quatest3.com.yn for further information about test report .

Lan sira déi: 0 BH15 (04/2020) MO03 - TTTN09




TONG CUC TIEU CHUAN PO LUGNG CHAT LUGNG
Q TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3
n“ATESI 3 Huad()fﬁcu 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs@quatest3.com.vn
T ~ G - ~
| PHIEU KET QUA THU NGHIEM 08/10/2020
KT3-05105AMT0/3 .
TEST REPORT Trang/ Page 02 /03
Mie chit )
lrgng Két qua ..
. ’ :, 3 Gidi han
STT Tén chi tiéu Bony | Thewngphap | Specijled M | hit T
No. Characteristic tnh Cur Jepel aghigm Limit of
’ Unit Test method QCVN Test detectio
01:2009/BYT | result ron
7y | Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong ¢6
72 | Mui - W N | Mo .
’ Odor 2150C:2017 )
Strange odor strange
odor
PG duc SMEWW
13 Turbidity o 2130B:2017 . e 48
Do pH (tai 25 °C) I x ) )
7.4 pH valye (at 25 "‘C) TCVN 6492:2011 6,5 - 8,5 7,2
Do cung toan phan quy
vé CaCO:s SMEWW
73 | Total hardness as mg/l 1 2340022017 A 43 -
CaCO:s
Ham lugng clorua (CI") SMEWW
8 Chloride content gel 4110B:2017 — 8,9
Ham luong sit (Fe) US EPA Method
o Iron content nel 200.8 U . S
Ham lugng mangan
7.8 | (Mn) gl [ R i 03 KPH 0,02
200.8
Manganese content
Ham luong nitrat
& SMEWW
w2 | gl 4110B:2017 > 33 -
Nitrate content
Ham lugng nitrit
7.10 | (NOx) mg/L SMEWW 3 KPH 0,02
. 4110B:2017
Nitrite content
Ham lugng sulfate
7.11 | (SO:) gL, ﬁ%ggg . 250 2.8 .
Sulfate content )
7yg | Si st penmanganre mg/l. | TCVN 6186:1996 2 KPH 1,0
Permanganate index 2
1. Cic két qua thir nghiém ghi trong phiéu nay chi ¢6 gid trj d6i véi miu do khach hang giri dén va khéng phai 13 gidy chimg nhin san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng dugc trich sao m{t phiin phiéu két qua thir nghi¢m niy néu khong c6 sy dong ¥ bing vin ban ciia Trung tim K thuat 3.
This Test Report shall not be reproduced, exc epl in full, without the written permission by Quatest 3.
3. Tén méu, tén khach hang duge ghi theo yéu ciu cia nai i maw. / Name of sample(s) and customer are written as customer s request.
4. g khong dam bio do mo rfng ude lugng duge tinh vai k = 2, mirc tin ciy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % cruy’u.’-‘!.lrn' level.
5. Moi thiic miic vé ket qua khach hang lién hé theo dija chi dh.cs@quatest3.com.vn vi rg.tn@quatest3.com.vn dé biét theém théng tin.
Please contact Quatest 3 al the email addresses dh.cs(@guatest3.com.va and rg.m(@quatest3.com.vn for further information about test report .

Lan sira déi: 0 BH15 (04/2020)
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TONG CUC TIEU CHUAN DO LUGNG CHAT LUGNG

Q TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
o QUALITY ASSURANCE & TESTING CENTER 3

®
u“AIESI 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietmam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn

Testing: No. 7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-251) 3836298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs@quatest3.com.vn
o AT 2 2 ~
. PHIEU KET QUA THU NGHIEM 08/10/2020
KT3-05105AMT0/3 .
TEST REPORT Trang/ Page 03 / 03
Mike chat
lrgng Két qua -
: A : Gidi han
STT Tén chi tiéu Ronvi | Fhwongphap | Sperified OF | watlin
No Characteristic tinh thr fevel . Limit
b Unit Test method QCVN Test d l:m y _of
01:2009/BYT | result weeaon
2 P Nho hon
wpy | Fong i colifom CRUM00 | 150 9308-1:2014 0 1668 -
Total coliform mL
Less than
Nho hon
214 | Bscherohia coli CFUM00 | 156 9308-1:2014 0 k) i
mL
Less than
Ghi chi/ Notice: '

(***): Két qua dugce biéu thi “< 1 CFU” dugc xem la “khong phét hién vi sinh vat myc tiéu” trén thé ti
mau kiém tra/ The result “<I CFU” is considered * target organism not-detectable” in the volume oj‘\ ;
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency )

QCVN 01:2009/BYT : Quy chuin K§ thuat Qudc gia vé Chat lugng nude dn udng/ National technical
regulation on drinking water quality I
KPH: Khong phat hién/ Not detected —(/

=] e

e

w

. Ciic két qua thir nghigm ghi trong phiéu nay chi cé gid tri ddi vai miu do khich hang giri dén va khéng phai la gidy chimg nhin san pham.
. Khéng duge trich sao mdt phian phiéu két qua thir nghiém nay néu khong c6 sy dong ¥ bang viin ban cia Trung tim K§ thudt 3.

. Tén miu, tén khach hang duge ghi theo yéu ciu cia noi giri milu. / Name of sample(s) and customer are written as customer s request.

g

. Moi thic mic vé ket qua khach hing lién hé theo dja chi dh.cs@quatest3.com.vn va rg.m@gquatest3.com.vn dé biét thém thong tin.

Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.

DP§ khong dam bao do mé réng udce lugng duge tinh vi k = 2, mire tin cfy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 93 % confidence level

Please contact Quartest 3 at the email addresses dh.cs@guatest3.com.vn and rq.inf@quatest3.com.vn for further information about test report

Lin sira déi: 0

BH15 (04/2020) MO03 - TTTNO9
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