BAO CAO
Két qua ndi kiém chit lwgng nuéc sach

Thang 11 nam 2022

A. THONG TIN CHUNG
1. Tén don vi cip nude: CONG TY CO PHAN KCN HIEP PHUOC
2. Dia chi: Khu B, duong s6 1, KCN Hiép Phudce, xi Hiép Phude, huyén Nha Bé, Thanh phd
Ho Chi Minh, Viét Nam.
3. Cong suat thiét ké: 40.000 — 45.000 m*/ngay, dém/ Téng sé doanh nghiép duoc cung cip
nudc: 167 (san lugng nude trung binh: 9.000 m*/ngay).
4. Nguon nudc nguyén liéu:
— Nudc mat: Cong ty C phan Cap nude Nha Bé va Tong Cong ty Cap nude Sai Gon TNHH
MTV;
5. Thoi gian kiém tra:
— Ngay 02/11/2022: M1, M2, M3
6. S6 mau va vi tri ldy mau nudc:
6.1 S6 mau: 03
6.2 Vi tri lay mau:
— MI1: Nude cép Khu A;
—  M2: Nuée cap Khu B,C;
—  M3: Nude cap Giai doan 2;
B. HO SO THEO DOIL, QUAN LY CHAT LUQNG NUOC:
Két qua kiém nghiém nudc
Bao cdo ndi kiém chét luong nude sach

Bao cdo tong hop ket qua chat lugng nude sach
4. Ho so kiém tra cua co quan chirc nang

C.KET QUA THU NGHIEM CHAT LUQNG NUOC

22 (B

Trang 1/2



Mi sb mau, ;
u o Zeks ok Gidi han toi ; s
Stt : i tri lay mau M1 M2 M3 da cho phép Panh gia
Cac thong so
1 |Coliform (CFU/100 ml) <l <l <1 <3 DPat
E.Coli hoac Conliform chiu nhiét
2 |(CFU/100 ml) i = = = B
3 |Arsenic (mg/l) KPH KPH KPH 0.01 Dat
4 |Clo dur tw do (mg/l) * 047 | 042 | 048 T"O‘(‘)gzk_hfa“g Pat
5 [P0 duc (NTU) KPH KPH KPH 2 Dat
6 |Mau sic (Pt.Co) KPH KPH KPH 15 Dat
7 |Mii, vi Kl}(.)ng. cod Kl}(.mg' co KJ}gng' co Khong. cO mui, Dat
mui, vi la | mui, vi la| mui, vi la vi la
Trong khoang
8 |pH 8.0 7.8 8.1 Pat
6.0-8.5
Ghi chu:

*. Chi tiéu do tai hién truong.

D. CAC BIEN PHAP KHAC PHUC: Khong c6.
P. PE NGHI: Khong co.

Nguoi thyce hién

Jowe—"

Dang Thi Hong Nhung

Tp. Ho Chi minh, ngayAOthdng A1 ndm 2022
Trudng tram C&XLNY#

/

Trang 2/2

Ha Minh Thién




CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC

Khu B, Dlrorng s6 1, KCN Hiép Phude, Xa Hiép Phude, Huyén Nha Be, Tp. HCM

Tram Cap va Xur Iv nwoc thai

L6 Blla, duong s6 11, KCN Hiép Phude, Xa Hiép Phude, Huyén Nha Bé, Tp. HCM

xét nghiém

Phuong phap noi bo

HIEP PHUOC CORP (78 37818852 — 028.37818869
S(;’ S S > > e
. PHIEU KET QUA THU NGHIEM
Pon vi CONG TY CP KCN HIEP PHUGC
Dia chi Khu B ducm;, sO 1 KC N Hlep Phudec, xa Hiep Phuorc huyen Nha Be, Tp HCM
‘Phuong phap | Ry P

- Két qua phan tich chi co gia tri trén mau xét nghiém.

Ngay ldy mau | 02/11/2022
Stt Vi tri Iy miu p(;.l;;t:.é:h Pon vi Két qui Gimp'l‘lae‘; cho
0 NweelpKmA©sss) || o4 | A
| 2 Nudce cap Khu ]; C7(0§E;20 ) Clo du mg/l 0.42 02-1.0
3 Nudc cap Giai doan 2 (OShl 0’ ) 0.48
Ghi chu:

- Chi tiéu nay duge do tai hién truong do Tram C&XLN cia Cong ty CP KCN Hiép Phudce thuc hién.

- Gi6i han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 ciia Bd Y té vé chat lugng nudc
sach st dung cho muc dich sinh hoat.

Tp. Ho Chi Minh, ngay 40 thang AA nam 2022
Truong Tram C&XLW
=

Ha Minh Thién







o TAONG CUC TIEU CHUAN PO LUGNG CHAT LUGNG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3
QUATEST3° QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HOMC, Vietnam  Tel; (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: infof@ quatest3.com.yn  Websile: www.quatestd.com.vn
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam € 64 Le Hong Phong, Dist.5, HCMC, Vietmam

PHIEU KET QUA THU NGHIEM 09/11/2022

Trang/ Page 01 /02

KT3-05444AMT2/1

I.  Ténmau :  NUGC CAP KHU A
Name of sample Thoi gian 1Ay mau/ Sampling date: 02/11/2022

2. Mo tamiu . MAu thtr nghiém do khéch hang ldy mAu, tén miu v théng tin vé mau
Description do khach hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: 1ong; '
Form: the liquid;
- 86 don vi/mau: 01 x 2L + 01 x0,5L;
Unit/sample: 01 x 2L + 01 x 0,5 L;
- Dung cu chira: binh nhya, chai nhua;
Container: plastic bottle, plastic bottle;
3. S6 lugng mau i @l
Quantity

4. Ngay nhan mau . 02/11/2022
Date of receiving

5. Thoi gian thanghiém @ 02/11/2022 - 09/11/2022
Testing duration

6. Noi gt mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Pudng s6 01, Khu Cong Nghi¢p Hiép Phude, Xa Hiép Phudr,
Huyén Nha B¢, Thanh pho Hé Chi Minh, Vigt Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM DOC/ PP.DIRECTOR
TL. PHU TRACH PTN MOI TRUONG TRUON G THU NGHIEM
PP. HEAD OF ENVIRONMENTAL TESTING LAB g7 YEUTES

s o
gy KV THURT)
5\ 11U CHURH 00 L10nG) &

CN\CHAT LUGNG 3,45

Nguyén Céng Chinh

. Céie két qua thir nghiém ghi trong phiéu ndy chi ¢d gid ddi vai mau do khach hing giri dén va khang phai 1a gidy chimg nhin sin phim.
Tost results are valid for the namely submitted sample(s) only, and this is not a certificate of product
. Tén miu, tén khidch hing duge ghi theo yéu ciu cia noi gii mau. / Name of sonple(s) and custonter are written as customier S requeest
B khéng dam bao do mé rdng duge tinh tir do khong déam bio do chudn nhan vai hé s6 phi k = 2, phin b6 chuin trong (mg vai 95 % di tin ciy.
The reported expanded uncertainty of measurenient is stated us the standard uncertainty of measwesent multiplied by the coverage factor k= 2, at Y5 % confidence level
Khéng dirge trich sao mét phin phicu két qua thir nghiém niy néu khong ¢ sy ding ¥ bing van ban cia Trung tim K§ thuit 3.
This Test Repent shull not be reproduced, except in full, without the written permission by Quatest 3. o
. Moi thic mic vé két qua, khich hing lién hé theo dja chi dh.cs@quatest3.com v vi rg.nquatestd.com.vi dé bict thém thong tin,
Please contact QUATEST 3 at the email addresses diest@quatest3.coman and vy infaquatest3.conv for further information about test report.
6. Phong Thit nghi¢m da duge Van phong Cong nhin Chat lugng (BoA)-Vigt Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cic chi tigu ¢6 déu (%) I& chua duge cong nhin.
The Testing Lab is aceredited as conforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics mavked with (*) are not acovedited yet

Lin stra déi: | BHI5 (04/2020) MO3VL - TTTNOY
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QUATEST3°

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

TANG CUC TIEU CHUAN DOTLUONG CHAT LUGNG
TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3

QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 3829 4274

Fax: (84-28) 3829 3012

L

ISOAEC 17025:2017

ViLAS oot )

KT3-05444AMT2/1

Testing Complex:@ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietnam © C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCM(Z)" Q&
7S

PHIEU KET QUA THU NGHI

E-mail: infolg a'lf'" ) ?k\-\\\.\"‘-‘h‘“":“““‘-l}l::ile.alj_mm‘\-"
! N—— ytestoa.
g 1&%{, Q«‘l Dist.5, HCMC, Vietnam

A
A Ui )

THUNG [r/im e,

TIEU ehgii p

AT Life

Thil

L

Mire chat

|

Color

Pt.Co

TCVN 6185:2015

lrgn Két qua s i
Pon vi Spec'tﬁid etth?r G I
STT Tén chi tiéu . o | Phwong phap thi i phat hi¢én
No, Characteristic tnh Test method fevel nghi¢m Limit of
) Unit QCVN 01~ Test letecti
1:2018/BYT result R
1 mi 15 KPH 5,0

7.2

Mui
Odor

SMEWW
2150C:2017

Khéng co
mui la/ No
strange odor

Khong cé
mui la/
No
strange
odor

7.3

b6 duc
Turbidity

NTU

SMEWW
2130B:2017

KPH

0,5

7.4

P pH (tai 25 °C)
pH value (at 25 °C)

TCVN 6492:2011

6,0 - 8,5

8,0

A

Ham lugng asen (As)

Arsenic content

mg/L

US EPA Method
200.8

0,01

KPH

0,001

7.6

Téng s6 coliform
Total coliform

CFU/100
mlL

ISO 9308-1:2014

<3

< | CRER)

7.7

Escherichia coli

CFU/100
mlL

ISO 9308-1:2014

<1

< |Gk

Ghi chi/ Notice:

(Feey: Két qua duogc biéu thi “< 1 CFU” dugce xem la “khdong phat hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuin Qudc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuén ky thudt qudc gia vé chét lugng nude sach st dung cho muyc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPIH: Khong phat hién/ Not detected ( %,‘

s

o

=

. Phong Thir nghi¢m da duge Van phong Cong nhan Chat lugng (BoA)-Vigt Nam cong nhin phi hgp th
The Testing Lab is accredited as eonforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The ¢ haracteristics marvked with (*) are not accredited yet

1. Céc két qua thir nghigm ghi trong phién nay chi ¢d gid in déi voi mau do khach hing gii dén va khang phii 1a pidy chimg nhan sin phim.

Test results are valid for the namely submitted samples) only, and this is kot a certificate of product

2, Tén miu, tén khich hang duge ghi theo yéu ciu cta noi gl mau, / Namie of sample(s) and customer are writfen as customer s request
. Da khong dim bio do mé rang dirge tinh i dé khang dim bioe do chuin nhin voi he 6 phi k= 2, phin bo chuin twong (g vai 95 % do tin cdy.

The reported expanded uncertainty of nicastwrcuient is stated as the standard wacertainly of neastrenie at multiplied by the coverage fuctor k = 2, at 93 % confidence level

- Khéng duge trich sao mat phin phidu két qua thi nghi¢m niy néu khing cd sy dong v bing vin ban cia Trung tim Ky thugt 3.

This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3. L,

. Moi thiie mite vé két qud, khich hing lién h¢ theo dja chi dh.cs@quatestd.com.vn v ruinf@quatestd.com.vn de biet thém thong tin.

Please contact QUATEST 3 at the email addresses dh.esld quatest3.com.vn aned v dnigiiatest3.com.

a for further information ahout test report. ;
1o ISOAEC 17025:2017 (Vilas 004),Cac chi tiéu ¢6 dau () 1a chua duge cong nhin.

Lan stra doi: 1

BHI1S (04/2020)

MO3VL - TTTNO9
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TONG CUC TIEU CHUAN PO LUSNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3
OUATEST 3° QUALITY ASSURANCE & TESTING CENTER 3

Head Oflice: 49 Pasteur, Dist. 1, HCMC, Viemnam  Tel: (84-28) 3829 4274 Fax: (84-28) 38293012 E-mail: info@quatest3.comayn  Website: www.quatest3.com.yvn
Testing Complex:€) No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam € 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 09/11/2022

KT3-05444AMT2/2 Trang/ Page 01 /02

¥

ISOAEC 170

I, Ténmiu : NUGC CAP KHU B, C
Name of sample Thoi gian lay maw/ Sampling date: 02/11/2022

2. Mb tamiu : MAau thir nghiém do khach hang 1dy mau, tén miu va thong tin vé mau
Description do khach hang cung cip.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid,
- 86 don vi/mau: 01 x2 L +01 x 0,5 L;
Unit/sample: 01 x 2 L + 01 x 0,5 L;
- Dung cu chira: binh nhya, chai nhya;
Container: plastic bottle, plastic bottle;
3. S6 lugng méu .01

Quantity

4. Ngay nhan miu : o 02/11/2022
Date of receiving

5. Thoi gian thir nghiém  : 02/11/2022 — 09/11/2022
Testing duration

CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Khu B, Puing sb 01, Khu Céng Nghiép Hiép Phwéce, Xa Higp Phuér,
Huyén Nha B¢, Thanh phd Hd Chi Minh, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results

6. Noi gri mau
Customer

TL. GIAM POC/ PP.DIRECTOR

TL. PHU TRACH PTN MOI TRUONG TRUC ONG THU NGHIEM
PP. HEAD OF ENVIRONMENTAL TESTING LAB

2 !
5 N7
Nguyén Cong Chinh ﬂ’”fzﬁhaﬂ“‘fhhuh Trung

1. Cée két qui thir nghigm ghi trong phiéu ndy chi ¢6 gia 1 doi véi mau do khich hing givi dén va khong phai 13 gidy chimg nhdn san phim.
festre \m'h are valid for the namely submitte tl' sample(s) only, mm‘h’m is not a certiftcate of product

2. Tén miu, tén khach hang duge ghi theo yéu ciu cua noi gii miu. / Name of \uw,uh (shand customer are writton as customer s request
. Dg khong ddm biao do mir rgng duge tinh tir 49 khong dam bio do chuin nhin véi hé 6 phik = 2, phian b chudn trong tmg véi 95 °
The reported expanded tncertainty of measurement is stated as the standard uncertainty of measwenent mrrl'flp.’lu-‘ by the coverage factor k = 2, at 93 % confidence fevel.

- Khong duge trich sao mot phin phiéu két qua thie nghiém niy néu khong cé sy ddng ¥ bing van ban cha Trang tim Ky thugt 3.

This ﬂ\u’(’(,nu.u' shall not be veproduced, except in full, without the written flLH.‘i.‘\\.'(H.’ hy (_erh st 3.

Moi thie mac vé két qua, khdch hang lién hé theo dia chi dh.cs@quatest3.com.an va rq.infquatest3.com.vn dé bigt thém thong tin.

Please contact QUATEST 3 at the email addresses dh.es@@quatest3.com vn and rg.niquatest3.com.va for Jurther information about test upru!

. Phong Thir nghi¢m da duge Vian phong Cong nhan € hat lugng (BoA)-Vigt Nam cong nhan phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Céc chi tiéu ¢6 da Au (*) 14 chua dirge cang nhin.
The Testing Lat is acervedited as conforming to 1SO/AEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not aceredited yet

BHI1S (04/2020) NMOIVL — TTTNO9
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Lan stra d61: 1
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QUATEST3°

Head Oflice: 49 Pasteur, Dist. 1, HCMC, Vietnam
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCM

TANG CUC TIEU CHUAN PO LUGNG CHAT LUGNG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3

QUALITY ASSURANCE & TESTING CENTER 3 ===,

Tel: (84-28) 3829 4274

Fax: (84-28) 3829 3012

KT3-05444AMT2/2

PHIEU KET QUA THU NG

gl
-
o

ﬁ mﬂ:{uu T
CHUN o] e

CHAT LG 5

ISO/EC 17025:2017

Page 02 /02

K

£

=

6

STT
No.

Tén chi tiéu
Characteristic

Pon vi
tinh
Unit

Phwong phap thi
Test method

Mire chit
lrgng
Specified
level
QCVN 01-
1:2018/BYT

Két qua
thir
nghiém
Test
result

Gi6i han
phat hién
Limit of
detection

Do mau

7.1 Color

Pt.Co

TCVN 6185:2015

15

KPH

5,0

Mui

12 Odor

SMEWW
2150C:2017

Khong c6
mui la/ No
strange odor

Khong c6
mui la/
No
strange
odor

Do duc

Ve Turbidity

NTU

SMEWW
2130B:2017

KPH

0,5

7.4

b pH (tai 25 °C)
pH value (at 25 °C)

TCVN 6492:2011

6,0 -85

7,8

7.5

Ham lugng asen (As)
Arsenic content

mg/L

US EPA Method
200.8

0,01

KPH

0,001

7.6

Téng s6 coliform
Total coliform

CFu/100
mlL

ISO 9308-1:2014

<3

& | (x%E)

17

Escherichia coli

CFU/100
mL

ISO 9308-1:2014

41

< | i)

Ghi chi\/ Notice:

(***): Két qua dugc bidu thi “< | CFU” dugc xem Ia “khong phét hi¢n vi sinh vét muyc tiéu” trén thé tich
mau kiém tra/ The result “<I CFU” is considered * target organism not-detectable” in the volume of

sample analysed

SMEWW: Standard Me'thods for the Examination of Water and Waste water
TCVN: Tiéu Chuan Quoc Gia/ National standards
US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn ky thuét quic gia vé chét lugng nudce sach st dung cho mue dich

sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khéng phat hién/ Not detected / y/a
g

- Cie kétqui thie nghiém ghi trong phicu ndy chi cd gid tr déi vai miu do khich hang gii dén va khong phai 13 pidy chimng nhin sin phim.
Test results ave valid for the namely submitted sample(s) only, and this is not a cectificate of product.

2. Tén miu, tén khich hing duge ghi theo yéu ciu cia nai giri miu. / Nawe of sample(s) and customer are written as customer s request
. B§ khéng dim bao do mé rong duge tinh tir dg khéng ddm bao do chuin nhin vai hé so phi k

2, phin ho chuan trong (mg vai 95 % dgo tin ciy.

The reported expanded wicertainty of measuremont is stated us the standard uncertainly of meosurenent multiphied by the coverage factor k = 2, at 93 % confidence level
. Khang dwge trich sao mjt [1|li‘ill phiéu keét qua thir nghi¢m niy neu khong ¢ sy dbng y bing vin bin ciia Trung tim Ky thuat 3.
This Test Report shall not be reproduced, except in full, without the writien permission by Quatest 3. o
- Moi thic mae vé két qua, khich hang lién hé theo dja chi dh.cs@quatestd.com.vn vi rq.nfquatest.com.vn dé bict thém thong tin.
Please contact QUATEST 3 at the emuail addresses dh.cs@@yuatest3.comvn and ry. infaquatest3.com.vn for Jurther information about fest yeport.

. Phong Thir nghiém di duge Van phong Cong nhin Chat rgng (BoA)-Vigt Nam cong nhin phit hgp theo ISQ/IEC 17025:2017 (Vilas 004).Cde chi ticu ¢6 déin (*) 13 chua duge cong nhin.
The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Burcau of Acereditation - Viet Nam (Vilas 004). The characteristics nay ked with (*) are not accredited yet

Lan sira dbi: 1

BH15 (04/2020)

MO3VL - TTTNO9



o TANG CUC TIEU CHUAN DO LUONG CHAT LUCONG

> TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Viemam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail: infofequatest3.comvn - Website: www.quatest3.com.vn
Testing Complex: @ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam €@ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 09/11/2022

KT3-05444AMT?2/3 ' Trang/ Page 01 / 02

I.  Ténméu :  NUGC CAP GIAI DPOAN 2
Name of sample Thoi gian lay mauw/ Sampling date: 02/11/2022

2. MO ta mau : MAu thir nghiém do khach hang ldy méu, tén mau va thong tin vé mau
Description do khéch hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- S6 don vi/mau: 01 x2L+01x0,5L;
Unit/sample: 01 x 2L + 01 x 0,5 L;
- Dung cu chtra: binh nhya, chai nhua;
Container. plastic bottle, plastic bottle;
3. S6 lugng mau ;01
Quantity

4. Ngay nhian miu : 02/1172022
Date of receiving

5. Thoi gian thi nghiém @ 02/11/2022 — 09/11/2022
Testing duration

6. Noi giri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Pudng s 01, Khu Céng Nghiép Hiép Phuée, Xa Hi¢p Phuwdre,
Huyén Nha B¢, Thanh phé HS Chi Minh, Viét Nam
7. Két qua thir nghiém : Xem trang tiép theo / See next page
Testing results
TL. GIAM DOC/ PP.DIRECTOR
TL. PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
PP. HEAD OF ENVIRONMENTAL TESTING LAB

Nguyén Coéng Chinh

. Ciie két qua thir nghiém ghi trong phicu nay chi ¢6 gid tri d6i van mau do khich hing g dén va khang phai la gidy chimg nhan sin pham,
Test re m.’p‘\ are valid for the namely submitted sample(s) only, rmzii!m is not a cevtificate of product
Tén mdu, tén khich hang dirge ghi theo yéu edu cia noi gii mau. / Nanre of mmﬂh (s) el cutstomer are written as custoner s request.
B§ khong dam bao do md rdng dirge tinh tir dd khong dim bao |I|| chuan nhin vai hé so phu k = 2, phin b chudn twang (g vai 95 % do tin ciy.
The reported |,-l,4m'.u'r.unu.’umn of measurement is stated as the frm«.‘uuim wertainty of measurenicnt mr.‘h‘.',uhun'iu the coverage fuctor k = 2, at 95 25 confidence level
. Khang duge trich sao mt phin phiéu két qua thir nghi¢m nay néu khong c6 s dong ¥ bing van ban ciia Trung tam K¢ thuat 3,
This Test fu,umf shall not be repraduced, except in fill, without the writte u;nnmu.'m.' by Quatest 3.
. Moi thie mic vé két qud, khich hang lién hé theo dja chi dh.cstrquatestd.com.yn va rq.Infquatestd.com.ve n dé biét thém thong tin.
Please contact QUATEST 3 at the email addresses dh.cst@quatest3.comvn and rq.inwqguate si3.comnn for further information about test upult
. Phong Thir nghi¢m di duge Vin phong Céng nhan € hat hugng (BoA)-Viét Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cie chi tigu ¢6 da iu (%) 14 chua duge cong nhin.
The Testing Lab is aceredited as conforming to ISOJLEC 17025:2017 by Burcan of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not aceredited yet
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o TANG CUC TIEU CHUAN PO LUONG CHAT LUGNG fﬂ\
TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG ¢ ')
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 =t 2

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 1829 3012 E-mail: infofg SSUIAY

Testing Complex: @ No.7, road No.1, Bien Hoa 1 IZ, Dong Nai, Vietnam ©C5 lot, K1 road, Cat Lai [Z, Dist.2, HCMC, V)

PHIEU KET QUA THU NGH

ISO/IEC 170

- www,qualest3.com.vi
ist. 5, HCMC, Vietnam

1/2022

KT3-05444AMT2/3 age 02/ 02

MG 3.

o telfpy NP AN A
Wil o\

Mite chit

luwgng Két qua
Pon vi Specified iy | Poihgn

phat hién
Limit of
detection

STT Tén chi ticu ; Phwong phap thi ia
No. Characteristic tith Test method level Bghigm
QCVYN 01- Test

Unit
1:2018/BYT result

T mdu PL.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong co
7, | Mu i SMENYY rII?L}:lO o/ Vo mI{?ol g -
' Odor 2150C:2017 ;

strange odor | strange

odor

2.1

D dyc SMEWW
Turbidity NTU 1 2130822017 2 KPH 0,5

Do pH (tai 25 °C) ] | ] )
74 | value (af 25 %C) TCVN 6492:2011 | 6,0-8,5 8,1

Ham luong asen (As) US EPA Method

Arsenic content mgL 200.8 o KPH 0,001
Tédng sb coliform CFU/100 , - ]
Total coliform mL 1SO 9308-1:2014 48 sl

7.7 | Escherichia coli (,FI;J;JIOO ISO 9308-1:2014 <1 < Gk .

7.3

7.5

7.6

Ghi chi/ Nofice: 1
(¥*%): Két qua dugc biéu thi “< 1 CFU” dugc xem la “khéng phat hién vi sinh vat muc tiéu” trén the tich
mau kidm tra/ The result “<1 CFU" is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuan Qudc Gia/ National standards
US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuén ky thudt qudc gia vé chat lugng nude sach ste dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected - s

(7

1. Cée ket qua thir nghi¢m ghi trong phi&i ndy chi cd gid trj déi vai mau do khich hing piri dén v khéng phai 14 giay chimg nhin sin pham.
Tost results are valid for the namely submitted sample(s) only, and this is not a certificate of product
2. Tén mau, tén khich hing duge ghi theo yéu ciu cia noi g mau. / Name of sample(s) and customer are weittei as custonier S request,

3. D§ khong dim bio do mé rong duge tinh 1 dg khong ddm bio do chudn nhin vii hé s6 phi k= 2, phin bo chuin rong (mg vai 95 % 4o tin cdy.

The reported expanded wncertainty of measurenient is stated as the standard wncertainly of meastienent mnltiplied by the coverage factor k = 2, at 95 %6 confidence level
4, Khéng duge trich sao mgl ph."m phiéu ket qua thir nghigm nay neu khong ¢ sy dong y bing van ban cia Trung tim K§ thodt 3.

This Test Report shall not he reproduced, except in full, withaut the written permission by Quatest 3. T

5. Moi thiic mac vé két qua, khich hang lién h¢ theo dja chi dh.es@quatestd.com.vn va rq.tnf quatest.com.vn dé hict thém thdang tin,

Please contact QUATEST 3 at the email addresses dh.csi@quatest3,com.vn and rg.im@quatest3.con.vi for Surther information about test report. )
6. Phong Thir nghi¢m di duge Van phong Cong nhan Chit lugng (BoA)-Vigt Nam cong nhin phit hep theo ISO/IEC 17025:2017 (Vilas 004).Cée chi tigu ¢6 diu (*) 13 ¢hwa duge cong nhin.
The Testing Lab is accredited as eonforming to ISOAEC 17025:2007 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) ave not aceredited yet
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