o TANG CUC TIEU CHUAN DO LUGNG CHAT LUGNG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. |, HCMC, Vietmam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: info@quatest3.comvn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam
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PHIEU KET QUA THU NGHIEM 13/06/20

3
KT3-02471 AMT2/1 Trang/ Page 01 / 02

. Ténmiu . M1/NUGC CAP KHU A
Name of sample Thoi gian 1Ay maw/ Sampling date: 03/06/2022

2. Mb ta mau . MAu thir nghiém do khéch hang ldy mau, tén méu va thong tin vé mau
Description do khach hang cung cip.
Testing sample was sampled by customer, sample natne and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- 86 don vi/mauw: 2 L x 01 + 0,5 L x 01;
Unit/sample: 2 Lx 01 + 0,5 L x 01,
- Dung cu chira: binh nhua, chai nhya;
Container: plastic bottle, plastic bottle;
3. S6 lugng mau : 01

Quantity

4, Ngay nhan mau . 03/06/2022
Date of receiving

5. Thoi gian tha nghiém : 03/06/2022 — 13/06/2022
Testing duration

6. Noi guri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Duimng s6 01, Khu Cong Nghiép Hi¢p Phude, Xa Higp Phudrc,
Huyén Nha Be, Thanh phd Ho Chi Minh, Vigt Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR
NG PHONG THU NGHIEM

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

KV THURT

TIEU CHURH 00 LUONG

Nguyén Hoang Linh ““Phian Thanh Trung

. Cae két qua thir nghiém ghi trong phiéu niy chi ¢ gid trj déi vi mau do khich hing giri dén va khong phai 13 gify chimg nhin san phim,
Test results are valid for the namely submitted sample(s) only, and this is not a cer tificate of product.
. Tén mau, tén khich hang duge ghi theo yéu cau cia noi giri mau. / Name of sample(s) and customer are written as customer 5 requiest.
. Do khong dim bio do ma rong duge tinh (i dg khang dam bio do chudn nhan véi hé s6 phit k =2, phin ho chudn tuong (mg vai 95 % do tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage foctor k= 2, at 95 % confidence level.
. Khéng dugc trich sao mgt pl|5n phiéu két qud thir nghi¢m ndy néu khong cd sy dong ¥ bing van bin ciia Trung tam K§ thuit 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
Moi thic mic vé két qua khich hing lién hé theo dia chi dh.cs@quatest3.com.vn v rq.mézquatestl.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatestd.com.vn and rg.m@quatest3.comyn for further information about test report .
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OUATEST3®

Head Office: 49 Pasteur, Dist. |, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012
Testing Complex:@ No.7, road No.1, Bien Hoa | IZ, Dong Nai, Vietnam ©C5lot, K1 road, Cat Lai 1Z, Dist.2,

SETTRTON
YV THURT

KT3-02471AMT2/1

Mirc chit

724

Color

Pt.Co

TCVN 6185:2015

A o
Pon vi S:J:g;iid S| Gisinan
STT Tén chi tiéu . . ° | Phwong phap thi e phat hién
No Characteristic tuh Test method S nguign Limit of
' Unit QCVN 01- Test daraciion
1:2018/BYT result
L4 may 15 KPH 5,0

7.2

Mui
Odor

SMEWW
2150C:2017

Khong c¢6
mui la/ No
strange odor

Khéng cé
mui la/
No
strange
odor

7.3

bo duc
Turbidity

NTU

SMEWW
2130B:2017

KPH

0,5

7.4

bo pH (tai 25 °C)
pH value (at 25 °C)

TCVN 6492:2011

6,0 - 8,5

7,0

7.5

Ham lugng asen (As)
Arsenic content

mg/L

US EPA Method
200.8

0,01

KPH

0,001

7.6

Tong so coliform
Total coliform

CFU/100
mL

ISO 9308-1:2014

<3

< |GREH)

7.7

Escherichia coli

CFU/100
mL

ISO 9308-1:2014

<l

< |REE)

Ghi cha/ Netice:

2

(¥ ) Két qua duge biéu thi “< 1 CFU” dugc xem la “khong phat hién vi sinh vit muc tiéu” trén thé tich
mau kidm tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuan Qudc Gia/ National standards

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn k¥ thudt quéc gia vé chét luong nude sach st dyung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khong phat hién/ Not detected ;'

[ <

-~

=3

I.

. Tén miu, tén khich hing duge ghi theo yéu cau cta noi gir miu. / Name of sample(s) and customer are wrilten as customer 5 request.
- - » ¥ 4 - . s - - Py 3 2 s e - 1.1 0 y i 1 . I . -
. Dé khéng dim bao do mé réng duge tinh tie dg khang dim bio do chuan nhén vai hé s6 phi k = 2, phiin bo chuan tuong fmg vai 95 % do tin cgy.

. Khéng duge trich sao mgt phan phicu keét qua thir nghigm nay neu khong c6 sy dong y béang vin ban ciia Trung tam Ky thudt 3.

. Moi thic mac vé két qua khach hang lién hé thea dja chi dh.cs@quatestd.com.vn vi rg.inf@quatestd.com.vn dé biét thém thong tin.

Cie két qua thir nghi¢m ghi trong phiéu nay chi ¢d gid tri doi véi mau do khich hing gini dén va khong phai 1a giay chimg nhin sin pham.
Test resuits are valid for the namely submitted sample(s) only, and this is not « certificate of product.

The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k=2, at 95 % confidence level,

This Test Report shall net be reproduced, except in full, without the written permission by Quatest 3.

Please contact Quatest 3 at the email addresses dh.cs@quatest3.comyn and rq.in@quatestd.comvn  for further information about test report .

Lan stra doi: 1
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o TENG CUC TIEU CHUAN PO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
QUATEST3° QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: infofquatest3.comvn  Websile: www.quatest3.com.vn
Testing Complex:@ No.7, road No.1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM ARG

KT3-0247TAMT?2/2 Trang/ Page 01 /02
I.  Ténmau : M2/ NUGC CAP KHU B,C
Name of sample Thoi gian lay maw/ Sampling date: 03/06/2022
2. MO ta mau : Mau thir nghi¢m do khach hang 1Ay mAu, tén mau va thong tin vé miu
Description do khéach hang cung cép.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: the liquid;
- 86 don vi/mau: 2L x01 +0,5L x 01;
Unit/sample: 2 Lx 01 + 0,5 L x 01,
- Dung cu chita: binh nhya, chai nhua;
Container: plastic bottle, plastic bottle,

3. S6 luong mau 01
Quantity
4.  Ngay nhan mau ;. 03/06/2022

Date of receiving

5. Thoi gian the nghiém @ 03/06/2022 — 13/06/2022
Testing duration

6. Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, DPwong so 01, Khu Cong Nghiép Hiép Phwéc, Xa Hiép Phudire,

, Huyén Nha Be, Thanh phé Hé Chi Minh, Vi¢t Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
TL. GIAM POC/ PP.DIRECTOR

PHU TRACH PTN MOI TRUONG TRUONG. HONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB e

TRUNG TAM
KY THUAT

Nguyén Hoang Linh

. Cic ket qua thir nghi¢ém ghi trong plm'u ndy chi ¢6 pid tr i vii miu do khich hing piri dén va khong phai la giﬁy chimg nhin sin phﬁm

Test re. m.‘h are valid for the namely submitted sample(s) only, and this is not a certificate of product

Tén mau, tén khich hing duge ghi theo yéu cau cia nai giri mau. / Name of saniple(s) rmrh wstomer are written as customer s reque st

D6 khang dim bio do mé rong duge tinh tir 4§ khang dim bio do chudn nhin véi hé s6 phi k =2, phin bd chudn twong (g véi 95 % do tin ciy.

The reporied expanded uncertainty of measurement is stated as the standard wicertainty of measurenient miltiplicd by the coverage factor k= 2, at 95 % confidence level.
. Khéng dirge trich sao mot phin phiéu két qué thir nghiém ndy néu khéng c6 sy dong ¥ bing van ban coa Trung taim K§ thuat 3.

This Test Report shall not be reproduced, except in full, without the written permission by Onatest 3

Moi thic méc vé két qua khich hang lién hé theo dia chi dh.cs@quatest3.com.vn vi rq.in@quatest3.com.vn dé biét thém thong tin,

Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rq.mf@quatestd.comn  for further information about test report .
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[IIIATEST3®

“L.ld Otlm 4‘} P'utm.r Dist. 1, H(_M(_ Vl;tmm

Tel: (h4 ?8) 382‘) 4274

TéNG CyC TIEU CHUKN PO LUONG CHA'T LUCNG

Em.\!\'{Mﬁn d

74 2 VAT © Aot

T

p.vn Website: www.quatest3.com.vn
Hong Phong, Dist.5, HCMC, Viemam

-

(5 %): Két qua dugce biéu thi “< | CFU” dugc xem la “khdéng phét hién vi sinh vat muyc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuan Quédc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chudn ky thuat quc gia vé chat luong nude sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hi¢n/ Not detected

=* E U
K13-0247TAML2/Z PHIEU KET QUA THUM W 13/06/2022.
"’UA A’fuot\“’y Trang/ Page 02 /02
Mike chit
A >
Pon vi Sh;g;iged Kitll?rlla Giii lign
STT Tén chi titu " V1| Phwong phap thiv | 7 Y | phét hién
N. Charaeterish S Test method e nghigm | % it of
0. aracteristic Unit est metho QCVN 01- st et
1:2018/BYT result
71 |[PYme PtCo | TCVN 6185:2015 15 KPH 5,0
Color
Khong cé
72 | M - sveww | R | e |
j Odor 2150C:2017 ' )
strange odor | strange
odor
Do duc SMEWW
& Turbidity N 2130B:2017 2 BEL U
Do pH (tai 25 °C) ! : . .
7.4 pH value fat 25 %C) TCVN 6492:2011 6,0 - 8,5 7,2
Ham lugng asen (As) US EPA Method
73 Arsenic content mg/L. 200.8 0,01 R Qo1
74 | rong sa eolform CFUNO0 | 150 9308-1:2014 <3 < 0000 :
Total coliform mL
7.7 | Escherichia coli CFEQ o0 [SO 9308—1:2014 A | < k) .
Ghi chi/ Notice:

1. Céce két qua thir nghi¢m ghi trong plm‘n ndy chi cé gid Irj déi vai man do khach hing giri dén va khang phai 1a gi:"uy chimg nhin san ph:im,
Test re \m'r\ arve valid for the namely submitie o seonple (\j only, mhf.'-'m is not a certificate of proditet,
2. Tén miu, tén klidch hing duge ghi theo yéu cau cia noi giri mau. / Nawe of sample(s) and customer are written as customer s requiest
3. D khéng dam bao do mds rong dirge tinh tir dg khéng dam bio do chudn nhin véi h¢ sé pha k = 2, phin bé chuan tuong tmg véi 95 % dn tin cdy.
The reported expanded uncertainty ufnmhm:mun‘ is stated as the standard uncertainty of measurement multiplied by the coverage factor k =2, at 95
4. Khong duge trich sao mft phin plllul két qui thir nghi¢m ndy neu khong co sy dong ¥ bing van bin cia Trung tam Ky thuat 3.

This Test Rt,uml shall nat be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic mic vé két quit khdch hing lién hé theo dja chi dh.cs@quatestd.com.vn va rgq.tn@quatest3.com.vn dé biét thém thong tin.
Flease contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.inf@guatest3.comyn  for finther information aboui test report .

% confidence fevel

1 0 X
Lan sira doi: 1
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o TONG CUC TIEU CHUAN PO LUSNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3
OUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail: info@quatest3.comvn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa 1 17, Dong Nai, Vietnam @ CS lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietmam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 20612022

K13-024 /7 TAMLZ/3 , Trang/ Page 01 / 02
I.  Ténmau : M3/ NU(’)C’ Cf&l_’ GIAI POAN 2
Name of sample Thoi gian lay maw/ Sampling date: 03/06/2022
2. Mb ta miu :  Madu thir nghiém do khach hang |4y mAu, tén mau va thong tin vé miu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form. the liquid;
- 86 don vi/mdu: 2L x 01 +0,5L x 01;
Unit/sample: 2 Lx 01 + 0,5 L x 01;
- Dung cu chira: binh nhua, chai nhya;
Container: plastic bottle, plastic bottle;
3. S6 lugng miu .0l
Quantity

4. Ngay nhan mau : 03/06/2022
Date of receiving

5. Thoi gian thir nghi¢gm @ 03/06/2022 — 13/06/2022
Testing duration

6. Noi glri miu . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Puwdng sb 01, Khu Cong Nghiép Hiép Phwéce, Xa Hiép Phwée,

Huyén Nha Bé, Thanh phé H6 Chi Minh, Viét Nam
7. Két qua thir nghiém : Xem trang tiép theo / See next page
Testing results )
TL. GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG G PHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB )

s TIE cﬂtym M) wdu

= ' \“00
Nguyén Hoang Linh "’*’Mﬁnl?ﬁ%{ hanh Trung

. Cée két quit thir nghigém ghi trong phléu ndy chi ¢6 gid tri doi vai mau do khich hing giri dén vi khong phai 13 iy chimg nhan san |1I|.':||n
Test vesults are valid for the namely \ler.'lH‘.'(u' sample(s) only, unn’!.’m is nat a certificate of praduct,
2, Tén méu, tén khich hang l]lr\l«. ghi theo yéu ciu clia noi g miu, ! Name of \mn‘uf( (s) um.f(m.'n.'nu are wrillen as customer s request.
3. D¢ khéng dam bio do ma rong duge tinh tir dg khéng dam bao do chudn nhan véi hé s phi k = 2, phan bd chudn twong (g véi 95 % dd tin cdy.
The reported expanded wnicertainty of measurement is stated as the c.’cmd’m(fmnuuunh of measwrenent multiplied by the coverage factor k = 2, at 95 % confidence level.
4. Khong duge trich sao mot phm phiéu két qué thir nghiém nay néu khang ¢6 s déng v bing vin ban cua Trung tim K thuit 3.
This Test Rl,ﬂ“.‘l shall not be reproduced, except in full, withoul the written permission by Quatest 3.
5. Moi thic mac ve két qua khdch hang lign hé theo dja chi dh.cs@quatest3.com.vn va rq.in@quatestd.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatestd.com.vn and rg.tnf@quatestd.comyn  for further information about test report .

Lin sira déi: 1 BHIS5 (04/2020) MO03 - TTTNO9




o

DUATEST3®

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

Tel: (84-28) 3829 4274

TONG CUC TIEU CHUAN PO LUGNG CHAT LUCNG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUUNG 3
QUALITY ASSURANCE & TESTING CEN

Fax: (84-28) 3829 3012

Testing Complex: @ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Viemam @ C5 lot, K1 road, Cat Lai 1Z, Dis _-

Websile: www.quatest3.com.vn
1 Phong, Dist.5, HCMC, Vietnam

) 13/06/2022

KT3-0247TAMT2/3 it oG
\, i LUhe 3, /45 ) Trang/ Page 02/ 02
N
Mie chit ,
Do vi Slwq;gd Ketil{’;ua Giéi han
STT Tén chi tidu MVE | phwong phap thiv | PPV % | phét hi¢n
No Characteristic tinh Test method leve) nglilgm Limit of
) Unit QCVN 01- Test i te& i
1:2018/BYT result
1 || mf Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong co
72 Mui - Sy lllﬁllio II;.% 1(\:’(; mR}olaj -
' Odor 2150C:2017 '
strange odor | strange
odor
bé duc SMEWW
13 | susbidu N 2130B:2017 G Sk 85
D6 pH (tai 25 °C) _ ]
7.4 pH value (at 25 °C) - TCVN 6492:2011 6,0 - 8,5 .3
Ham luong asen (As) US EPA Method
s At:senic content mg/L 200.8 G0 i 0,001
Tong so coliform CFU/100 ; (ko i
7.6 Tolal colifbam ey ISO 9308-1:2014 <3 <1
7.7 | Escherichia coli CFUI00 | 150 9308-1:2014 <1 < q0ren) :

Ghi chi/ Notice:

(***): Két qua dugce biéu thi “< 1 CFU” dugce xem la “khdng phat hi¢n vi sinh vat myc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU" is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuan Qudc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chudn ky thudt quéc gia vé chat lwong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khéng phat hi¢n/ Not detected L

a B

EN

A

. Céie két qui thir nghiém ghi trong phiéu nay chi cé gid trj déi vai man do khdch hing giri dén va khéng phii 13 gidy chimg nhin sin phim
Test vesults are valid for the nanely submitted sample(s) only, mhl'h'm is not a certificate of product.
. Tén mau, tén khich hing duge ghi theo yéu ciu cia noi giri miw. / Name of um;.uh{ 8) and customer are wrillen as customer § request.
. D) khéng dim bio do md rong duge tinh tir dd khéng dam bao do chuin nhin vai hé s phi k = 2, phian bd chudn tuong tmg vai 95 % dq tin cdy.
The reported e Ipm.n'ufMrr((.'rx.'m.’; of measurement is stated as the standard uncertainty nf.'f casurement multiplied by the coverage factor k = 2, at 95 %
. Khéng duge trich sao mt phan phiéu két qua thi nghigm ndy néu khong ¢é sy dong ¥ bing van ban ciia Trung 1dm Ky thugt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
. Moi thic mic vé két qui khach hang lién hé theo dja chi dh.cs@ quatest3.com.vn va rq.tnf@quatestd.com.vn dé biét thém thang tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com vn and rg.int@quatest3.comyn  for further information about test report ,

5 confiden

ce level,

Lin sira déi: 1

BHI5 (04/2020)
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®
B

CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Khu B, Pudng so6 1, KCN Hiép Phudce, Xa Hiép Phudc, Huyén Nha Beé, Tp. HCM
Tram Cép va Xir lv nwéce thai
L6 Blla, duong s6 11, KCN Hiép Phude, Xa Hiép Phudce, Huyén Nha Be, Tp. HCM
HIEP PHUOC CORP  )»¢ 37818852 — 028.37818869

SO"V s s ? i ~
06 PHIEU KET QUA THU NGHIEM

Pon vi CONG TY CP KCN HIEP PHUGC

Dia chi Khu B, duong s6 1, KCN Hiép Phudec, xd@ Hiép Phudce, huyén Nha Be, Tp. HCM

Phuong phap g o ot

<epshie Phuong phéap ndi bo

Ngay ldy mau | 03/06/2022

Giéi han cho

3 | Nudc cap Giai doan 2 (09h50°)

Stt Vi tri ldy miu pcl':nlfliilti?:h Pon vi Két qua phip
1 | Nude cip Khu A (09h00°) 0.55
2 | Nudc cap Khu B, C (08h25°) Clo du mg/l 0.41 02-1.0
0.46

Ghi chu:

- K&t qua phan tich chi c6 gia tri trén mau xét nghiém.

- Chi tiéu nay dugc do tai hién truong do Tram C&XLN cua Cong ty CP KCN Hiép Phude thuc hién.

- Gidi han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 cia Bo Y té vé& chét lugng nudc

sach str dung cho muc dich sinh hoat.

Tp. Hé Chi Minh, ngayADthing S nam 2022

Ha Minh Thién

Truéng Tram C&XLN ,}Eu—/

/
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