BAO CAO
Két qua ndi kiém chat lrgng nuée sach

Thang 01 nam 2023

A. THONG TIN CHUNG
1. Tén don vi cap nude: CONG TY CO PHAN KCN HIEP PHUOC
2. Dia chi: Khu B, duong s6 1, KCN Hiép Phude, x3 Hiép Phudc, huyén Nha Bé, Thanh phd
Ho Chi Minh, Viét Nam.
3. Cong suat thiét ké: 40.000 — 45.000 m*/ngay, dém/ Tong s6 doanh nghiép duoc cung cip
nude: 167 (san lugng nudce trung binh: 9.000 m*/ngay).
4. Nguén nudce nguyén ligu:
— Nude mit: Cong ty Co phan Cap nuée Nha Bé va Tong Cong ty Cap nude Sai Gon TNHH
MTV;
5. Thoi gian kiém tra:
— Ngay 04/01/2023: M1, M2, M3
6. S6 mau va vi tri lfiy mau nudc:
6.1 S6 méu: 03
6.2 Vi tri iy mau:
— MI1: Nude cép Khu A;
— M2: Nudc cép Khu B,C;
— M3: Nudc cép Giai doan 2;
B. HO SO THEO DOI, QUAN LY CHAT LUQNG NUOC:
Két qua kiém nghiém nude
Bao c4o nodi kiém chat lugng nude sach
Béo céo téng hop két qua chét lwgng nudce sach
Ho6 so kiém tra ctia co quan chirc ning

C.KET QUA THU NGHIEM CHAT LUQONG NUOC

L‘.)!\_J._A
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Trang 1/2



Mi s6 miu,
Skt Gidi han toi .
Stt i tri lay mau M1 M2 M3 ; Danh gia
da cho phép
Cic théng sb
1 |Coliform (CFU/100 ml) <l <1 <1 <3 Pat
E.Coli hodc Conliform chiu nhiét
2 | (CFU/100 ml) <l e <1 <1 Pat
3 |Arsenic (mg/l) KPH KPH KPH 0.01 Pat
4 |Clo du twr do (mg/1) * 0.61 | 066 | 055 Tl'o’(‘)gzk_hfa”g Dat
5 |Dd duc (NTU) KPH KPH KPH 2 Dat
6 |Mau sic (Pt.Co) KPH KPH KPH 15 Pat
7| Nt % Kl}(lmg- co Kl}gng'co Kj}c_)ng_ cod Khong‘co mui, Pat
mui, vi la | mui, vi la| mui, vi la vila
Trong khoang
8 |(pH 75 7.5 7.6 Dat
6.0-8.5
Ghi chu:

*. Chi tiéu do tai hién truong.

D. CAC BIEN PHAP KHAC PHUC: Khong co.
P. PE NGHI: Khéng c6.

Nguoi thue hién

)

Piang Thi Hong Nhung

Tp. Ho Chi minh, ngayAthang 0A nam 2023
Truong tram C&XLN\/f‘/

Trang 2/2

Ha Minh Thién
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o TANG CUC TIEU CHUAN PO LUSNG CHAT LUGNG @
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TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
QUATEST3° QUALITY ASSURANCE & TESTING CENTER 3 )

Head Office: 49 Pasteur, Dist. I, HCMC, Viemam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail: info@quatest3.comyn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam € C5 lot, K1 road, Cat Lai 17, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 12/01/2023

KT3-00053AMT3/1 : Trang/P(;gg 01/02

ISO/MEC I?OZS:JO]

1. Ténmau :  NUOC CAP KHU A
Name of sample Théi gian 1dy mau/ Sampling date: 04/01/2023

2. Mo ta mau : Mau thtr nghiém do khach hang ldy mu, t&n mau va thong tin vé méu
Description do khéch hang cung cap.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: the liquid,
- S6 don vi/mau: 01 x2L+01x0,5L;
Unit/sample: 01 x 2L + 01 x 0,5 L,
- Dung cu chira: chai nhua;
Container: plastic boitle;
3. S& lugng mau ;01
Quantity

4. Ngay nhian mau : 04/01/2023
Date of receiving

5. Thoi gian thir nghiém @ 04/01/2023 — 12/01/2023
Testing duration

6. Noi gri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Puong s6 01, Khu Cong Nghiép Hiép Phuéc, Xi Hiép Phudre,
Huyén Nha B¢, Thanh phd Hé Chi Minh, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM DPOC/ PP.DIRECTOR

TL. PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
PP. HEAD OF ENVIRONMENTAL TESTING LAB ; q@{%

AT %Uiih TAM
7 Ll &
A B

IHUf\l
Nguyén Céng Chinh r‘w,, Ph/ fi anh Trung
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1. Cée két quit thir nghi¢m ghi trong phicu nay chi ¢ gid trj ddi vai miu do khich hing giri dén v khmg phii 14 gidy chimg nhan san phiam.
Tostvesults ave valid for the namely submifte d samplefs) only, mh!’.’fu\ is not a certiftcate of product

2. Tén mau, én khich hing duge ghi theo yéu ciu et noi gii miu. / Nawe of sample(s) and customer are written as custener s request
. B§ khong dam bio do md rdng duge tinh tre dd khong dim biao du chuin nhin véi hé 56 phi k=2, phin b chudn trong (ng vai ‘J* %o dj tin ciy.

The veported cxpanded wncertainty of measurement is stated as the standard wpcertainty of measirenieat m Jrffr,m'ml'r’l the coverage factor k = 2, ut 95 Y confrdence level
. Khong duge trich sao mgt phan plmu két quié thir nghi¢m nay néu khong ¢d sy dung v bang vin ban cia Trung tim Ky thudat 3.

This Test R(,um.' shall not be reproduced, except in full, without the written ,'rum.'nmu hy Queatest 3.
. Moi nlm C ve }ul qm Lhu.h hil mk Iun hé Iln.n dia LIII dh. ujg_qmlnﬂ COm.NN Vi u; I qu ltul? -.gmm dé Iml thém Ihnm tin.

o

.l"huny Thir uL_Iu;m d!.du\u Vin phong Céong nlmn C h zl quuy (BUA) \fqu Nam uml_ nhiin phu h\l]! lhw ISO/IEC 17025:2017 (Vilas (I(H) ( dc LIII tiéu ¢6 ddu (*) 1a chua duge cong nhin.
The Testing Lab is accredited as conforming to ISO/IEC 17025:2017 by Buwreau of . tecreditition - Viet Nam (Vilas 004). The characteristics marked with (*) are not aceredited yet

Lén sira doi: | BHI15 (04/2020) MO3VL - TTTN09
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o TRUNG TAM KY THUAT TIEU CHUAN PO LUD
OUATEST 3° QUALITY ASSURANCE & TESTING C

Head Oftice: 49 Pasteur, Dist. |, HCMC, Vietam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 HOk
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, D

iJ G I’H |
A x‘r
n mlu unulhom ‘\\’eh.\ile: www.quatest3.com.vn
ﬁg@[ﬂ {5{‘ H{} ?,Phung, Dist.5, HCMC, Vietnam
)

EWLJ{ // 12/01/2023

KIE-000534M L3 S0 Trang/ Page 02 /02
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Mike chat ’
lwgng Ket qua

Gidi han
. 3 Don vi 5 . Specified thi =
STT Tén chi ticu tinh Phwong phap thwr P nghiém phét hién

No. Characteristic Unit Test method QCVN 01- Tost {;’:;:g:is’t:
1:2018/BYT result

Do mau

Pt.Co TCVN 6185:2015 15 KPH 5,0
Color

7.1

Khong co
' Odor 2150C:2017 ' )
strange odor | strange

odor

2 KPH 0,5

Do duc SMEWW
Tyrbidity N 2130B:2017

Do pH (tai 25 °C) 1 : : ) =
7.4 pH value (at 25 °C) I'CVN 6492:2011 6,0 - 8,5 7,5
Ham luong asen (As) US EPA Method
Arsenic content gL 200.8 0,01 BEH 4,001
Téng so coliform CFU/100
Total coliform mL

7.7 | Escherichia coli CFE/LIOO 1SO 9308-1:2014 <1 < [ CkEE) .

7.3

1.3

46 1SO 9308-1:2014 <3 < kB ]

Ghi chu/ Notice: ,
frmb Két qua duogc bidu thi “< 1 CFU” dugce xem la “khong phat hién vi sinh vt muc tiéu” trén the tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chudn Quéc Gia/ National standards
US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chudn ky thuét quéc gia vé chiit luong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected /)/ =

yis

1. Céie két qua thir nghi¢m ghi trong phicu ndy chi ¢6 gid i ddi vai miu do khach hing g dén v khong phai 14 gidy chimg nhdn san phim.
Test re m.’h are valid for the namely submitte :.’ sample(s) only, :mu’ this ix not a certificate u,fjtmu'm 1.
- Teén mau, tén khich hang duge ghi theo yéu ¢ huetia noi gt maw. / Name of samplets) and customer are vitten as customer s request
. B§ khong dam bao do md rdng duge tinh tir dg khong diam bio ll\l chuin nhin vai hé s6 phik = 2, phin bo chuian trong tmg vai 95 % do tin cdy.
The reported expanded v crtuinty of mieasurenent Is stated as the standard wice ctuinty ru,_'.u.'rmmm.‘-,u! multiplicd by the coverage factor k = 2, ut 95 % confidence fovel
. Khong duge trich sao mgt phian |}I||::|| két qui thir nghig¢m nay néu khang cé sy dong y bing vin ban cia Trung tam Ky thudt 3.
Thiv Test h’(,um.' shall not be reproduced, except in full, without the written permission by Quatesi 3.
. Moi thiie mice vé két qud, khach hang lién hé theo dja chi dh.estequatestd.com.vn va rq.infquatestd.com.vn dé biét thém thong, tin.
Pivase contact QUATEST 3 at the email addresses dh. ¢ s@quatestd.comvn and g infa gualest3.com.vn for further informeation abawt test report
. Phong Thir nghi¢m dd duge Vin phong Cang nhin Chit iln‘lnb (BoA)-Vigt Nam cong nhin phit hop theo 1ISO/EC 17025:2017 (Vilas 004).Cic chi tidu ¢d diu (*) 1 chua duge cong nhin.
The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Burean of Accreditation - Viet Nam (Vilas 004). The charvacteristics marked with (*) are not accredited yet

Lan sira ddi: 1 BHI5 (04/2020) MO3VL - TTTNO9
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o TONG CyYC TIEU CHUAN DO LUONG CHAT LUONG ‘”“

¢ TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUGNG 3 Kj
QUATEST 3° QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HOMC, Vietnam  Tel: (84-28) 3820 4274 Fax: (84-28) 38293012 E-mail: infof@quatest3.coman  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa I 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 12/01/2023

KT3-00053AMT3/2 Trang/ Page 01 /02

ISONEC ]TDZ:‘:!IH?

I Ténméu :  NUGC CAPKHUB, C
Name of sample Thoi gian 1y mau/ Sampling date: 04/01/2023

2. MO tamau . MA&u thtr nghiém do khach hang ldy miu, tén mau va thong tin vé mau
Description do khach hang cung clp.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid,
- 86 don vi/miu: 01 x 2L +01x0,5L;
Unit/sample: 01 x 2L + 01 x 0,5 L;
- Dung cu chita: chai nhua;
Container: plastic bottle,
3. Sb lugng méu .0l
Quantity

4. Ngay nhan mau . 04/01/2023
Date of receiving

5.  Thoi gian thir nghiém :  04/01/2023 — 12/01/2023
Testing duration

6. Noi glri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Duong s6 01, Khu Cong Nghigp Hiép Phwéc, Xa Higp Phude,
Huyén Nha B¢, Thanh phé H6 Chi Minh, Vi¢t Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
TL. GIAM DOC/ PP.DIRECTOR

TL. PHU TRACH PTN MOI TRUONG TRU()’NG_PinVG THU NGHIEM
PP. HEAD OF ENVIRONMENTAL TESTING LAB T

Nguyén Cong Chinh N ” P}mp\,’ﬂh‘a h Trung

I. Cite két qua thir nghi¢m ghi trong phiéu nay chi c6 gid déi voi man do khach hang gui dén va khong phai 1d gy chimg nhdn san phim.
Test re w.f.'\ are valid for the namely submitted sample(s) only, and this is not a certificate of product
L Tén miu, tén khdeh hdng duge ghi theo yéu ciu cia noi g mau. / Name of \(HH.IJI‘( (5) aned cus .‘umu are Weillen s custonter's nn,'m st
. D¢ khong dam bao do mao rong (Ium tinh tir dd khong dim bao do chuin nhan vai hé s6 phi k = 2, phin bd chuin trong img vii ‘)5 %o A0 tin cdy.
The veported expanded wicertainty uf measwenicnl is s stated as the staudard ncertainty of wicasieein c.‘lfmffl'fl.ﬂfiufm the coverage factor k = 2, at 95 % confidence level
- Khong duge trich sao mat phin phidu két qui thir nghiém nay néu khong cé sy dong ¥ bing vin bin cia Trung tim K3 thugt 3.
This Test Repori shall not be veproduced, except in full, without the written pevmission by Quatest 3.
Moi thic mie vé két qua, khdch hang lién h¢ theo dia chi dh.est quatesid.com.vn vi ry, méequatestd.com.vi dé bidt thém thong tin.
Please contact QUATEST 3 at the email addresses dh.csquatest3.com.an and g @ ynatest3.coman for further information about fest uﬂmf
. Phoéng Thie nghi¢m da duge Vin phong Cang nhin Cha At legmg (BoA)-Viét Nam edng nhin phit hop theo ISO/AEC 17025:2017 (Vilas 004).Cde chi tidu ¢d d: du (*) 1 chra durge cang nhin,
The Testing Lah is accredited as conforming to 1ISOAEC 17025:2017 by Burean of Accreditation - Viet Nam (Vilas 004). The characteristics mearked with (%) ave not accre dited yet

Lan sira doi: 1 BHIS5 (04/2020) MO3VL - TTTNO9
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o TANG CUC TIEU CHUAN DO LUSNG CHAT LUGNG.. /@

TRUNG TAM KV THUAT TIEU CHUAN B0 LUGNGENATCUDNG 3
u“A'I'Es'I'3® QUALITY ASSURANCE & TESTING GEl (E#\UH; AR "'a{;\;\\
E-maitoih g3 colan]

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3018 L
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, i;%° ]‘mrﬁiw{} g
~n T

PHIEU KET QUA THU

TR

ISO/IEC 17025:2017 |

Websile: www.qualest3.com.vn
g Phong, Dist.5, HCMC, Vietnam

]

12/01/2023
Trang/ Page 02 /02

D/
"

N0 oSz

KT3-00053AMT3/2

Miie chit

lugng Két qua -
STT Tén chi tiéu Donvi | pyyong phap thir | Pecified thic | 1 b
SLAEALS tinh wong phéap level nghiém P ’

Limit of

No. Characteristic Test method QCVN 01- .
detection

Unit Test

1:2018/BYT result

Db mau PLCo | TCVN 6185:2015 15 KPH 5.0
Color
Khong ¢
7o | Mui - sMeww | Khone oo | mE -

2 | Odor 2150C:2017 :
strange odor | strange

odor

7.1

Do duc SMEWW
Turbidity N 2130B:2017 % KFH 0,5
Do pH (tai 25 °C) 1 : ) )
7.4 pH value (at 25 °C) TCVN 6492:2011 6,0-8,5 1.5

Ham lugng asen (As) mo/L US EPA Method
Arsenic content i 200.8
Tong so chllform CFU/100 1SO 9308—1:2014 <3 < ) i
Total coliform mL
CFU/100

ml

13

7.5 0,01 KPH 0,001

7.6

7.7 | Escherichia coli ISO 9308—1:2014 3 < [ (k%) .

Ghi chu/ Notice:
i Két qua dugc bidu thj “< 1 CFU” duogc xem la “khong phat hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chudn Qudc Gia/ National standards
US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuén ky thudt quéc gia vé chét lugng nude sach st dung cho muye dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected o
hong phat hig [ detectec (/{//

I. Cic két qua thir nghi¢m ghi trong phiéu niy chi ¢ gid i déi vii mAu do khdch hang gii dén va khdng phai 1 gify chimg nhan sin phim.
Test vesults are valid for the samely submitted sample(s) enly, and this is not a certificate of product,
2. Tén mau, tén khich hing duge ghi theo yéu cau cia noi gii mau. / Newse of sample(s) and customer are writien as ctistomer s reqiest.
- Dé khong dam biao do ma rong duge tinh G 4§ khong dam bio do chuin nhan vii hé sd phu k = 2, phin b chin tuang tmg vai 95 %6 Ao tin cdy.
The reported expanded uncertaingy of measurement is stated as the standard wiceetainty of measicaent midltiplicd by the coverage factor k = 2, at 93 % confidence fevel
. Khang duge trich sao mét |1I|"m phien ket qua thir nghiém niay néu khang cé sy dong ¥ bang van ban ctia Trung tam K thuit 3.
This Test Report shall not he vepraduced, except in Jull, without the written permission by Quatest 3,
. Moi thiic mie vé két qua, khich hing lién h¢ theo dia chi dh.cs@ quatest d.com.an v rg.nfquatestd.com.vn dé biét thém thong lin,
Please contact QUATEST 3 ot the email addresses ;ﬂ;(’-,\_(iymmrcif.?‘uun v and vy i guatest3.coma for further information about test repor.
. Phémg Thir nghi¢m 43 duge Van phong Céng nhin Chét lugng (BoA)-Vigt Nam cong nhin phit hgp theo ISOVIEC 17025:2017 (Vilas 004).Cic chi ticu c6 diu (*) 1 cha duge céng nhin,
The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Burean of Accreditation - Viet Nam (Vilas (04). The characteristics marked with (*) are not accredited yet

Lan sira déi: 1 BH15 (04/2020) MO3VL — TTTNO9
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o TANG CUC TIEU CHUAN DO’LUONG CHAT LUGNG f§
' TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3 /N
OUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 R

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail: infofgquatestd.comyn Website: www,quatest3.com.vn

Testing Complex:@ No.7, road No.1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

KT3-00053AMT3/3 PHIEU KET QUA THU NGHIEM Tranl‘;/gflge()giloz

I.  Ténmdu :  NUGC CAP GIAI POAN 2
Name of sample Thoi gian 1ay mavw/ Sampling date: 04/01/2023

2. MO ta mau . MAu thir nghiém do khéch hang 14y mu, tén mau va thong tin vé mau
Description do khéch hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid,;
- 84 don vi/mau: 01 x2L+01x0,5L;
Unit/sample: 01 x 2L + 01 x 0,5 L;
- Dung cu chira: chai nhua;
Container: plastic bottle;
3. S6 luong mau ¢ Ol

Quantity

4. Ngay nhan méu : 04/01/2023
Date of receiving

5. Thoi gian tha nghiém @ 04/01/2023 — 12/01/2023
Testing duration

6. Noi gii mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Puwong s 01, Khu Céng Nghiép Hiép Phudée, Xa Higp Phudre,
Huyén Nha Bé, Thanh phé H6 Chi Minh, Vigt Nam
7. Két qua thir nghi¢m . Xem trang tiép theo / See next page
Testing results

TL. PHU TRACH PTN MOI TRUONG
PP, HEAD OF ENVIRONMENTAL TESTING LAB

Thu TAW
i THURT
iy CAURR DO LUOR

Nguyén Cong Chinh

1. Cie ket qua thir nghi¢m ghi trong phicu nay chi ¢o gid ddi vai mau do khach hang gii dén va khang phii 13 gidy ehimg nhan sin phim.
Test vesults are valid for the namely submitted sample(s) andy. and this is not @ certificate of produet
2. Tén miu, én khiach hang duge ghi theo yéu ciu cia noi gii miu. / Nemte of semple(s) and customer are witten as customer s regest
3. Dd khong dim bao do mé rang duge tinh tir do khong dam bao do chuan nhin vai hé so phit k = 2, phin bo chuan teong fimg véi 95 % do tin cdy.
Hhe reported expanded wicertainty of measnrenent is stated as the standad uncertainty of reasuecwient multiplied by the coveruge factor k=2, at Y5 %5 confidence level
4, Khong duge trich sao mat phin phiéu két qua thir nghi¢m ndy néu khong ¢d si dong ¥ bing vin bin cia Trung tim Ky thugt 3.
This Test Report stall not be reproduced, except in full, without the written peratission by Quatest 3. o
5. Moi thic mac ve két qua, khich hing lién hé theo dja chi dh.cstcquatestd.com.yn vil rg.tnfquatesi3.com.vn de bict thém thong tin.
Please contact QUATEST 3 at the email addresses div.es@quatest3.comvn and rgniguatest3.comyn for further information about test report.
6. Phong Thir nghiém da duge Van phong Céng nhin Chit lugng (BoA)-Viét Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cée chi tigu ¢o diu () 1a chua duge cong nhin.
The Tosting Lab is accredited as conforming to ISOAEC 17025:2007 by Bureaw of Accreditation - Viet Nam (Vilas (0H4). The characteristics marvked with (*) are not accredited yet

Lén sira doi: 1 BH15 (04/2020) MO3VL — TTTNO9




o TONG CUC TIEU CHUAN {-)O LUONG CHAI'

TRUNG TAM KY THUAT TIEU CHUAN po LU
QUATEST 3° QUALITY ASSURANCE & TESTING

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 301i 2

|
Testing Complex:@ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietam @ C5 |=:1 K1 road, Cat Lai 17, _fcf {‘W"L mf\gﬁuﬂg A--k 5!§

NGAREL ]
PHIEU KET QUA THU NGHIEMS

(v Lﬂm
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2

Websile: www.quatest3.com.vn
{4 anL Dist.5, HCMC, Vietnam

12/01/2023

KT3-00053AMT3/3 Trang/ Page 02 /02

Mikc chit ’
STT Tén chi titu MVE | phwong phap thie | 2P Y | phat hién
N Cl teristi g Test method ety Hghigm Limit of
0. aracteristic Unit es QCVN 01- Test e
- 1:2018/BYT result
D mau

7.1 £ Pt.Co TCVN 6185:2015 15 KPH 5,0
Color

Khong co
' Odor 2150C:2017 ) )
strange odor | strange

odor

73 | Poduc NTU SMEWW 2 KPH 0,5

Turbidity 2130B:2017

Do pH (tai 25 °C) 1 ; ) )
7.4 o8 valuefat 33 C) TCVN 6492:2011 6,0 - 8,5 7,6
Ham lugng asen (As) mo/L US EPA Method
Arsenic content & 200.8
Téng sb coliform CFU/100 s

=] - | < < | CRER) -
Total coliform mL 150 9308-1:2014 3 L
CFU/100 < 10eEm)

7.7 | Escherichia coli ml. ISO 9308-1:2014 —<p|

7.5 0,01 KPH 0,001

7.6

Ghi chi/ Nofice:

(F**): Két qua duge bidu thi “< 1 CFU” duge xem 1a “khdng phat hi¢n vi sinh vt myc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered “ target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuan Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

QCVN O1-1:2018/BYT : Quy chuén k¥ thuat quéc gia vé chét lugng nude sach stir dung cho muc dich
sinh hoat/ National technical regulation on Domesnc Water Quality

KPH: Khong phat hién/ Not detected ( /(

I Cac kétqui thir nghiém ghi trong phidu ndy ¢hi ¢6 gid i d6i vai miu do khich hing g dén v khong phii 13 gidy ehimg nhin sin phim.

Test resudts are valid for the namely submitted sample(s) anly, and this is not a cortificate of product

2. Tén miu, tén khdch hang duge ghi theo yéu cau e noi gii mau. / Nowie of sample(s) H:H{l’{ wsfomier are Written as customer § regieat

. bd khéng dim biao do md rdng duge tinh wr dg khong dim bio do chuin nhin vai hé so phio k = 2, phin bo chudn twong (mg vii ')5 Yo 0 tin ¢y,

The reported expanded wicertainty of measurenicat is stated as the standard wacertainty of measurcamcnt multiplic d by the coverage factor k = 2, at 95 “6 confidence lovel
. Khéng duge trich sao mét phin phiéu két qua thit nghi¢m ndy néu khéng ¢6 sy dong ¥ bing van bin cia Trung tam Ky thudt 3.

This 1e. \f,'\('{)n“‘ shall vot be reproduced, except in full, without the written permission by Qucitest 3.

. Moi thiie mac vé két qua, khich hang lién hé theo dia chi dh.cs@ quatestd.com.vn vi rg.nfquatestd.comvn A& biét thém thong tin.

Please contact QUATEST 3 at the email addvesses dh.os@quatesi3.com.vi and g mi@quatest3.coneyn for further information about test report.

. Phong Thir nghiém da duge Van phong Cang nhin Chit lugng (BoA)-Vigt Nam cong nhin phit hgp theo 1ISOAEC 17025:2017 (Vilas 004).Cée chi tiéu ¢d da iu (*) 1 chwa duge cong nhin.
The Testing Lab is aceredited as conforming fo ISOAEC 17025:2017 by Burean of Accreditation - Viet Nom (Vilas 004). The characterisiics marked with (*) are not accredited yet

£

tan

f=a

Lin sira déi: 1 BHI15 (04/2020) MO3VL — TTTNO9



j_‘/\t) CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC

—— ~®

HEP PHUOG CORP 5-% 37818852 — (28:37818869

Tram Cip va Xit Iy nuée thii

Khu B, Duong s6 1, KCN Hiép Phudc, Xa Hiép Phudc, Huyén Nha Be, Tp. HCM

L6 Blla, duong s6 11, KCN Hiép Phude, Xa Hiép Phudc, Huyén Nha Be, Tp. HCM

_S_O"__' = ks b d 4 Vi

o1 PHIEU KET QUA THU NGHIEM
Pon vi CONG TY CP KCN HIEP PHUOC
Dia chi Khu B, dudng s6 1, KCN Hiép Phudc, xa Hiép Phude, huyén Nha Be, Tp. HCM
i e R
bt tighibm WPhlro'ng phap n({fm
Ngay ldy mau | 04/01/2023

Stt Vi tri li‘iy miu p(ljll;ilti?:h Pon vi Két qua Gimp’;i‘; ghe
1 | Nudc cdp Khu A (09h05%) 0.61
2 | Nude cdp Khu B, C (09h35°) Clo du mg/l 0.66 02-1.0
3 | Nudc cip Giai doan 2 (08h30°) 0.55

Ghi chu:

- Két qua phan tich chi c6 gia tri trén miu xét nghiém.

- Chi tiéu nay duoc do tai hién truong do Tram C&XLN cua Coéng ty CP KCN Hiép Phudc thuc hién.

- Gi6i han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 ctia Bd Y té vé chét luong nudce

sach str dung cho muc dich sinh hoat.

Tp. H6 Chi Minh, ngayA@thang A.. ndm 2023

Trudng Tram C&XLNj/’

A

Ha Minh Thién
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