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PHIEU KET QUA THU NGHIEM 11/09/2020
KT3-04502AMTO0/3 TEST REPORT Trang/ Page 01 /03

o TONG CUC TIEU CHUAN PO LUSNG CHAT LUONG
~d

1. Ténmiu : M3: NUOC CAP GIAI DOAN 2
Name of sample Thoi gian ldy maw/ Sampling date: 04/09/2020

2. Mo ta mau : Mau thir nghi¢m do khach hang 14y mu, tén mu va thong tin vé miu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: liquid,
- S6 don vi/mau: 01 binh x 2 L + 01 chai x 0,5 L;
Unit/sample: 01 binhx 2 L + 01 chai x 0,5 L;
- Dung cu chira: binh nhua, chai nhua;
Containner: plastic bottle, plastic botle;

3. S6 lugng miu ;01
Quantity
4. Ngay nhan mau : 04/09/2020

Date of receiving

5. Thoi gian thir nghiém @ 04/09/2020 — 11/09/2020

Testing duration
6. Noi giri miu : CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Pudng So 1, KCN Hiép Phwéc, Huyén Nha Be , TP. HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG FONGPHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB -

-

Nguyén Hoang Linh

an Thanh Trung

1. Céc két qua thir nghiém ghi trong phiéu nay chi co gia tri ddi véi mau do khach hang giri dén va khéng phai la gidy chimg nhan san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificare of product.
2. Khéng duge trich sao mét phin phiéu két qua thir nghiém nay néu khong c6 sy dong ¥ bang vin ban cua Trung tdm Ky thuat 3.
This Test Report shall nat be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mdu, tén khach hang duge ghi theo yéu cau cua noi giri miu. / Name of sample(s) and customer are written as customer 5 request.
4. D6 khong dam bao do mé rong wde luong duge tinh véi k = 2, mice tin cfy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. .
5. Moi thiic miic vé két qua khach hang lién hé theo dia chi dh.cs@quatest3.com.vn va rq.tn@guatest3.com.vn d¢ bict thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@gquatest3.com.n _for further information about test report .
Lén sira dbi: 0 BHIS (04/2020) M03 — TTTNO09
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TANG CUC TIEU CHUAN E)OqLUONG CHAT Luolge
Q TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3

QUALITY ASSURANCE & TESTING CENTER 3

u“AIESI 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 [E-mail: dh.cs@quatest3.com.vn

C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs@quatest3.com.vn

PHIEU KET QUA THU NG U 11/09/2020
KT3-04502AMT0/3 TEST REPORT :* TRUNG TAM o Page 02103

Miic chat
lwrgng Két qua «
s ; " Gid6i han
STT Tén chi tigu Bonvl | FPhwomgphdp | Specified B | bt hign
No. Characteristic Hnlt st il nEhigty Limit o:f
Unit Test method QCVN Test detecti
01:2009/BYT | result | “C%CTO"
P§ mau )
7.1 Color Pt.Co TCVN 6185:2015 15 KPH 5,0
Khong cé
S, | Mii SMEWW i o i
“ | Odor i 2150C:2017 SRR S £Y0 2 -
strange odor strange
odor
Do duc SMEWW
13 | Turbidity N 2130B:2017 & REH 0
Do pH (tai 25 °C) b )
7.4 pH value (at 25 °C) TCVN 6492:2011 6,5-8,5 7.2 -
D¢ cimg toan phan quy
vé CaCO:s SMEWW
%3 | Total hardugssss Mgl 2340C:2017 200 %3 )
CaCO:s
Ham luong clorua (Cl) SMEWW
76| Chioride content mgL | 411082017 = s ]
Ham lugng sit (Fe) US EPA Method
5 bom content =/ 200.8 — 1994 02 0,02 )
Ham lugng mangan
78 | (Mn) mgr | USEPAMethod 0.3 0,02 !
M, 200.8 — 1994
anganese content
Ham lugng nitrat
79 | (NOv) gL S W 50 40 ]
' 4110B:2017
Nitrate content
Ham lugng nitrit
7.10 | (NO») mg/L IMEWW 3 KPH 0,02
Nitri 4110B:2017
irite content
Ham lugng sunphat
7.11 | (SO+) mg/L 4?%?’;{3}{ 7 250 2,9 -
Sulfate content '

1. Céc két qua thir nghigm ghi trong phiéu nay chi co gid tri dbi véi miu do khach hing giri dén va khang phai 12 gidy chimg nhan san phim,
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khong duge trich sao mot phin phiéu két qua thir nghi¢m nay néu khong c6 sy dbng ¥ biing van ban cia Trung tim Ky thudt 3.
This Test Report shall not be reproduced, except in full, witheut the written permission by Quatest 3.
3. Tén mau, tén khich hing duoc giu theo yéu céu cia noi giri mau. / Name of sample(s) and customer are written as customer s reques.
4. B khong dam bao do mé réng wdc lugng duge tinh vai k = 2, mire tin cdy 95 %
Estimated expun(&d uncertainty of measurement with k = 2, at 95 % (onf fidence l'('\ el.
5. Moi thiic mic vé két qua khich hang lién hé theo dja chi dh.cs@quatest3 com.vn va rg.tnf@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and rg.m@guatest3.com.vn _for further information about test report .

Lén stra ddi: 0 BH15 (04/2020) MO03 — TTTNO9
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TONG CUC TIEU CHUAN PO LUGNG CHAT LUCONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 38294274 Fax: (84-28) 3829 3012

Website: www.quatest3.com.vn

®
u“AIESI 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

Testing: No. 7, road No. 1, Bien Hoa | I1Z, Dong Nai, Vietnam  Tel: (84-251) 383 6212

Fax: (84-251) 383 6298

E-mail: dh.cs@quatest3.com.vn

C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam

Tel: (84-28) 37423160 Fax: (84-28) 3829 3012

E-mail: dh.cs@quatest3.com,.vn

PHIEU KET QUA THU NGHER-

9
4,
%,

KT3-04502AMT0/3 /S 1 11/09/2020
2\ U CHURN BOLEURE/3
[5) o .':EF
Mike 1 .
. hegn = qua Gidi han
STT Tén chi tigu Dt‘;:h"’ P"“";‘;lg, phip Spf"'f;"d ‘l'l’.‘? phit hign
No. Ch isti w eve nghiém .
. e Unit Test method QCVN Test L.rmlt'of
01:2009/BYT | result | defection
Chi s6 permanganate TCVN 6186 :
e Permanganate index mgl. 1996 g ks L0
z £ ; Nho hon
Tong so coliform CFU/100
7.13 Tonal colifarm mL ISO 9308-1:2014 0 ] (rok) -
Less than
Nho hon
7.14 | Bscherichiz voli L gﬁ 001 150 9308-1:2014 0 k) -
Less than
Ghi chu/ Notice:

KPH: Khong phat hién/ Not detected
(***): Két qua duoce biéu thi “< 1 CFU” duoc xem la “khong phat hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered “ target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuén Qudc Gia/ National standards
US EPA: United States Environmental Protection Agency
QCVN 01:2009/BYT : Quy chuan K§ thuat Qudc gia vé Chat lugng nude an udng/ National technical
regulation on drinking water quality

|-

1. Céc két qua thir nghi¢m ghi trong phiéu nay chi ¢6 gid trj d6i véi mau do khich héngs giri dén va khong phai la gidy chimg nhin san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a C('!:l'{flffllu_ of | pmdm."r. ) ) R
2. Khéng duge trich sao mét phan phiéu két qua thir nghi¢m nay néu khéng co sy df)n_g y bing viin ban ciia Trung tim Ky thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3, ) -
3. Tén miu, tén khach hang dugc ghi theo yéu cdu cia noi gini mau. / Namie of sample(s) and customer are written as customer § request.
4. P§ khéng dam bao do md rong u6c lrgng dugce tinh véi k = 2, mic tin cfy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence fem:e." ) . T
5. Moi thic mic vé két qua khach hang lién h¢ theo dia chi dh cs@quatest3.com.vn v rq.tn@gquatest3.com.vn dé bict lhl-:m : 0115[:1& ——
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.yn and rg.tn@guatest3.comvn for further information about test report .
Lin sira doi: 0 BHI15 (04/2020)
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IéNG CUC TIEU CHUAN PO LUSNG CHAT LUGNG
& TRUNG TAN(I]lIl(AYLlTHUAT TIEU CHUAN PO LUGNG CHAT LUONG 3
® TY ASSURANCE & TESTING CENTE
u"ATEST 3 Head Office: 49 Pasteur, Dist, |, HCMC, Vietnam Tel: (84-28) 38294274 Fa,: (?4-25) 38293012 Website: www.quatest3.com.vn

Testing: No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai. Vietn: 5
-1, Hoa 1 1Z, g Nai, Vietnam  Tel: (84-251) 3836212 Fax: (84-251) 383 629
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam _Tel: (84-28) 37423160 Fax. (34.28) 3829 3012

PHIEU KET QUA THU NGHIEM

E-mail: dh.cs@aquatest3.com.vn
E-mail: dh.cs@quatest3.com.vn

KT3-04502AMTO0/2 11/09/2020
TEST REPORT Trang/ Page 01 / 03
1. Ténmiu :  M2: NUOC CAP KHU B,C
Name of sample Théi gian ldy mau/ Sampling date: 04/09/2020
2. Mo ta miu : MAu thir nghié ich hang 1y miu, tén mau v3 in vé ma
ma : ghiém do khéch hang 1ay mau, tén mau va théne tin vé ma
Description do khach hang cung cip. s e ma
.T esting sample was sampled by customer, sample name and sample
mﬁ)rmatign were supplied by customer.
- Dang mau: long;
Form: liquid;
- 86 don vi/mau: 01 binh x 2 L + 01 chai x 0,5 L:
Unit/sample: 01 binhx 2 L + 01 chaix 0,5 L;
- Dung cu chira: binh nhua, chai nhya;
) . Containner: plastic bottle, plastic botle;
3. S0 lugng mau ;01
Quantity
4. Ngay nhin mau : 04/09/2020

Date of receiving

5. Thoi gian thir nghiém :  04/09/2020 — 11/09/2020

Testing duration
6. Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Puwdong So 1, KCN Hiép Phwée, Huyén Nha Bé , TP. HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
OC/PP.DIRECTOR
BHANG THU NGHIEM

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

1

Nguyén Hoang Linh

ic két qua thir nghiém ghi trong phiéu niy chi c6 gid tri 46i v&i mau do khich hing gin dén \'3}kh.6ng phai 1 gidy chimg nhin sén pham.
y ktl. Q'-lfi «alid for the namely submitted sample(s) only, and this is not a ce{.'rﬁc'm‘:_ of product. N el "
Tt’s{ — i ‘lc: ‘ far‘t hin pﬁiéu két qua thir nghi¢m ndy neu khéng co sy dong ¥ bing viin ban cua Trung tam Ky thuat 3.
% ‘?Eﬁn?%iuggp:: .ﬂ:'?! ‘:; JE:.’ reproduced, except in full, without fh;é ,’L"ﬁf:cz ;”:.;’:;}:l{(:;‘l (f];;\u gr::::::f j,- P ——
én a’;u. tén khach hang duge ghi theo yéu cau c_im noi giri mau, / Na € 0 mmpia 1
i E%nkrl‘lnéng dim bao do mé rong wic hegng duge tm?\ vm_k ;: z l;liug’i!.!'l :’32’89"5{.:}.‘,“4 ‘ |
ok 4535 u"ﬂ’-"fﬂiﬂlfi\'htgf"ft“_ﬂ_ﬁlf{‘t‘.ﬂ;ﬁz;‘;;;hcﬁi— dil cu:’u \;301::;3 com.vn va r Ain(@guatestd.com.vn Aé biét thém thong tin.
5. Moi thiic mac vé két qua khach hing lién he dh.cs@quatest3.com.vn va rq.nf@q o

; ; o5t report .
il addresses dh.cs@guatest3.com.vn and rg.m@auatest3.comn_for further information about 1es] "ep MO03 - TTTNO9
Please conlact Quatest 3t the emal eCes5es 5 BHI15 (04/2020)

Lin sira d6i: 0
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T 2 = Z : >
TONG E)UC TIEU CHUAN E)O,LU'ONG CHAT LUONG 7
Q TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUONG 3
u“A.I.Es.I. 3® e QUALITY ASSURANCE & TESTING CENTER 3
cc:‘in . ce: 4 : asl:;:ar. Di;t. ks I-!E'MC,’\"iutnam L. Tclf (84-38) 3829 -‘33?:& l-:a.\: (84-28) 38203_0]2 Website: www.quatest3.com.vn
AR o a5 b Doag e Vs T (34250) 33 E212 P (ST i s autesi com.sn
n” A 2 2 . mmuz
KT3-04502AMT0/ PHIEU KET QUA THU NG / “'i' ! ; 11/09/2020
TEST REPORT g/ Page 02 /03
Mike chit
_ lrgng Keét qua Giéi han
STT Tén chi tiéu Bt‘f'"h"’ B "“""I‘lg, phip | Specified thie | st hizn
No. Characteristi i Hue fevel nghi¢m imit o
e Unit Test method QCVN Test ;;mt:.of
01:2009/BYT | result e
71 |Domau PtCo | TCVN 6185:2015 15 KPH
) Color =L . 5.0
Khéng cé
72 |Mu 4 SN nlﬁ:iolre]]% No No )
“ | Odor 2150C:2017 ; ©
strange odor strange
odor
Do duc SMEWW
13 | Furbidhity - 2130B:2017 ; KFH 0,5
Do pH (tai 25 °C)
¥ g = 4 # 11 6,5 = ,5 7:1 -
74 | pH value (ar 25 °C) e 5
D§ cimg toan phan quy
vé CaCOs SMEWW
300 27.3 -
7.5 Total hardness as mg/L 2340C:2017
CaC03
Ham lugng clorua (C1) SMEWW 250 79 .
16 | Chioride donrest het 4110B:2017 »
Ham luong sit (Fe) L US EPA Method 0.3 0.03 )
13 Iron content mg/ 200.8 — 1994 ’ ’
Ham lugng mangan US EPA M
- ethod
KPH 0,02
¢ (iodn) mg/l 12008 — 1994 U3
Manganese content
Ham lugng nitrat SMEWW
b 1 50 3,8 -
7.9 | (NOs) mg/L 4110B:2017
Nitrate content
Ham lugng nitrit SMEWW
o s 3 KPH 0,02
7.10 | (NOx) mg/L 4110B:2017
Nitrite content
Ham luong sunphat SMEWW
S 250 334 -
7.11 | (SO#) mg/L 4110B:2017
Sulfate content
B by chi ¢ gid tri dbi vGi mau do khéch hing gii dén va khong phai la gidy chimg nhan sin phém.
v v ey bt sampiety ony a1 st ¢ e /ot
2. Khéng duge trich sao mdt phin phicu két qua lhu_ thl#nT _n;) m;.;’ “:J_r:rgm st oy, ity ' .
This Test Report shall not be reprqdm:ed, except "_’ﬁ'”',“',r o ?; N, ;\‘am Wle(s) and customer are writlen as customer s request.
3. Tén méu, tén khach hang duge ghi theo yéu cau clia noi gini mau. | Name o/ S
3. P khong dam bjo }50 md f‘?“%\“f'f“ hugng dugc “?hh‘?: ; o ;jiu“,;'ﬁun‘r:)fl?ifience level, o itios Wiing
stimated expanded unceriainty of measurement wit i _’c‘s’iif uatest3.com.vn vi ra.m@quatest3 com.vn &€ bict thém thong lm.u»w report .

Lén sira d6i: 0

BH15 (04/2020)
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TONG CUC TIEU CHUAN PO LUONG CHAT LUCNG

Q TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
u"AIEsI 3® Hcadofﬁcc49Paatcu?l!ljslA!-:lH[I(A\'ifal:RANCE & TESTING CENTEH 3

Tel: (84-28) 38294274 Fax: (84-28) 3829 3012

Testing: Tel: (84-251) 383 6212 Fax: (84-251) 383 6298

No. 7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietnam

Website: www.quatest3.com.vn
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam

E-mail: dh.cs@gquatest3.com.vn

Tel: (84-28) 37423160 Fax: (84-28) 38203012

PHIEU KET QUA THU NG

E-mail: dh.cs@gquatest3.com.vn

Lén sua

1.

2

?1- Db khong dam bao do md rong udce lugng d

5. Moi thic mic vé két qua khach hing lién

KT3-04502AMTO/ 11/09/2020
TEST REPORT (¥ Nale/ Page 03/ 03
%
' lwgng ¢t qua v
STT Tén chi ticu Ponvi | Phuong phip | Specified thie | i
No. Characteristic tmt.l thir devel nghi¢m pL‘ it 0
Unit Test method QCVN Test m"t.of
01:2009/BYT | resulr | detection
Chi s6 permanganate TCVN 6186 :
o Permanganate index e/l 1996 - . b0
Téng s6 coliform CFU/100 Wi hoy
7.13 Total coliform mL ISO 9308-1:2014 0 LI‘*";}’:’ -
ess rnan
Nhoé hon
7.14 | Bscherichix coli CF gf 001 150 9308-1:2014 0 k%) i
Less than
Ghi chi/ Notice:

KPH: Khong phét hién/ Not detected
(***): Ket qua dugc biéu thi “< 1 CFU” duoc xem 12 “khong phét hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * larget organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuan Qudc Gia/ National standards
US EPA: United States Environmental Protection Agency F
QCVN 01:2009/BYT : Quy chuan K¥ thuat Qudc gia vé Chét lwong nude dn uong/ National technical
regulation on drinking water quality

L —

giri dén va khong phai 12 gidy chimg nhdn san pham.
i s ” - te of product. =
4c kit qua thir nghiém ghi e . . -
gﬂl mﬂ?m . r.'wl:r_ume;\_':su:él qua thir nghiém nay néu khong co sy dong ¥ ban5 van bajn ciia Trung tim K§ thufit 3
- o : ; e fi itho i ission by Quatest 3.
Bk e HEh I S e e inn full, without the writfen pernission o] Pt
i 7%.“ e o mpﬂ?‘i‘fﬂd f:f:g;’ ::;f:zm“mn miu. / Name of sample(s) and customer are writlen as customer s reqi
Tén mau, tén khach hang duge ghi theo y& e . e ks S5
ent with k = 2, at 95 % confidence level. B—

q.nf@g <13 .com.vn dé biet -
sy for further information about test report .

higu nay chi 6 gia tri d6i véi mau do khich hang
nitted sample(s) only, and this is not a certifica

remnm

§ ia chi dh.cs@quatestd com.vn va atestd
e (hesodi"::'ﬁ quatest3.com.yn and rg‘mgu«guurcsrig om.vn
= BHI15 (04/2020)

e ——————————

Estimated expanded uncertainty of measu

Please contact Quatest 3 at the email addr

46i: 0
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IéNG cuc TLEU CHUAN PO LUGNG CHAT LUGNG
b TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3
"“AIESI 3@ ) _ OUALITY ASSURANCE & TESTING CENTER 3
cad Office: 49 Pasteur, Dist. |, HOCMC., Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: Www.quatest3.com.vn

Testing: No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai. Vietnz
g . HoallzZ, g Nai, Vietnam  Tel: (84-251) 3836212 Fax: 84-251) 3 2 E-mail:
G5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel- (84-28) 37423160 Fax. :34.251))3%5&3) ?6?5 i

PHIEU KET QUA THU NGHIEM

cs(@quatest3.com.vn
E-mail: dh.cs@quatest3.com,vn

KT3-04502AMT0/1 !
TE 1/09/2020
ST REPORT Trang/ Page 01 / 03
1. Ténmiu : MI1:NUOC CAP KHU A
Name of sample Thoi gian 1dy miu/ Sampling date: 04/09/2020
2. Mobta 'ma’.iu : Mau thir nghiém do khéch hang 1y mau, tén mAu va théng tin v& miu
Description do khéch hang cung cip.
Testing sample was sampled by customer., sample name and sample
informa!ign were supplied by customer.
- Dang mau: long;
Form: liquicz;
- 86 don vi/mau: 01 binh x 2 L + 01 chai x 0,5L;
Unit/sample: 01 binhx 2 L + 01 chaix 0,5 L;
- Dung cu chira: binh nhua, chai nhua;
) ) Containner: plastic bottle, plastic botle;
3. SO lugng mau : 01
Quantity
4. Ngiy nhin mau : 04/09/2020

Date of receiving

5. Thoi gian thir nghiém :  04/09/2020 — 11/09/2020

Testing duration
6. Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Puong $6 1, KCN Hiép Phwée, Huyén Nha Bé , TP. HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

S

Nguyén Hoang Linh

Phan Thanh Trung

hang gun dén va khong phai la giy chimg nhan san pham.

ertificate of product.

iém ghi trong phiéu nity chi ¢ gid tri d6i voi mau do khach
in ban ciia Trung tam K§ thudt 3.

“ic két qua thirn, i i -
g (-,;-ii'-} k.:“?m i "j}:i for the namely 5][}":'11”(.’4!' ,\'mnp.’e{:.:} ur!l':L. ar:z." lhr.\_ is not a (d‘ echid
2 I{Ll:ér’:é du‘qc trich sao mét phiin phiéu két qua thir nghigm r}ay ne:n khnf;? cc:p izxmﬁi;lignz o
o -ed. except in fill, without the writien permiss J ST 3. ] S
i REPT; 'ﬂ;-.a::'nur;ﬁaf@:?ﬁ:ii;;ﬁl l'::f:m :,gm miu. / Name of sample(s) and customer are writen as customer 5 request.
. Tén mau, tén khach hang T et
3 I)i‘)“khéng dam bao do ma rong udc lugng Aduge unh “"Ak; 2, gm;rffufs i_??}c’lensce/l}e\’ﬁf o o
" Estimated expanded uncertainty of measurement with k '—d;\. 0"(_ u‘:\;“ﬂﬁ o Nt Vi ra.inf@quatestd.com.vn dé biet thém thong ;m. renort
S e i Lhach hi ian hé i cs(@quatestd.com.vn va 1q.n@qualest o .= - 5 2 ——_—_"
5. Moi thic mac v& ket qua Wik ha“glhc;dhg mmd?f!a::‘ ;:;ce_;ﬁ:om vn and rg.m@guatest3.comvn for further information about test rep
: emai resses dh.cs(@quatest3.com.vn
3 at the email a BH1S (04/2020)
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TONG CUC TIEU CHUAN PO

TRUNG TAM KY THUAT TIE E
AT TIEU CHUAN PO LUQ &
QUALITY ASSURANCE & TEanIél{;UE'ﬁE%H?T LUONG 3

H ice:
ead Office: 49 Pasteur, Dist. 1, HCMC Vietnam

LUONG CHAT LUONG

Testing:  No. 7, road No. 1, Bien H Tel:
C5 lot, K1 road "alm;i 0a 1 IZ, Dong Nai, Vietnam z ; (84-3}-“ 38294274  Fax: (84-28) 3829 3012
ST s PR o b el e G S Daecens
a 2 ax: (84-28) 38293012 E.mail: dh.csomeg el
KT3-04502AMTO0/1 = UTKE T QUA THU N i
ES
T RE P O R % 11/09/2020
> = Trang/ Page 02 / 03
2 1 CHURR DO LUONG) 2
— G\ CHAT LUGHG 3/
%C‘” N W
VAR ROM
" Mirc chat
T Tén chi tié Pon vi lrgm ét qui
tiéu on vi Phwon 2 one Két qua
No. Characteristic tinh thgii*phap Splef-'lﬁed e gy
Unit Test method Qév\?l'\l ngj{]iém pLhi?t:iltl:g?
est
» S 01:2009/BYT result detection
; C
olor Pt.Co | TCVN 6185:2015 15
KPH 5,0
Mui Khéng c6
- ) ong co
Odor { SMEWW Khéng co mui
2150C:2017 81’:;“ la/No No -
o T nge odor strcc:,nge
| Turbidity NTU SMEWW e
4 | DO PH (tai 25 °C) 2108:2017 i e o
pfi{ vc’rlue (at 25 °C) & TCVN 6492:2011 6.5-85
D§ cimg toan phan quy e 5 )
Total hardnes mg/L b
pyevy s as 2340C:2017 300 26,8 -
Ham luong cl E
76 ong clorua (Cl)
Chloride content mgh 4?11\’83\?2](‘))\1] 7 250 77
Ham luong s4 ' : i
77 y am luong st (Fe) mg/L US EPA Method
yon conteni 200.8 - 1994 0,3 KPH 0.0
Ham lugng mangan . -
7.8 | (Mn) mg/L US EPA Method
Manganese content 200.8 —1994 o KPH .
Ham lugng nitrat SM
79 | (NOv) mg/L ok
; 50 -
Nitrate content S1UB20L7 -
Ham luong nitrit SMEWW
7.10 | NO2) mg/L 3 KPH 0
5 0
Nitrite content ALIGR:2017 ’
Ham luong sunphat
7.11 | (SO+) mg/L 4?%3“2/3‘;7 250 3.1 -
|| Sulfate content ___ ‘
| Cac két qua thir nghiém ghi trong phiél:l nay chi co gid tri a6i vai maq do khich hang gir dé’n +va khong phai 12 gidly chimg nhn san pham.
Test results a e v alid for .fhe nymel‘\";_fuf‘?.'.'lf:‘(:i suAmpg'e('s‘J zml:v, a::d‘ r.'u_\_' is m{.’ a ce{‘r:ﬁrfuej of prvdug'r i r
» Khéng duge trich sa0 mdt phan phiss két gud thir nghi¢m ndy neu khong :t:} 2\:,:;(::.%, y :?n{c};jn;:? cia Trung tim K thudt 3.

This Test Report shal
3. Tén mau, tén khich
4. D khong dam bao do mé rong wdc huong

Estimated e.ypurgdegf uncertainty of measuremen
5. Mot thic mac vé Két qua khich hang lién h¢ theo

Please contact Quatest 3 at the email addresses

Lén sira d6i: 0

11 not be reproduced. except in full, without the writtel
hang duge ghi theo yéu cau cla noi giri mau. / Name
duge tinh voi k= 2, mirc t
twith k = 2, at 93 % con
dia chi

s(@guatest3.com.vn and ¥

dh.cs@quatest3.c

of sample(s) and customer are written as customer § request.

in céy 95 %.
fidence level.
dh cs@quatest3.com.yvn va 1q in(@quatest3.c

for further information about test report .

 in({@guatest3.com.yn

BH15 (04/2020)

com.vn dé biét thém thong tin.
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TONG CUC TIEU CHUAN DO LUSNG CHAT LUGN
~ ~ ~ -~ 0\" ) G
Q TRUNG nuuvll1 J(Y THUAT TIEU CHUAN PO LUGNG CHAT LUONG 3
QUATEST 3° tsconce sruscrmr - 1Y ASSURANCE & TESTING CENTER 3

Testing:  No. 7, road No. 1, Bien Hoa | 12, Dong Nai, Vi Tel: (84-28) 38294274 Fax: (84-28) 3829 3012

2 : etmam Tel: (84-25 Sy
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam T::]: gm.§§:)3;jz _‘?fég ]E;_:: el

PHIEU KET QUA THU N X

chsitc: Www,quatest3.com.vn
E-mu_:l: dh.csf@quatest3.com.vn
12 E-m:nl:d_hgs(i;’guatcsilcom.vn

4,
KT3-04502AMTO/1 TAM %
2. Y g/ Page 03 /03
e\ CHAT LUONG 3,/
Mirc el i 0o
. lrgng Két qui
STT Tén chi tiéu D‘T“ k! Phwong phép Specified th?}ua Giéi han
No. Characteristic tinh thir level nghigm | Phit hién
Unit Test method QCVN Test Limit of
01:2009/BYT resall detection
Chi s0 permanganate
7.12 g TCVN 6186 :
Permanganate index mpl 1996 2 KPH 1,0
Téng s6 coliform CFU/100 Nho hon
T ) Tatal eatiorn mL | 180 9308-1:2014 0 k¥ ) )
Less than
Nho hon
7.14 | Escherichia coli CFEQ 901 150 9308-1:2014 0 k44 )
Less than
Ghi cha/ Notice:

KPH: Khéng phét hién/ Not detected

= f *): Két qua dugc bieu thi “< 1 CFU” duge xem la “khong phét hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU" is considered “ target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuan Qudc Gia/ National standards

US EPA: United States Environmental Protection Agency ]

QCVN 01:2009/BYT : Quy chuan K§ thuat Quédc gia vé Chat lugng nuéce an uong/ National technical
regulation on drinking water quality

5 ich ha ri dén va kho di 1a gid mg nhin san phim.
S 5 = i tron; phiéu nay chi cé gid trj doi v&i miu do khich har!g guri den \ddkh:mg phai 1a gidy chimg p
: géc o ‘3']:: cﬂ“; \fz‘zﬁmj‘g ?:; nani.’v mbmir-red sample(s) only, and this is not a certificate of proauct.
est resulls ¢ ly suon d sem
. - sa0 mot phan phiéu két qua thirn : : i g ; .
2. Kh_ong Snwe u-[uh’b a?! c.r !Fc rej Evducrd, except in full, without the written permission by Qfmreu J—
This Tcx‘” R?Piﬁﬁi;:‘hg’::é du;rcl:}zhi theo yéu cau cua noi giri mauw. / Name of “"’Z’,""”" and custome
én miu, tén £ 5 P Hihvkie sy
-31' g-_nkn}:;:g dam bio do m& rjng ude hugng duge tmh vcfl_kz 2, ;1;.151snmc';yc'i :,Sc;.'e\-ej, - A |
. EQ imated expanded uncertainty of measurement with k =2, a195 % co " L T B ki e |
Sfimated Bppa khdch hing lién hé theo dia chi dh,csf@quatest3.com.vn va rg.n(@a O e e sbou st reort

5. Mo thiic méac ve ket qua ¥ dh.cs@auatest3.com.vn and rg. in@quaresi3.com.vi
Please contact Quatesi 3 at the email addresses dhcs BH15 (04/2020)

Lén sira doi: 0

ghiém nay neu khong c6 s dong ¥ bang van ban cia Trung tam Ky thudt 3.

ften as customer 5 l"t’q'ﬂﬁ’.ﬂ.
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