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ISOAEC 17025:2017

o TANG CUC TIEU CHUAN PO LUGNG CHAT LUONG

: TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3
OUATEST 3° QUALITY ASSURANCE & TESTING CENTER 3 Cisn o

Hmeﬂlu 49 Pasteur, Dist, |, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: infof@quatest3.comyn  Website: www.quatest3.com.vn
Tesling Complex: @ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 12/12/2022

KT3-06179AMT2/1 Trang 01/02

I Ténmiu :  NUGC CAP KHU A
Thoi gian lay mau: 06/12/2022

2. Mo ta mau © MAu thtt nghiém do khéch hang 14y mau, tén miu va thong tin vé mau
do khach hang cung cap.
- Dang mau: long;
- 86 don vi/miu: 2 L x 01 +0,5 L x 01;
- Dung cu chita: binh nhua, chai nhua;
3. Sé lugng miu : 01

4. Ngay nhan mau : 06/12/2022
5. Thoi gian thi nghiém @ 06/12/2022 — 12/12/2022

6. Noi glri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Khu B, Puwong s6 01, Khu Cong Nghiép Hiép Phwére, Xi Higp Phude,
Huyén Nha B¢, Thanh phé H6 Chi Minh, Vi¢t Nam

7. Két qua thir nghiém . Xem trang tiép theo

) _ TL.GIAM BOC
TL. PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
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Nguyén Cong Chinh

1. Ciie két qui thir nghi¢m ghi trong phicu ndy chi e gid tri déi vai mau do khich hang giri dén va khong phai 1 gidy chimg nhan sin phim.
Test results ave valid for the namely submitted sample(s) only, and this is not a certificate of product.

2. Tén mau, tén khich hing duge ghi theo yéu ciu i noi gii miu, / Name of samplefs) and customer are written as custonier § regest
3. Da khang dim bio do me rdng duge tinh (i dd khéng dim bio do chuin nthin vai hé sb phi k = 2, phin bd chudn trong fmg voi 95 % do tin ciy.
The reported expande duncertainty of measirenienl is s tated ax the standord wicertainly of micasnement wiltiplied by the coverage factor k= 2, at 93 % confidence level

. Khing duge trich sao mdt phin phidu két qua thir nghiém ndy néu khong ¢6 sur déng y biing van ban eia Trung tam Ky thujt 3.
Thiy j(\!R{'m}il‘ shall not be reprodutced, except in full, withowt the written permission by Quatest 3.
. Moi thic mic vé két qua, khich hang lién hé theo dja chi dh.cs@quatestd.com.vn vir 1q.infwquatestd.com.vn dé biét thém thong tin,
Please contact QUATEST 3 at the email addvesses dh.cst@guatestd.comvi and rq.uquatest3.convn for further information about test report.
. Phong Thir nghigm da duge Van phong Cang nhan Chét lugng (BoA)-Viét Nam céng nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cée chi ticu ¢6 diu (*) la d s
The Testing Lab is accredited as conforming to ISOUEC 17025:2017 hy Burcau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet
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o TONG CUC TIEU CHUAN PO LUONG CHAT LUONG /f/\ﬁ\

TRUNG TAM KY THUAT TIEU CHUAN BO LUGNG CHAT LUGNG L
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QUATEST3° QUALITY ASSURANCE & TESTING CENTER 3 . (s )
i eric Vi

ISO/IEC 17025:2017

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: inf ?fiilm’lé.s!fi.mn{.\'n
Testing Complex:@ No.7, road No.1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC Nietnam @ 64 Le Hong' \:
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PHIEU KET QUA THU NGHIEM' 1! | 2b1nm

KT3-06179AMT2/1 M ghg 02702

7

At o\ o

Mike chit

£ 5 Gioi

lwong Két qua tida

e Phwong phap thit | QCVN 01- thir L
n 1:2018/BYT | nghiém | PX

hién

7.1 | Ds mau Pt.Co | TCVN 6185:2015 15 KPH 5,0

Khong cé i :
v SMEWW . Khoéng co
7.2 | Mui - 2150C:2017 mui la/ No i I -
strange odor

) SMEWW

7.3 | Bo duc NTU 2130B:2017 2 KPH 0,5

74 | D6 pH (tai 25 °C) - TCVN 64922011 | 6.0-8.5 75 :

7.5 | Ham lirgng asen (As) " e El;‘gol‘geth"d 0,01 KPH | 0,001

CFU/100
ml

CFU/100
]l

STT Tén chi titu bom vi

7.6 Téng s6 coliform [SO 9308-1:2014 <3 < ) ;

7.7 | Escherichia coli ISO 9308-1:2014 #g | < |(EEE) P

Ghi chu:

i - Két qua duge biéu thi “< 1 CFU” dugc xem la “khong phat hién vi sinh vat myc tiéu” trén thé tich
mau kiém tra.

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuin Quéc Gia

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn ky thudt qudc gia vé chit lwong nude sach st dung cho muc dich
sinh hoat

KPH: Khong phat hién &// /

1. Céic két qua thir nghi¢m ghi trong phiéu ndy chi c6 gid tri ddi vai mau do khich hing gui dén va khang phai la pidy chimg nhin san phim,
Test results are valid for the namely submitted sample(s) only, andd this is not a certificate of product,
2. Tén mau, tén khich hang duge ghi theo yéu can cta noi gt maw. / Nanie of sample(s) and customer are written as costomer s request
1, Po khong dam bio do mé rong duge tinh tirdo khong dam bio do chuin nhin vai hé sé phi k = 2, phan b chudn tuong (g vai 95 % do tin cdy.
The reported expanded wicertainty of measurement is stated as the standard wnicertainty of micasuremcnt mltiplied by the coverage factor k = 2, at Y3 UG confidence level
4. Khéng duge trich sao mdt phan phicu két qua thir nghigm ndy néu khong e sy déng y bing viin ban cia Trang tdm Ky thujt 3,
This Test Report shall not be reproduced, exeept in full, without the written permission by Quatest 3. o
5. Moi thic mic vé ket qua, khich hing lién hé theo dia chi dh.cs@quatestd.com.vn vi 1q.inf quatest3.com.vn dé bigt thém thong tin.
Please coptact QUATEST 3 at the email addyesses dh.es@quatestd.com.vn and rgn@guatest3.comyn for further information about fest report. 2 A 4
6. Phong Thir nghi¢m da duge Van phong Cong nhin Chat lugng (BoA)-Vigt Nam cong nhan phi hp theo ISO/IEC 17025:2017 (Vilas 004).Cie chi ticu ¢d diu (%) 14 Lm her Hin,
The Testing Lab is aceredited as conforming to ISONEC 17025:2017 by Bureau of Accreditation - Viel Nam (Vilas 004). The characteristics marked with (*) are not accredited yet

Lan sira ddi: 1 BHI5 (04/2020) MO3VL — TTTNOY




o TONG CUC TIEU CHUAN PO LUGNG CHAT LUONG PR
] TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3 S
OUATEST 3° QUALITY ASSURANCE & TESTING CENTER 3 =

Head ORlice; 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail: infofquatest3.comayn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No.1, Bien Hoa 1 17, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 1211212022

KT3-06179AMT2/2 Trang 01/02
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l.  Ténmdu :  NUGC CAP KHUB, C
Thoi gian 1dy mau: 06/12/2022

2. MOb ta mau . MAu thr nghiém do khéch hang ldy mau, tén mau va thong tin vé mau
do khach hang cung cip.
- Dang mau: long;
- Sb don vi/mdu: 2L x 01 +0,5L x 01;
- Dung cu chtra: binh nhya, chai nhya;
3. S6 luong mau ol

4, Ngay nhan mau © o 06/12/2022
5. Thoi gian thir nghiém @ 06/12/2022 — 12/12/2022

6. Noi gtri mu . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Khu B, Puomng s6 01, Khu Cong Nghi¢p Hi¢p Phwée, X Hiép Phudre,
Huyén Nha Bé, Thanh phé H5 Chi Minh, Viét Nam

7. Két qua thtr nghiém . Xem trang tiép theo

TL. GIAVI poOC

TL. PHU TRACH PTN MOI TRUONG TRUON G THU NGHIEM
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Nguyén Cong Chinh >H dnE

1. Ciie két qua thit nghi¢m ghi trong phicu ndy chi ¢ gid tr d6i vai man do khich hang gii dén va khong phii 1 giay chimg nhin sin phén.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of prodict.
2. Tén mau, tén khich i g ltll\'\. g ||| theo )\ll cau cia nal 21N Ay, / 4\'¢mu af uﬂm'uf( (s) .u.lgf( Hn‘m‘m v are written as ¢ wstomer s regniost

1, Do khong dim biao do md rong duge tinh tir dg khong dam bio do chuan nhan vai h¢ s0 phit k = 2, phéin b ehudn trong g voi ‘ﬁ o dg tin cdy.
The reported expanded wncertain ity of micas urcaicht iv stated as the standard wicertainty of measwement u m'll.t'h“.'!u the caverage fuctor k = 2, at 95 % confidence level
4, Khong duge trich sao mt phin phiéu két qua thir nghiém niy néu khong o sy rdong ¥ bing van bin ela Trung tim Ky thuit 3,

This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3,
. Moi thic mac vé két qua, khich hang lign hé theo dia chi dh.es@ quates3.com.vn v rg.tn@quatestd.com.vn dé bicét thém théng tin,
Please contact QUATEST 3 at the email addresses dh.cs@yuatest3.com.vn and vg. it guatest3.comvn for further information about test repart.
. Phdng Thir nghigm da duge Van phong Cong nhin Chit lrgng (BoA)-Vigt Nam cong nhan phit hgp theo ISO/AEC 17025:2017 (Vilas 004).Cic chi ticu cd dd w(*)lad C
The Testing Lab is accredited as conforming te ISOAEC 17025:2017 by Burean of Acereditation - Viet Nam (Vitas 004). The characteristics marked with (*) are not aee rufth o yet

Lan stra ddi: 1 BHI15 (04/2020) MO3VL — TTTNO9
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o TONG CUC TIEU CHUAN PO LUSNG CHAT LUGNG

TRUNG TAM KY THUAT TIEU CHUAN po LUGNG CHAT LUGNG 3
IlllATESI:]@ QUALITY ASSURANCE & TESTING CENTER 3

Hmcl ()ﬂlu 4‘)P1~lmr Dist. 1, HC\I( Vuluun Tul:(M-Zh)}hZ') 4274 Fax: (84-28) 3829 3012 E-mail: infof

ISO/IEC 17025:2017

VILAS ¢o4

vww.uatest3.com.vin
5, HCMC, Vietnam
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KT3-06179AMT?2/2

Mike chit
2 3 Gidi

P lwong Két qua han

STT Tén chi tiéu MYY ! Phuwong phip thiv | QCVN 01- thir -

tinh 1:2018/BYT | nghi¢m ‘];!‘f‘t
ién

7.1 | B¢ mau Pt.Co TCVN 6185:2015 15 KPH 5,0

Khong c6 5 .
iz SMEWW .. Khong co
R B : 2150C:2017 mai lfNo | i ‘

strange odor
SMEWW

7.3 | Bo duc NTU 2130B:2017 2 KPH 0,5
74| Do pH (tai 25 °C) " TCVN 64922011 | 6,0-85 78 i
7.5 | Ham lugng asen (As) R Egg‘ot‘geth"d 0,01 KPH | 0,001

7.6 | Téng sd coliform CFEQOO ISO 9308-1:2014 <3 < (k) -

CFU/100
mlL

7.7 | Escherichia coli ISO 9308-1:2014 =3 < ) -

Ghi cha:
(F**): Ket qua duge biéu thi “< 1 CFU” duge xem 1a “khong phat hi¢n vi sinh vat myc tiéu” trén thé tich

mau kiém tra.

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Qude Gia

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn ky thuat qubc gia vé chit lugng nude sach sir dung cho muc dich
sinh hoat

KPH: Khéng phat hién Q/

1. Céie két qua thir nghigm ghi trong phiéu nay chi c6 gid tri dbi voi mau do khich hing gii dén va khong phai la gidy chimg nhin sin phim,
Test results are valid for the nanie oIy submitted sample(s) only, and this is not a certificate of product
Fén mau, tén khdch hing duge ghi theo yéu cau cta not gl me i, / Nanie of \um,m'z (3) cnel castomer are wrilten as customer ' e quest
. D6 khong dam bao do md rong duge tinh tir d¢ khong dam bio dn chuin nhin vai hé s phi k =2, phin bd chudn wong (g véi 95 % (In tin ¢y,
The reported expanded wncertainty of measurenient s stated as the ‘rr-'uu'w:t'm certainty of measenicnt wtltiplicd by the coverage factor k = 2, at 95 % confrdence level
. Khéng duge trich sao mat phin phiéu két qua thir nghigm nay néu khong 6 sir dong ¥ bing vin ban cia Trung tim K§ thuit 3.
This Test R"rmll‘ shall not be veproduced, except in full, without the written ,uummmu hy Quatest 3.
. Moi thic mie vé két qud, khich hang lién h¢ theo dia chi dh.cst@ quatest3.com.vn vi rgunfrquatest3.com.vn dé bidt thém thang tin,
Please contact QUATEST 3 at the email addvesses dih. u(u quatest3.comvn and rq.n @yreatest3.coma for further information about test u.,vmn‘ 3
. Phong Thir nghi¢m da dugu Vin phong Cong nhin Chit lugng (BoA)-Viét Nam cong nhin phi hgp theo ISO/IEC 17025:2017 (Vilas 004). Ciic chi tiéu c6 & iu (%) m[ﬂ 2 %
The Testing Lab is aceredited as conforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Filas 004). The characteristics marked with (*) are not accredite rel vel

Lan stra déi: | BHI15 (04/2020) MO3IVL - TTTNOY
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o TONG CUC TIEU CHUAN DO LUSNG CHAT LUGNG g
| TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3 K /
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 e §

Head Office: 49 Pasteur, Dist, |, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: infofquatestd,comyn  Website; www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam © 64 Le Hong Phong, Dist.5, HCMC, Vietnam

P— PHIEU KET QUA THU NGHIEM Tr;tzlgz/%(izjzoz

I.  Ténmiu :  NUGC CAP GIAI POAN 2
Thoi gian lay miu: 06/12/2022

2. Mo ta mau . Mau thir nghiém do khach hang 14y miu, tén mau va théng tin vé mau
do khach hang cung cép.
- Dang mau: long;
- 86 don vi/mau;: 2 L x 01 +0,5 L x 01;
- Dung cu chira: binh nhya, chai nhua;
3. S6 luong mau ¢ 01

4,  Ngay nhan mau : 06/12/2022
5. Thoi gian thir nghiém : 06/12/2022 — 12/12/2022

6. Noi giri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Khu B, Pwong s6 01, Khu Céng Nghiép Higp Phwéc, Xia Hi¢p Phuwar,
Huyén Nha Be, Thanh phé H6 Chi Minh, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo

y TL. GIAM bDOC
TL. PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM

Nguyén Cong Chinh

. Cie kétqui thir nghiém ghi trong phicu ndy ¢hi ¢6 gid (e d6i vai miu do khich hang gii dén va khong phai 14 gidy chimg nhan sin phim
Test re slrf,’\ are valid for the namely submitted sample(s) only, um-’ff”\ is not a certificate of product
- Tén mau, tén khich hing duge ghi theo yéu ciu cia noi gii miu, / Nane of sample(s) and custonier ave written os customer 3 rteest
. B§ khong diam bio do ma rong duge tinh i dg khong dim bio do chuin nhin vai h¢ so phu k = 2, phin bé chudn tuong tmg vai 95 % do tin ciy.
The reported expanded wicertainty of measurement is stated as the standard wicertainty of measurem et mudtiplicd by the coverage factor k = 2, at Y5 % confidence fevel
Khéng duge trich sao mot phin phicu két qua thir nghi¢m niy néu khéng co sur dong ¥ bang vin bin cia Trung tim K§ thudt 3.
This Te \r.'u,rmu‘ shall not be reproduced, except in full, without the written permission by Quatest 3.
Moi thic mac vé két qua, khich hing lién h¢ theo dja chi dh. csfequatestd.com.yn Vi rqnfqus itest3.com.vn dé bidt thém thong, tin.
Please contact QUATEST 3 at the email addresses dh.es@qguatestd.com.vi and rqunf@quatest3.comvn for further informetion about fest report,
Phong Thir nghiém da duge Vin phong Cong nhin Chit lugng (BoA)-Viét Nam cong nhin phit hop thea ISO/IEC 17025:2017 (Vilas 004).Céc chi tigu ¢ da iu (M) 1ad i
The Testing Lab is aceredited ax conforming to ISOUEC 17025:2017 by Bureau of Acereditation - Viet Nam (Vilas 004). The characteristics marked with (%) are not ac uul’n’uhtr
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o TONG CUC TIEU CHUAN PO LUONG CHAT LUGNG e

‘ TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUgNG 3 @
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 = (i ]

Head Office: 49 Pasteur, Dist. |, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: info@
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, \"

PHIEU KET QUA THU NGH

ISOMEC 17025:

\ : www.quatest3.com.vn
Rist.5, HCMC, Vietnam

KT3-06179AMT?2/3

Mikc chit

lwgng Két qua
Phwong phap thir | QCVN 01- thir :
1:2018/BYT | nghiém

Don vi

STT Tén chi tiéu ,
tinh

7.1 | D6 mau Pt.Co TCVN 6185:2015 I KPH 5,0

Khong co . .
s SMEWW oy Khéng co
72| Mui - 2150C:2017 milly'Ne | s :
strange odor

. SMEWW
7.3 | Do duc NTU 2130B:2017 2 KPH 0,5

7.4 | D6 pH (tai 25 °C) - TCVN 6492:2011 6,0 - 8,5 8,0 -

7.5 | Ham lugng asen (As) m B O o TG 0,01 KPH | 0,001

200.8
7.6 | Téng s6 coliform PO 150 9308-1:2014 <3 < [kah) ]

CFU/100
mL

7.7 | Escherichia coli ISO 9308-1:2014 < 1 < | CREE) -

Ghi chi:

(***) Két qua duge biéu thi “< 1 CFU” duge xem la “khong phét hién vi sinh vt myc tiéu” trén thé tich
mau kiém tra.

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuin Qudc Gia

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chuin ky thudt quic gia vé chét luong nude sach st dung cho muc dich

sinh hoat -
KPH: Khong phat hién ///
A

1. Ciic két qua thir nghi¢m ghi trong phidu ndy chi 6 gia (e ddi vai man do khich hing gii dén va khéng phéi 13 gidy chimg nhin sin phim
Tost re w.’f\ are valid for the namely submitt u' sample(s) anly, mm'.'.'m iy nol o certific u.'( of product.
2. Tén miu, tén khach hang dige ghi theo yéu ciu cia noi gii mau. / Neme of n.'m,m'i (8) aned customer are wrllten ox customer s request.
3, D% khong dim bao do ma rong duge tinh tir dg khong dam bio do chuan nhin vai hg so phi k-~ 2, phin bé chuin tuong mg vai ‘)5 % d tin cy.
e veported expanded wicertainty of measurentent is stated os the standard wicectainty of measurement multiplicd by the coverage factor k=2, at 95 %0 ¢ anfidence fevel
4. Khong duge trich sao mgt ph i p]m_u két qua thar nghi¢m ndy néu khong ¢ sy 1|nng ¥y bang van bin cta Trung tim K3 thudt 3.
This Test I(’lfmf{ shatl not be reproduced, except in full, withowt the written permission by Qnatest ; 3
5. Moi thic mac vé két qua, khach hing lién hé theo dja chi dh.cs@quatestd.com.vn vil rq.tn@ quatestd.com.vn dé bict thém thong tin,
Please contact QUATEST 3 at the email addresses dh cs{quatest. tcon v and g nt@guatest3.coman for further information abawt test vepert.
6. Phong Thir nghi¢m da duge Van phong Cong nhin Cha it lugng (BoA)-Viét Nam cong nhan phi hgp theo ISO/IEC 17025:2017 (Vilas 004).Céc chi tiéu cd diu (*) 12
The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Burean of Acereditation - Viet New (Vilas 004). The characteristics marked with (*) are not uccredite :f yet

Lin stra ddi: 1 BHI15 (04/2020) MO3VL - TTTNO09




CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC

==

BER PIUOCCORP 078.37818852—028.37813869

Tram Cip va Xir I¥ nuée thai

Khu B, Duong s6 1, KCN Hiép Phudc, Xa Hiép Phudce, Huyén Nha Be, Tp. HCM

Lo Blla, duong s6 11, KCN Hiép Phude, Xa Hiép Phude, Huyén Nha Be, Tp. HCM

% PHIEU KET QUA THU NGHIEM

12
Pon vi CONG TY CP KCN HIEP PHUOC
Pia chi Khu B, dudng s6 1, KCN Hiép Phudc, xa Hiép Phudc, huyén Nha Be, Tp. HCM
th;ngphap S el

Phu hap noi bé
xét nghiém ong phap noi ,‘ )

Ngay ldy mau | 06/12/2022

Stt Vi tri lay mau p(;llé‘:inti?:h DPon vi Két qua
| 1 | NubcodpKhuA 08hes) 060
2 | NubccdpKhuB, C(09h15") | Clodu e 047

3| Nude cp Giai dogn 2 (08h10) 051

Gidi han cho

02-1.0

Ghi chu:

- Két qua phan tich chi c6 gia tri trén mau xét nghiém.

- Chi tiéu nay duoc do tai hién truong do Tram C&XLN cua Cong ty CP KCN Hiép Phudec thuc hién.

- Gidi han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 ctia B Y té vé chit luong nude

sach st dung cho muc dich sinh hoat.

Tp. H6 Chi Minh, ngay AD thang A_nam 2022
Trudng Tram C&XL‘;I:{L}

Ha Minh Thién
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