TONG CUC TIEU CHUAN PO LUONG CHAT LUGNG

TRUNG TAM KV THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3 i
QUATEST3°® QUALITY ASSURANCE & TESTING CENTER 3 (e a0

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietam Tel: (84-28) 3829 4274 Fax: (84-28) 3829 3012 E-mail; info@quatest3.comyn  Website: ww w.quatest3.com.yvn
Testing Complex:@ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam
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I. Ténméu :  NUGC CAP KHU A
Name of sample Thoi gian lay maw/ Sampling date: 07/07/2023

2. M5 ta mau . MAu thir nghiém do khéch hang ldy mau, tén mau va thong tin vé mau
Description do khach hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- 86 don vi/miu: 01 x 2L +01x 0,5 L;
Unit/sample: 01 x 2L + 01 x 0,5 L;
- Dung cu chira: binh nhya, chai nhya;
Container: plastic bottle, plastic bottle,
3. S6 lugng mau . 01

Quantity

4. Ngay nhin mau . 07/07/2023
Date of receiving

5. Thoi gian thirnghiém :  07/07/2023 — 14/07/2023
Testing duration

6. Noi giri miu . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Dudng s6 01, Khu Cong Nghiép Hié¢p Phuéc, Xa Hiép Phuwdrc,
Huyén Nha B¢, Thanh phd H6 Chi Minh, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
TL. GIAM POC/ PP.DIRECTOR

PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB ATEAD O,

Nguyén Hoang Linh

1. Céie két qua thir nghi¢m ghi trong phiéu nay chi ¢6 gid trj déi véi mau do khdch hang gui dén va khang phai [ gidy chimg nhin san pham,
Test results ave valid for the namely siubmitted sample(s) ondy, and this is not a certificate of product.
Tén méu, tén khich hing duge ghi theo yéu ciu cia noi giri mau. / Name of sample(s) and customer are wrilten as cuistomer’s request.
. DO khéng dam bao do mé rgng duge tinh tir 40 khong dam bio do chudin nhan véi hé s6 phu k=2, phin bo chuin twong tmg vai 95 % dg tin cdy.

The reported expanded wncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
. Khéng duge trich sao mét phin phie"n két qua thir nghi¢m ndy néu khong c6 sy dong ¥ bing viin ban cia Trung tam Ky thuat 3;
This Test Report shall not be reproduced, except in full, without the written pevmission by Quatest 3. A 3
Mgi thic mac ve két qua, khach hang lién h¢ theo dja chi dh.csi@qualest3.com.vn vi rq.inf@quatest3.com.vn d¢ biet thém théng tin. b =,
Please contact QUATEST 3 at the email addresses :.’fi.:_x\fu'qumu\‘.'3.('0.'”_\'41 and rg.in@ qrm{y-'r.f.ugm.\'n_/m‘_,fi'n'rhm‘ information about test reporl. ) E]liaﬁ- FIFED
6. Phong Thir nghi¢m da duge Van phong Cong nhin Chét lugng (BoA)-Viét Nam cong nhin phi hgp theo ISO/LEC 17025:2017 (Vilas 004).Céie chi tiéu ¢6 dau (*) 14 chua duge cong nhan.

- The Testing Lab is accredited as conforming to ISOAEC 17025:2017 by Burean of Accreditation - Viet Nam (Vilas 004). The characteristics mavked with (*) are not accredited yet

e b

b

w

TAq cttaddis 1 BHIS5 (04/2020) MO3VL - TTTNO9



L)
7

5:201

TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUONG GHRT:
|][|A][3[3® QUALITY ASSURANCE & TESTING CENEI B Tim

Head Office; 49 Pasteur, Dist. 1, HCMC, Viemam  Tel: (84-28) 38294274 Fax: (84-28) 38293012 : ipfeya ﬁ‘,ﬁ M WWebsite: www.quatestd.com.vn
t‘l;t,; Bl Phong, Dist.5, HCMC, Vietnam

o

ISOAEC 170

Testing Complex:@ No.7, road No. |, Bien Hoa | IZ, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dis

PHIEU KET QUA THU N

EL3-00THAMI TEST REPOR TR L\s@ Trang/ Page 02 /02

Két qua Gidi han
Phwong phap thi thi phat hién

Test method nghiém Limit of
Test result | detection

Pt.Co TCVN 6185:2015 KPH 5,0

Pon vi
tinh
Unit

STT Tén chi tiéu
No. Characteristic

Po mau

Color

bo duc

Turbidity

Do pH (tai 25 °C)

73 | L H vaiue (at 25 °C) - TCVN 6492:2011 75 ]

Ham loong asen (As) mg/l. | US EPA Method 200.8 KPH 0,001
Arsenic content

#.d

1.2 NTU SMEWW 2130B:2017 | - KPH 0,5

7.4

Khéng c6
| M v SMEWW 2150C:2017, | mui, vi la/
2.5 0 do; & kit - SMEWW No strange -
2160B:2017¢%) odor &
taste
Téng sb coliform CFU/100 ISO 9308-1:2014 / < (0kHH)
Total coliform mL Amd.1:2016
_— . CFU/100 ISO 9308-1:2014 /
7.7 | Escherichia coli L Amd.1:2016

7.6

< 1 0RRE) -

Ghi chi/ Notice:

(**%): Két qua duoc biéu thi “< 1 CFU” dugc xem la “khong phét hién vi sinh vat myc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

KPH: Khong phét hién/ Not detected 12/

. Cie két qué thir nghigm ghi trong phiéu néy chi ¢6 gid trj dbi v6i mau do khich hing g dén va khong phai 1 gidy chimg nhén san phim,
Tost results are valid for the namely submittee sample(s) only, and this is not a certificate of product.
Tén miu, tén khich hing duge ghi theo yéu cau cia nui giri mau, / Name of sample(s) and customer are written as customer s requesl.
. Pg khang dim bio do ma rong duge tinh tir 4§ khong dim bio do chudin nhan vai hé s phi k =2, phan bd chudn tuong img v6i 95 % dg tin cdy.
The reparted expanded uncertainty of measurement is stated as the standard wnc ertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
Khang duge trich sao mét phin phiéu két qua thir nghi¢m ndy néu khong ¢6 s ddng y bing vin bin cia Trung tim Ky thujt 3.
This Test Report shall not be reproduced, except in full, withaut the written permission by Quatest 3. o
. Moi thic mac vé két qua, khich hing lién h¢ theo dja chi dh.cs@quatestd.com.yn va rq.in‘@quatest3.com.vn de biet thém thong (in,
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.comyn and rq.m@quatest3.comyn for further information about test report, . .
. Phong Thir nghiém da duge Van phong Cong nhan Chat lugng (BoA)-Viét Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cée chi tiéu ¢6 dau (*) li chua duge cong nhin.
The Testing Lab is accredited as conforming to ISO/AEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet
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TONG CUC TIEU CHUAN PO LUGNG CHAT LUONG @
= AN\ B

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3 Y
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist, 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: info/@quatestd.comvn  Website: www.quatest3.com.vn

Testing Complex: @ No.7, road No. 1, Bien Hoa | 1Z, Dong Nai, Viemam @ C5 lot, K 1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam
? ~
A THU NGHIEM 14/07/2023

PHIEU KET QU
TEST REPORT Trang/ Page 01 / 02

! i‘f | m i

ISOAEC 17025:2017

2
)

KT3-03744AMT3/2

!

. Tén mau : NUGC CAPKHUB, C
Name of sample Thoi gian liy miw/ Sampling date: 07/07/2023

2. Mo ta miu : MAu thir nghiém do khach hang 14y mau, tén miu va thong tin vé miu
Description do khéch hang cung cdp.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mdu: léng;
Form: the liquid;
- 86 don vi/mau: 01 x 2L + 01 x 0,5 L;
Unit/sample: 01 x 2L + 01 x 0,5 L,
- Dung cu chira: binh nhuya, chai nhya;
Container: plastic bottle, plastic bottle;
3. S6 luong mau .01
Quantity

4. Ngay nhin mau . 07/07/2023
Date of receiving

5. Thoi gian thir nghiém :  07/07/2023 — 14/07/2023
Testing duration

6. Noi gui miu . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Pudng s6 01, Khu Cong Nghiép Hiép Phwéce, X Higp Phudr,
Huyén Nha B¢, Thanh phé Hd Chi Minh, Vi¢t Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB 2

- kY THUAT ¢
(B0 CHURN DO L6
CHAT LUOKG 3

Nguyén Hoang Linh

Cée két qua thir nghiém ghi trong phiéu niy chi ¢é gia tri déi véi miu do khich hing giri dén va khong phai la gidy chimg nhin sin pham.

Test results ave valid for the namely submitted sample(s) only, and this is not a eertificate of product.

Tén mau, tén khich hing duge ghi theo yéu ciu cia nai giri mau. / Name of sample(s) and customer are wrilten as custonter s request.

. Bg khong dam bio do mé rgng duwgc tinh tir do khong ddm bio do chuan nhin vdi hé s6 phii k = 2, phin bo chuan twong tng vai 95 % dg tin cdy.

The reported expanded uneertainty of measurement is stated as the standard wncertainty of measurement multiplicd by the coverage factor k=2, at 95 % confidence level,
Khéng duye trich sao mot phin phiéu két qua thir nghi¢m nay néu khang cé st dong y bang van ban cia Trung tim Ky thuit 3.

This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3 )

Moi thic méc vé két qua, khach hang lién hé theo dja chi dh.cs@quatestd.com.vn vi rq.mé quatestd.com.vn dé biét thém thong tin.

Please contaet QUATEST 3 at the email addresses dh.cs@quatest3.com.vi and rg.mquatest3.com.vn for further information about test report. ) 0
6. Phong Thir nghi¢m da duge Vin phong Cong nhin Chit lugng (BoA)-Vigt Nam cang nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cde chi tiéu ¢6 dau (*) 1d chua duge cong nhin.
The Testing Lab is aceredited as conforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not accredited yet
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TANG CUC TIEU CHUAN DO LUONG CHAT LUONG,
llllAIIéEI:;@ TRUNG TAM KY THUAT TIEU CHUAN BO LUONG,€HAT LY

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012
Testing Complex: @ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K road, Cat Lai IZ, Di

Website: www.quatest.com.vn
hong, Dist.5, HCMC, Vietnam
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14/07/2023
¢ Trang/ Page 02 /02

Két qua

Bon y] thi

STT Tén chi ti€u tinh Phwong phap thi

No.

Characteristic

Unit

Test method

nghiém
Test result

Gidi han
phat hién
Limit of
detection

Do mau

Color

Do duc

Turbidity

73 Do pH (tai 25 °C) i
| pHvalue (at 25 °C)
Ham lugng asen (As)

Arsenic content

7.1 Pt.Co TCVN 6185:2015 KPH 5,0

72 NTU SMEWW 2130B:2017 KPH 0,5

TCVN 6492:2011 7,8 -

7.4 US EPA Method 200.8 KPH 0,001

Khong cé

SMEWW 2150C:2017, | mui, vi la/

Mui, vi

7.3 ) - SMEWW No strange -
Db fole 2160B:20179 odor &
i ] taste
76 Tong so coliform CFu/100 1SO 9308-1:2014 / < (CEE%) )
' Total coliform mL Amd.1:2016
77 | Bscherichia coli CFU/100 ISO 9308-1:2014 / < [0ekR) )

mL Amd.1:2016

Ghi _chu/ Notice:

(¥**): Két qua dugc biéu thi “< 1 CFU” dugce xem 1a “khong phat hi¢n vi sinh vat muc tiéu” trén thé tich
mau kidm tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Qudc Gia/ National standards

US EPA: United States Environmental Protection Agency

KPH: Khong phét hién/ Not detected _5/

I. Céic két qua thit nghigm ghi trong phiéu nay chi cd gid trj déi véi miu do khich hing gir dén va khong phai 13 gidy chimg nhin sin phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of praduct.
_Tén mau, tén khich hing duge ghi theo yéu cau eta noi g mau. / Name of sample(s) and customer are wrilten as ¢ ustonier § requesl.
. D9 khéng dam béo do mé réng duge tinh tir d khong dam bao do chudn nhan véi hé so phi k = 2, phin bo chudn tuong img vai 95 % d¢ tin ciy.
The reported expanded incertainty of measurenient is stated as the standard uncertainty of measurement muiltiplied by the coverage factor k = 2, ut 95 % confidence level.
Khong durge trich sao mét phin phiéu két qua thir nghigm nay néu khong cé sy dong ¥ bing vin ban cia Trung tam Ky thudt 3.
This Test Report shall not be reproduced, except in full, without the written permiission by Quatest 3.
Moi thiic mic vé két qud, khich hing lién h¢ theo dia chi dh.cs@quatest3.com.yn vA rq.nf@quatest3.com.vn dé biét thém thang tin.
Please contact QUATEST 3 at the emuail addresses dh cs@quatest3.con.yn end rg.inf@quatest3.con.vi for further information about test report. ) 3¢ hid:
. Phong Thir nghi¢m dii duge Van phong Cong nhin Chét lugng (BoA)-Viét Nam cong nhdn phit hop theo [SO/AEC 17025:2017 (Vilas 004).Cdc chi tiéu ca diau (*) 1d chua duge cong nhin,
The Testing Lab is aceredited as conforming (o ISO/IEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (%) are not accredited yet
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TONG CUC TIEU CHUAN PO LUSNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 )

Head Office; 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vi
Testing Complex:@ No.7, road No. 1, Bien Hoa I 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai Z, Dist.2, HCMC, Vietam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

T LAY PHIEU KET QUA THU NGHIEM 14/07/2023
TEST REPORT Trang/ Page 01/ 02

ISONEC 17025:2017

l.  Ténmdu : NUGC CAP GIAI DOAN 2
Name of sample Thoi gian lay mau/ Sampling date: 07/07/2023

2. Mo tamiu © MAu thtr nghiém do khach hang 14y méu, tén mdu va thong tin v& miu
Description do khéch hang cung cép.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: the liquid;
- 86 don vi/mdw: 01 x 2L + 01 x 0,5 L;
Unit/sample: 01 x 2 L + 01 x 0,5 L;
- Dung cu chita: binh nhya, chai nhua;
Container: plastic bottle, plastic bottle;
3. 86 luong mau . 01
Quantity

4. Ngay nhan mau : 07/07/2023
Date of receiving

5. Thoi gian thir nghiém : 07/07/2023 - 14/07/2023
Testing duration

6. Noi gii mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Pudng s6 01, Khu Cong Nghiép Hiép Phuwée, Xa Hi¢p Phuirc,
Huyén Nha B¢, Thanh phd Ho Chi Minh, Viét Nam
7. Két qua thtr nghiém : Xem trang tiép theo / See next page
Testing results

TL. GIAM DOC/ PP.DIREC TOR

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

Nguyén Hoang Linh

. Che két qua thir nghi¢m ghi trong phiéu nay chi c6 gid trj déi vai mau do khich hing giri dén va khéng phai la gidy chimg nhin san pham.
Test mu.’h are valid for the namely submitted sample (\) only, mnf this is not a certificate of product.
. Tén miu, tén khich hing duge ghi theo )su cdu cia nai giri mau. / Nawme of sample(s) aned customer are writlen as customer s request.
. B§ khong dam bao do ma rgng duge tinh tir d§ khong dam bio do chuin nhin vdi h¢ s6 phi k = 2, phin b chuin wong fmg véi 95 % do tin cdy.
The reported expanded wicertainty u,,'mm surenent is stated us the standard uncertainty of meastrement multiplicd by the coverage factor k= 2, at 93 % confidence level.
. Khéng duge trich sao mgt phan phiéu két qua thir nghi¢m nay néu khong ¢ sy dong y bing van ban cia Trung tam Ky thugt 3.
This Test Rt['“” shedl not be reproduced, except in full, without the written permission by Quatest 3.
. Moi thiic mac vé két qui, khich hang lién h¢ theo dja chi dh.csf@quatest3.com.vn v rq.infquatest3.com.vn dé biét thém thong tin,
Please contact QUATEST 3 at the email addresses dh.cs@quatest3.comxn and v in@quatesi3.comvn for further information about test report.
6. Phong Thir nghi¢m da duge Van phong Cong nhin Chit lugng (BoA)-Viét Nam cong nhan phi hyp theo ISO/IEC 17025:2017 (Vilas 004).Cde chi tiéu ¢6 diu (*) 13 chua duge cong nhin,
The Testing Lab is accredited as conforming to 1ISOAEC 17025:2017 by Burean of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) ewe not acere dited yet
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QUATEST3°

Head Office: 49 Pasteur, Dist. |, HCMC, Vietnam

Tel: (84-28) 3829 4274

TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG
QUALITY ASSURANCE & TESTING CE

Fax: (84-28) 38293012
Testing Complex:@ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Viemam @ C3 lot, K1 road, Cat Lai 1Z, Dis
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Website: www.quatest3.com.vn
hong, Dist.5, HCMC, Vietnam

KT3-03744AMT3/3
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‘Trang/ Page 02 /02

Két qua

Gidi han

¥

Color

Pt.Co

TCVN 6185:2015

STT Tén chi tiéu Pon V| Phuong phip thit thir phit hién
No. Characteristic Unit Test method nghiém Limit of
Test result | detection

Do mau

KPH

5,0

7.2

Do duc
Turbidity

NTU

SMEWW 2130B:2017

KPH

0,5

7.3

D pH (tai 25 °C)
pH value (at 25 °C)

TCVN 6492:2011

8.3

7.4

Ham lugng asen (As)
Arsenic content

mg/L

US EPA Method 200.8

KPH

0,001

7:9

Mui, vi
Odor & taste

SMEWW 2150C:2017,
SMEWW
2160B:2017¢%

Khong cé

mui, vi la/

No strange
odor &

mL

Amd.1:2016

laste
7 | Tong s6 coliform CFU/100 |  ISO 9308-1:2014/ & ]
' Total coliform mL Amd.1:2016
7.7 | Escherichia coli CFUMRD | IS0 9308-1:20147 | sy -

Ghi chi/ Notice:

(**%): Két qua dugce bidu thi “< 1 CFU” duge xem 1a “khong phét hién vi sinh vat muc tidu” trén thé tich
mau kiém tra/ The result “<1 CFU" is considered * tar gef organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Qudc Gia/ National standards

US EPA: United States Environmental Protection Agency

KPH: Khong phét hién/ Not detected

[

£

w

(=]

. Cic két qua thir nghi¢m ghi trong phiéu ndy chi ¢6 gid trj déi vai miu do khich hing giri dén va khéng phai I gidy chimg nhan sin pham.

_N

. D§ khéong dam bio do mé rdng duge tinh tir d¢ khéng dam baoe do chudn nhan véi hé s6 phit k = 2, phin bd chudn twang {mg vai ‘Jﬁ % do tin cdy.
. Khéng duge trich sao mgt phan phiéu két qua thir nghi¢m niy néu khéng ¢6 sy dong ¥ bing viin bin cta Trung tim K¥ thuat 3.
. Moi thiic mic vé két qud, khich hang lién h¢ theo dia chi dh.csf@quatest3.com.vn va rq.in@quatest3.com.vn dé biét thém thong tin.

. Phong Thir nghi¢m da duge Van phong Cong nhin Chit lugng (BoA)-Viét Nam cong nhin phit hgp theo ISO/IEC 17025:2017 (Vilas 004).Cac chi tiéu cé ddu (*) 1 chura dum gun‘;_\ nhin,

T(.u'u:m'n are valid for the namely submitte z.f sample(s) only, umhfm is not a certificate of product,
Tén mau, (én khich hing dirge ghl theo yéu ciu ena noi giri mAu. / Name of. mmpfr. (s) and customer are writfen as customer s request.
The reported e :;:um.’u.’unummm of measurement is stated as the standard uncertainty n/ measurement multiplied by the coverage factor k = 2, at 95 % confidence level.

This Test Rl.ﬂ{lh’ shall not be reproduced, except in full, without the written permission by Quatest 3.

Please contuct QUATEST 3 at the email addresses dh.cs@quatest3.com.vi and rq.m@quatesi3.com.vn for further information about test report.

The Testing Lab is aceredited as conforming to ISOAEC 17025:2017 by Bureau of Accreditation - Viet Nam (Vilas 004). The characteristics marked with (*) are not aceredited yet

Lan stra doi: |
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CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Khu B, Puong s6 1, KCN Hi¢p Phude, Xa Hié¢p Phude, Huyén Nha Be, Tp. HCM
Tram Cip va Xir Iy nuic thai

L6 B11a. duomg s6 11, KCN Hiép Phudce, Xa Hiép Phude, Huyén Nha Be, Tp. HCM

x€ét nghiém

Ngay 1y mau

07/7/2023

Phuong phap ndi b

HIEP PHUOC CORP ()¢ 37818852 — 028.37818869
- PHIEU KET QUA THU NGHIEM
Pon vi CONG TY CO PHAN KCN HIEP PHUOC
Dia chi Khu B, duong s6 1, KCN Hi¢p Phudc, xa Hi¢p Phudce, huyén Nha Be, Tp. HCM
Phir(mg phap e - & i

Stt

2 | Nudce cép Khu B, C (09h55)

3 | Nuodc cép Giai doan 2 (08h55")

Vi tri lAy méu

1 | Nude cip Khu A (09h30")

Chi tiéu

phén tich

Clo du

Don vi Két qua Gi(')‘iplll:_:;; cho
: 0.59
mg/l ” 0.52 02-1.0
5 0.47

Ghi chu:

- Két qua phan tich chi ¢ gia tri trén mau xét nghiém.

- Chi tiéu nay dugc do tai hién truong do Tram C&XLN cua Cong ty CP KCN Hiép Phude thue hién.
- Gi6i han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 ctia Bo Y té pvé chit lugng nude

sach sir dung cho muc dich sinh hoat.

Tp. H6 Chi Minh, ngay Athang . nam 2023
Truong Tram C&XLN

Ho Long Ding
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