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QUATEST3"®

TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Website: www.quatest3.com.vn
Head Office: 49 Pasteur, Dist. 1, HCMC, Viemam  Tel: (84-28) 38294274  Fax: (84-28) 38293012  E-mail: info@quatest3.com.vn
Testing Complex:@ No.7, road No.1, BanIIm 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai I1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 18/05/2021

KT3-02580AMT1/2 T E S T R E P O R T Trang/ Page 01 / 02

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

1. Ténmau :  M2:NUGC CAP KHU B, C
Name of sample Thoi gian 1Ay maw/ Sampling date: 12/05/2021

2. MO ta miu . Mau thir nghiém do khach hang 14y mAu, tén mau va thong tin vé miu
Description do khach hang cung céap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: the liquid;
- S6 don vi/mau: 01 x 0,5 L + 01 x 2 L;
Unit/sample: 01 x 0,5 L + 01 x 2 L;
- Dung cu chira: binh nhuya, chai nhya;
Container: plastic bottle, plastic bottle;

3. S6 lugng miu ;01
Quantity
4. Ngay nhan miu . 12/05/2021

Date of receiving

5. Thoi gian thir nghiém @ 12/05/2021 - 18/05/2021

Testing duration
6. Noi giri mau : CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer KHU B, PUONG SO 1, KCN HIEP PHUGC, XA HIEP PHUGC,

HUYEN NHA BE, TP HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results

TL. GIAM BOC/ PP.DIRECTOR

Nguyén Hoang Linh

1. Céc két qua thir nghiém ghi trong phiéu nay chi co gia trj i véai mau do khach hang giri dén va khéng phai la gidy chimg nhan san pham.
Test re. \u.fh are valid for the namely \uhm:rr: J sample(s) only, aml this is not a certificate of product.
2. Tén mau, tén khich hang dugc ghi theo yéu cu cia noi giri mau. / Name of samples) (mdurclumu are writlen as customer s request.
3. B§ khing dam bao do mé rong dugc tinh tir d§ khong dam bao do chudn nhin véi hé s6 phi k = 2, phin bd chudn twong tmg vai 95 % dé tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % wr;llde nce level
4. Khéng duge trich sao mét phéin phiéu két qua thir nghiém nay néu khong c6 sy dong y bing van ban cia Trung tim K§ thujt 3.
This Test qurr shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic méc vé két qua khich hang lién hé theo dja chi dh.cs@quatest3.com.vn va rq.in@) quatest3.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and rg.tn@gquatest3.com.yn for further information about test report .

Lén sira doi: 1

BHI5 (04/2020) MO03 - TTTNO9
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QUATEST3°®

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam
Testing Complex:@ No.7, road No.1, Bien Hoa 1 IZ, Dong Nai, Vietnam @ C5 lot, K1 rmd ( at Lai 1Z, Dist.2,

Tel: (84-28) 3829 4274

Fax: (84-28) 3829 3012

TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG
TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHT

E-my ()

.

KT3-02580AMT1/2 TEST REPOR T
Mikc chit )
lrgng Ket qua .
5 i z Gidi han
STT Tén chi tiéu BonY} | prvong phip thie | SPecYied th | h&t hign
No Characteristic g Test method s nghifm Limit of
: Unit QCVN 01- Test detection
1:2018/BYT result
g | A Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong c6
o | | oveww | Kot | mile )
) Odor 2150C:2017 ;
strange odor | strange
odor
Do duc SMEWW
13 | mobidiy Nt 2130B:2017 “ BEH 0,5
D6 pH (tai 25 °C) X v )
7.4 pH value (at 25 °C) TCVN 6492:2011 6,0 - 8,5 1,5 -
Ham lugng asen (As) US EPA Method
£ Arsenic content g/l 200.8 0,01 REH 0,001
2 £ ; Nho hon
76 | Tongso colfory CEUMO0 | 150 9308-1:2014 <3 [06x5) i
Total coliform mL
Less than
Nho hon
7.7 | Escherichia coli £00 ISO 9308-1:2014 <1 Jes) -
mL
Less than
Ghi chu/ Notice:

(F*%): Két qua dugce biéu thi “< 1 CFU” dugc xem la “khong phat hién vi sinh vt muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuin Quédc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuén k¥ thuét quic gia vé chit lugng nuée sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected

1. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia tri di vai mau do khach hang giri dén va khéng phai la gidy chimg nhén san pham
Test re! \ufh are valid for the namely \Jr.fmm'h d sample(s) only, mm’ this is not a certificate of product.
2. Tén mdu, tén khich hing duge ghi theo yéu ciiu ciia noi giri mau. ! Name of sample(s) and customer are written as customer s request.
3. Do khéng dam bao do ma rong duge tinh tir d khong dam bao do chudn nhan vai hé sb phi k = 2, phin bd chuin tuong tmg vai ‘)5 % d¢ tin cay.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the mwmgefuc.'ark =2, at 95 % confidence level.
4. Khéng duge trich sao mét phan phiéu két qua thir nghiém nay néu khong c6 sw dng ¥ bing viin ban cua Trung tim K thut 3.
This Test Rl.pnrr shall not be reproduced, except in full, without the written ermnuun by Quatest 3.
5. Moi thic miic vé két qua khach hang lién h¢ theo dia chi dh.cs@gquatest3.com,vn va rq.tn@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@quatest3.com.vn for further information about test report .

Lan sira déi: 1

BHI5 (04/2020)




UY BAN NHAN DAN THANH PHO HO CHI MINH
TONG CONG TY CAP NUOC SAI GON -
TRACH NHIEM HU'U HAN MOT THANH VIEN

| VILAS 1007

PHIEU KET QUA KIEM NGHIEM
SWC-026821MT 19/05/20:
I. THONG TIN MAU
1. Ténkhach hang: CONG TY CO PHAN CAP NUGC NHA BE.
2. Dia chi: 1179 Nguyén Van Linh, KP4, Q.7, Tp. Hb Chi Minh.
3. Tén mau: Mau nude.
Thir nghiém dinh ky ctia mang luéi cip nuée (Tan suét A).
4. Tinh trang mau: Mau dugc dung trong binh 2L, khong mui, khong vi la.
5. S lugng mau: 10
6. Ngay nhan mAu: 12/05/2021
7. Thoi gian thir nghiém:* 12/05/2021  dén  17/05/2021
8. Loai mau: : Nudce an uéng, sinh hoat.
9. Kétqua TN: : Xem trang sau.
10. Ghi chi: Danh sich méu xem trang cubi.
* Thdi gian thir nghiém trén chua bao gdm thoi gian giri miu hop ddng phu thir nghiém.
PHONG QUAN LY CHAT LUQNG NUGC KT. TONG GIAM POC
PHO TRUONG PHONG

/“f !IN“OHTY

IV"
e o u:nuﬁwtlcmu

':‘ r \ MET FHANA wi-. /

’I\

Diép Thj Hoang Ha LA hianh Giang

Luu y:
. Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gi trj ddi véi miu do khach hang giri dén;
2. Khéng duoge trich sao 1 phin phiéu két qua thir nghiém nay néu khong c6 su dong y bing vin ban ciia SAWACO;
3. Tén mdu, tén khach hang duoc ghi theo yéu ciu cia noi giri mau;
4. Thoi gian luu mau: 5 ngay tir ngay tra két qua;
5. Do khong dam bao do mo rong wde luong dugc tinh vdi k=2, mirc tin cdy 95%. Khach hang cé thé lién hé theo dia chi sau
biet thém théng tin:
- Phong Quan Iy Chit luong nuée: $6 2 Lé Van Chi, phudng Linh Trung, Quéan Thu Bic.
- Email:sawaco.qlcIn@gmail.com
- DT: (08) 37228357 hodc (08) 37225927 hojc (08) 37228495,

BM-QT-7.8.01 Ban hanh 12/2018 (3) Trang bia.



PHIEU KET QUA KIEM NGHIEM ...

SWC-026821MT (7-8)

II. KET QUA THU NGHIEM

SN

VILAS 1007

19/05/2021

A - - . A
TT!| Tén chi tie Do Phuong Gidi han Quy chuén Ket qua thi nghigm
i | phap thir | phathién |01:2009/BYT SWC- SWC-
026821MT/1776 | 026821MT/1777
1| Bomau | Puco |Mehmetod) <15 | !
o)
2 Mui - Cam quan Kho‘rfg 5 Khéng c¢6 mui la | Khong ¢é mui la
mui la
SMEWW .
5 *
3| Do duc(*) NI | ssgmnan| DOANTY <2 <0.25 <0.25
TCVN
* » a i
4 pH (%) Msits 6.5-8.5 7.4 7.5
SMEWW
5 5 cltne (*
5 | D¢ cimg(*) mg/L 2340C-2017 1.45 mg/L <300 25.00 25.00
SMEWW
6 | Clorua(*) | mgCl-/L 4500Cl- | 1.0 mg/L <250 8.25 8.00
B2017
7 St (*) mg/L Ha“ggg““’d 0.011mg/L <0.3 <0.04 0.06
8 | Mangan (*) mg/L Haci;mgthod 0.01 mg/L <0.3 <0.05 <0.05
Nitrat (NO3- | mgN_NO3/ | Hach method
9 N) L 8171 - <50 0.3 0.3
- N NO2/
10 [Nitrit N02-N)| €7 Hach method | 0,009 me/L <3 0.004 0.001
11| Sunphat(*) | mgL “”';(;’;j‘h"d 144mgL | <250 <10 <10
Chi sb TCVN
12 peomanganate] B | 6186:1996 - =2 04 0.4
TCVN 6187-1:2009
13| Coliform | CFU/100mL | (NEW 1509308- - 0 KPH KPH
1:2014)
TCVN 6187-1.2009
14 E. Coli CFU/100mL | (NEW IS0 9308- - 0 KPH KPH
1:2014)
15| Clodu o i 0.3-0.5 0.3 0.3
' truong : ' ' :
_#\;,/
BM-QT-7801 Ban hanh 12/2018 (3) Trang 4/5




PHIEU KET QUA KIEM NGHIEM W

SWC-026821MT

III. DANH SACH MAU THU NGHIEM

STT

N N B W e

9
10

MSM
SWC-026821MT/1770
SWC-026821MT/1771
SWC-026821MT/1772
SWC-026821MT/1773
SWC-026821MT/1774
SWC-026821MT/1775

SWC-026821MT/1776

SWC-026821MT/1777

SWC-026821MT/1778
SWC-026821MT/1779

BM-QT-7.8.01

Dia chi
:178 Bén Van Dén, P.9, Q.4;

: 300/1 Nguyén Khodi, P.1, Q.4.

: 183C/3B Ton Thit Thuyét, P.4, Q.4;
: 01 duong sb 09, P. Tan Phu, Q.7.

: 98 dudng s6 13, P. Tan Kiéng, Q.7;

: 46/4 Pham Hiru LAy, P. Pha My, Q.7.

: 344A Pham Hiru Liu, X4 Phuéc Kiéng,

H. Nha B¢;

: Tram bom ting 4p KCN Hiép Phudc, z?'lp

1, X4 Long Théi, H. Nha Be.

: 2812 Huynh Tén Phét, Ap 5, Xa Phu

Xuén, H. Nha Be;

: 196 Lé Vian Luong, H. Nha Be.

Ban hanh 12/2018 (3)

oo

"I"!fnl AT f ——
" | viLas1o07 |

19/05/2021

Ghi chi

- KPH : khéng phét hién;
(*): Chi tiéu dugc cong
nhéan ISO 17025;

A
Trang cudi



QUATEST3®

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No.1, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3

TONG CycC TIEU CHUAN DO LUGNG CHAT LUONG

QUALITY ASSURANCE & TESTING CENTER 3

KT3-02580AMT1/1 TEST REPORT Trang/ Page 01 /02

PHIEU KET QUA THU NGHIEM 12/05/2001

Tén miu :  M1: NUGC CAP KHU A
Name of sample Thoi gian iy miv/ Sampling date: 12/05/2021
M6 ta méau . Mau thir nghiém do khach hang ldy mAu, tén mau va thong tin vé miu
Description do khach hang cung cp.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- S6 don vi/mau: 2 L;
Unit/sample: 2 L;
- Dung cu chira: binh nhura;
Container: plastic bottle;
S6 lwong mau : 01
Quantity
Ngay nhin mau . 12/05/2021

Date of receiving

Thoi gian thir nghiém :  12/05/2021 — 18/05/2021

Testing duration
Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer KHU B, PUONG SO 1, KCN HIEP PHUGC, XA HIEP PHUOC,

Két qua thir nghiém  : Xem trang tiép theo / See next page
Testing results

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

HUYEN NHA BE, TP HCM

TL. GIAM DOC/ PP.DIRECTOR
RGP \o NG THU NGHIEM
FLESTING LAB

Nguyén Hoang Linh ¥ i]ﬁllh Trung

I. Cic két qua thir nghi¢m ghi trong phiéu nay chi e6 gid tri ddi véi miu do khich hang giri dén va khéng phai Ia gidy chimg nhdn san phim,
Test results are valid for the namely mbnmred sample(s) only, and this is not a certificate of product.
2. Tén mau, tén khach hang duge ghi theo yéu ciu ciia noi giri mau. [ Name of \um_ph (s) and customer are written as customer s request.
3. B§ khéng dam bao do mé réng duge tinh tir 46 khong dam béo do chuén nhin véi hé sb phiak =2 , phéin bd chuin twong (mg véi 95 % do tin ci dy.
The reported expanded uncertainty of measurement is stated as the standard uncertainly of measurement mm'nphuf by the coverage factor k = 2, at 95 % confidence level.
4. Khéng dugc trich sao mét phén phiéu két qua thir nghiém nay néu khéng 6 sy ddng ¥ bing vin ban cia Trung tim Ky thudt 3.
This Test Re port shall not be reproduced, except in full, w ithout the written permission by Quatest 3.
5. Moi thic mic vé két qua khich hing lién hé theo dja chi dh.cs@quatest3.com.vn vé rg.tnf@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@quatest3.com.vn for further information about test report .

Lan sira doi: 1

BHI15 (04/2020) MO03 — TTTNO9




o TONG CUC TIEU CHUAN DO LUONG CHAT LUONG
S

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUONG 3
llIIMIESI 3 QUALITY ASSURANCE & TESTING CENTER.2Z,

Hg'ld ()ﬂlcg 49 Faslcur Dist. 1, HC MC' Vlel.nam Tel: (84—"8) 1?"9 4"74 Fax: (84- "8) 18"9 30]" E

Website: www.quatest3.com.vi
Nog, Dist.5, HOMC, Vietnam

PHIEU KET QUA THU N
TEST REPORT

18/05/2021

KT3-02580AMT1/1 ang/ Page 02 / 02

Miie chat

Iwong £ g o
Pon Y Két qua Gidi han
STT Tén chi tiéu vi Ph“"t'l‘lgl..r""é" Spﬁfg‘”’ thir phit hién
No. Characteristic tinh nghiém Limit of

: Test method QCVN 01- .
Unit 1:2018/BYT Test result | detection

US EPA Method

Ham lugng asen (As) mg/L e 0,01 KPH 0,001

7.1 .
Arsenic content

Ghi chi/ Notice:

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chuén k¥ thuat qudc gia vé chit lwong nude sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khéng phat hién/ Not detected ‘y

1. Cdc két qua thir nghi¢m ghi trong phiéu ndy chi ¢6 gia trj déi véi miu do khéch hing giri dén va khong phai la gidy chimg nhiin sin phém.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product
2. Tén mdu, 1én khach hang duge ghi theo yéu ciu ciia noi giri mau. / Name of sample(s) qnd customer are written as customer § request.
3. B§ khong dam bdo do mé réng duoc tinh tir 4§ khéng dam béo do chudn nhén véi hé sb phii k = 2, phin bd chuan twong (mg vai 95 % do tin ciy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage | fm.lnri = 2, at 95 % confidence level.
4. Khéng dugc trich sao mdt phan phiéu két qua thir nghiém nay néu khong ¢6 sir ddng ¥ bing vin ban cia Trung tdm Ky thudt 3.
This Test R&pml shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic miic vé két qua khach hang lién h¢ theo dia chi dh.cs@quatest3.com.vn va rq.tn(@ quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rq.m@guatest3.com.vn  for further information about test report .

Lin stra dbi: | BH15 (04/2020)




o TONG CUC TIEU CHUAN PO LUGNG CHAT LUONG
S

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

S SOANT PHIEU KET QUA THU NGHIEM 805021
) T TEST REPORT Trang/ Page 01 / 02

1. Ténmiu : M3: NUGC CAP GIAI POAN 2
Name of sample Thoi gian liy miu/ Sampling date: 01 x 5L +01x2 L

2. Mo tamiu : Méu thir nghiém do khéch hang liy mu, tén mau va thng tin vé mAu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: 16ng;
Form: the liquid,
- 86 don vi/méu: 01 x 0,5L+01x 2 L;
Unit/sample: 01 x 0.5 L + 01 x 2 L;
- Dung cu chira: binh nhya, chai nhya;
Container: plastic bottle, plastic bottle;
3. S6 luong mau . 01

Quantity

4. Ngay nhin miu . 12/05/2021
Date of receiving

5.  Thoi gian thir nghiém : 12/05/2021 — 18/05/2021

Testing duration
6. Noi giri miu : CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer KHU B, PUONG SO 1, KCN HIEP PHUGC, XA HIEP PHUGC,

) HUYEN NHA BE, TP HCM
7.  Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results

TL. GIAM DOC/ PP.DIRECTOR

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

Nguyén Hoang Linh

1. Cic két qua thir nghiém ghi trong phiéu nay chi c6 gid trj ddi véi miu do khich hang giri dén va khéng phii la gidy chimg nhin san pham.
Test results are valid  for ithe namely submitted sample(s) only, and this is not a certificate of product.
2. Tén mau, tén khach hang dugc ghi theo yéu ciu ciia noi giri mau. / Name of . \ump-’i (s) and customer are written as customer s request.
3. B§ khong dam bao do m& rong dugce tinh tir do khong dam bao c’lu chudn nhin véi hé s6 phu k =2, phén bd chuin trong mg voi 95 % do tin cdy.
The rc'prJrR‘d expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
4. Khéng dugc trich sao mét phéin phiéu két qua thir nghiém nay néu khong c6 sy dong y bam, viin ban cia Trung tim Ky thudt 3.
This Test Rspur.' shall not be reproduced, except in full, without the written permission by Quatest 3,
5. Moi thiic mac vé két qua khich hing lién hé theo dja chi dh.cs@gquatest3.com.vn va rq.tn@gquatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and rg.tn@guatest3.com.vn for further information about test report .

Lén sira doi: | BHI5 (04/2020)




o

lIIIMESI 3°

!de Ofﬁcc 49 Psu,lcur Dist. 1, HC ’\.1(' \u.m.sm

Tel: :R—l ’8]3‘1"9 42‘.'-1

KT3-02580AMT1/3

Fax: (!'N "Hl 18"9 10["

TONG CUC TIEU CHUAN DO LUONG CHAT LUONG__

Mirc chit .
Pon vj Sl:g?ﬁged Ki::?}ua S 4
STT Tén chi tiéu " Y1 | Phwong phap thir | P " phat hién
N Characteristi tinh Test method Aepel nghigm | %y, it of
0. haracteristic Unit est metho QCVN 01- Test s
1:2018/BYT | result .
y A | B9 méu Pt.Co TCVN 6185:2015 15 KPH 5,0
Color
Khong co
o | sveww | Kineet | mile |
' Odor § 2150C:2017 :
strange odor | strange
odor
Do duc SMEWW
73 | Turbidity NIt 2130B:2017 2 R 0.0
D6 pH (tai 25 °C) 1 , ] ]
T4 | value (ot 25 °C) TCVN 6492:2011 | 6,0 - 8,5 7.5
Ham lugng asen (As) US EPA Method
1.5 Arsenic content mg/L 200.8 0,01 hE 0,001
2 z ; Nho hon
76 Tong so (follform CFU/100 ISO 9308-1:2014 &3 LGk i
Total coliform mL
Less than
Nho hon
77 | Escheridhiaooli CFUMO00 | 155 9308-1:2014 <1 [ Ghan) "
mL
Less than
Ghi chu/ Noetice:

(*¥**): Két qua duogc biéu thi “< 1 CFU” duoc xem la “khong phat hién vi sinh vit muc tiéu” trén thé tich
mau kiém tra/ The result “<I CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuén k¥ thuat qudc gia vé chit lugng nuée sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected ’é/

1. Céc két qua thir nghiém ghi trong phiéu ndy chi cé gia tri di vai miu do khach hang giri dén va khéng phai la gidy chimg nhén san phim.
Test reudh are valid for the namely mimmred \umphr\) only, and this is not a certificate of product.

2. Tén miu, tén khich hing digc ghi theo yéu ciiu ciia noi giri mau. / Ne ame of sample(s) and customer are writien as customer s requtest.

3. B6 khong dim bao do mé rong duge tinh tir 4§ khong dam bao du chuin nhén véi hé sé phu k = 2, phin b6 chuiin twong img vai 95 % d() tin ciy.

The reported expanded uncertainty of measurement is stated as the \J(Hufd.'u' uncertainty of rm,mmcrm_mmu.'lrp;‘ud.'n the coverage factor k = 2, at 95 % confidence level.

4. Khéng duge trich sao mét phén phiéu két qua thir nghiém nay néu khong c6 s dong ¥ bing viin ban cia Trung tim K¥ thuat 3.

This Test chmf shall not be reproduced, except in full, without the written permission by Quatest 3.

5, Moi thiic mic vé két qua khach hang lién hé theo dia chi dh.cs@quatestd.com.vn va rg.tn@quatest3.com.vn dé biét thém thong tin.

Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.in@guatest3.comvn for further information about test report .

Lan sira doi: 1

BHI5 (04/2020)




Q CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
=— rIr(hu B, ££)uo1}g 50 1,’ KClr\J Hl@:}? Phudce, Xa Hiép Phudce, Huyén Nha Be, Tp. HCM
- ram Cap va X 'Iv nude thai

L6 Blla, duong so 11, KCN Hiép Phudce, Xa Hiép Phude, Huyén Nha Be, Tp. HCM
HIEP PHUOC CORP 78 37818852 — 028.37818869

S6: < = - > -

- PHIEU KET QUA THU NGHIEM
Pon vi CONG TY CP KCN HIEP PHUOC
Dia chi Khu B, dudng s6 1, KCN Hiép Phudc, xa Hiép Phudc, huyén Nha Be, Tp. HCM
Phuong phap o aspa
xét nghiém Phuong phap ndi b
Ngay ldy mau | 12/05/2021

Stt Vi tri ldy miu p(l:ll?:iltiié:h Don vi Két qua Giﬁpl;i: cho
1 | Nude cdp Khu A (10h05%) 0.30
2 | Nudc cap Khu B, C (09h30°) Clo du mg/l 0.38 0.2-1.0
3 | Nudc cip Giai doan 2 (08h40°) 0.34
Ghi chu:

- Két qua phan tich chi ¢6 gia tri trén mau xét nghiém.
- Chi tiéu nay dugc do tai hién truong do Tram C&XLN cua Cong ty CP KCN Hiép Phudc thuc hién.

- Gioi han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 ctia B Y té vé chét lugng nuée
sach str dung cho muc dich sinh hoat.

Tp. Ho Chi Minh, ngay3¥ thang B. nam 2021

Trudng Tram C&X

LN
e

Ha Minh Thién
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