o TANG CUC TIEU CHUAN DO LUGNG CHAT LUONG
S

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vn
Testing Complex: @ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 25/02/2021
TEST REPORT Trang/ Page 01 / 02

KT3-00709AMT1/1

1. Ténmau : M1: NUGC CAP KHU A
Name of sample Thoi gian 1Ay mau/ Sampling date: 18/02/2021

2. Mo tamau : Mau thir nghiém do khéch hang 1y méu, tén mau va thong tin vé mAu
Description do khéach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- S6 don vi/mAu: 01 binh nhwa x 2 L + 01 chai nhya x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L + 01 plastic bottle x 0,5 L;
- Dung cu chira: binh nhua, chai nhya;
Container: plastic boitle, plastic bottle;

3. S6 lugng miu ;01
Quantity
4. Ngay nhin mau : 18/02/2021

Date of receiving

5. Thoi gian thir nghiém @ 18/02/2021 —25/02/2021

Testing duration
6. Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer KHU B, PUONG SO 1, KCN HIEP PHUGC, XA HIEP PHUGC,
HUYEN NHA BE , TP HCM
7. Két qua thir nghiém : Xem trang tiép theo / See next page
Testing results

' ) TL. GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB 40

L

Nguyén Hoang Linh

1. Cic két qua thir nghi¢m ghi trong phiéu nay chi ¢6 gid tri d6i véi miu do khich hang giri dén va khong phai la gidy chimg nhdn sin phim,
Test results are valid for the mmm'l submnud sample(s) only, and this is not a certificate of product.
2. Tén mdu, tén khich hang duge ghi theo yéu ¢ du cua noi giri miu. / Name of sample(s) (mdunfmmr are written as customer s request.
3. D khong dam bao do mé rong dugc tinh tir ¢ khong dim bao do chudn nhin véi hé sé phit k = 2, phan bd chuan twong (mg vai ‘H % d tin cdy.
The reported expanded uncertainty of measurement is stated as the standard wncertainty of measurement nmlr.lp.’m.' by the coverage factor k = 2, at 95 % confidence level.
4. Khong duge trich sao mot phin phidu két qua thir nghiém nay néu khong cé sir déng y bing vin ban ciia Trung tdm Ky thudt 3.
This Test Rmer shall not be reproduced, except in full. without the written permission by Quatest 3.
5. Moi thic mac vé két qua khach hang lién h¢ theo dia chi dh.cs@quatest3.com.vn va rq.tn@quatest3.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@ quatest3.com.vn and rg. im@quatest3.com.vn  for Sfurther information about test report .

Lan sira d6i: 0 BH15 (04/2020)




TANG CUC TIEU CHUAN PO LUONG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUUNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER -

Head Office: 49 Pasteur, Dist. |, HCMC, Vietnam  Tel: (84-28) 3829 4274  Fax: (84-28) 3829 3012 i
esting Complex: @ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HC 1

KT3-00709AMT1/]

TEST REPORT ing/ Page 02/ 02

PHIEU KET QUA THU NGQ

I

Mirc chit
lrgng Két qua s
. = Gi6i han
STT Tén chi ticu Bou vy | pyoonpphdp i | Speoified thie | st it
N Cr isti e Test method ek ol TR
0. raracteristic Um't est meino QCVN 01_ Test derecn-on
1:2018/BYT result
gy |DOmm PtCo | TCVN 6185:2015 15 KPH 5.0
Color
Khéng co
S, | Mii _ SMEWw | Khongct | mbila )
““ | Odor 2150C:2017 mut 14
strange odor | strange
odor
D6 duc SMEWW
13 | Turbidity N 2130B:2017 : SRk G5
D6 pH (tai 25 °C) ) : ] ]
T4 | Hvalue fof 25 °C) TCVN 6492:2011 | 6,0-8.5 7.1
Ham luong asen (As) US EPA Method
15 Arsenic content mg/L 200.8 0,01 KPH 0,001
X 74 . Nhﬁ ho’n
¥ | o8& calfom CFUMO00 | 155 9308-1:2014 <3 LGk ) ]
Total coliform mL
Less than
Nho hon
77 | Hschuiiohisesl: CFUMO00 | 155 9308-1:2014 <1 Gk ]
mL
Less than
Ghi chi/ Notice:

(***): Két qua duoc biéu thi “< 1 CFU” duge xem 1a “khoéng phat hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered “ target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuén Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuin k§ thuat qudc gia vé chit lwong nude sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected

1. Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gia trj déi vi mdu do khach hang giri dén va khéng phai Ia gidy chimg nhn san phim.
Test re\un'r\ are valid for the namely submitted sample (s) only, and this is not a certificate of product.
2. Tén méu, tén khich hang dLI'lJL ghi theo yéu cdu cia noi giri mau. / Name of. \(rmph (s) and customer are written as customer s request.
3. B¢ khong dam bao do ma rong duwgce tinh tir 46 khong dam bao do chudn nhin véi hé sé phi k = 2, phin bd chuin tuong mg véi 9" % d() tin cdy.
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement mm’n,ulmn’hn the coverage factor k = 2, at 95 % confidence level.
4. Khéng duge trich sao mit phzm phu_u két qua thir nghiém nay néu khéng c6 sir dcmg ¥ barm viin ban cia Trung tim K§ thugt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3 e
5. Moi thiic méc vé két qua khach hang lién hé theo dja chi dh.cs@quatest3.com.vn va rq.in@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.tn@guatest3.com.vn for further information about test report .

Lan stra doi: 0

BHI15 (04/2020)

MO03 — TTTNO9




o TANG CUC TIEU CHUAN DO LUGNG CHAT LUONG
A

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Viemam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: www.quatest3.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

«rao070oamryy PHIEU KET QUA THU NGHIEM Tranzgs/fgi/giogll/m

TEST REPORT

1. Ténmiu : M2:NUGC CAP KHU B, C
Name of sample Thoi gian 1Ay mau/ Sampling date: 18/02/2021

2. Mbtamau : Mau thir nghiém do khéach hang ldy mAu, tén mau va thong tin vé miu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: the liquid;
- 86 don vi/mAu: 01 binh nhya x 2 L + 01 chai nhya x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L + 01 plastic bottle x 0,5 L;
- Dung cu chira: binh nhya, chai nhura;
Container: plastic bottle;

3. S6 lugng miu . 01
Quantity
4. Ngay nhin mau : 18/02/2021

Date of receiving

5. Thoi gian thir nghiém @ 18/02/2021 —25/02/2021

Testing duration
6. Noi giri miu :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer KHU B, BUUNG SO 1, KCN HIEP PHU()'C XA HIEP PHUOC,

) HUYEN NHA BE, TP HCM
7.  Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
] X ‘ TL. GIAM DOC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG TRUONG PHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB HEAD.QF TESTING LAB
Nguyén Hoang Linh

1. Cic két qua thir nghiém ghi trong phiéu nay chi ¢6 gia trj ddi véi mau do khich hang giri dén va khéng phai la gidy chimg nhan san phim.
Test rum'!" are valid for the namely submitted sample(s) only, and this is not a certificate of product,
2.Tén m.m tén khach hing duge ghi theo yéu céu cua noi giri mau. / N';mre of nm:pl’e (s) mldc lr\mmu are written as customer s request.
3. B§ khéng dam bio do mé rong duge tinh tir 4o khéng dam bao do chuin nhiin véi hé sé phit k = 2, phan bé chuan tuong img véi 93 % d§ tin cdy.
The vaorrr‘d expanded uncertainty of measurement is stated as the standard incertainty of measurement rrmfnp!n'(.f by the coverage factor k = 2, at 95 % confidence level.
4. Khong duge trich sao mdt phan phleu két qua thir nghiém nay néu khdng cd sy dong y b{mg van ban cia Trung tam K§ thudt 3,
This Test Rc’pﬂrr s‘huf.’ not hL rcpm(im ed' exc (pn' in ,'m'.’ w n'hcm.f Ihe uum_n p;rmmwalr by Ouu.’t st 3

Pu'um. contact Quatest 3 ar r.’u uuurf addresses dh.cs(@ quu-‘c cr3 com.vn umirq tnla@ guare\ﬁ com.yn ,fru ﬁ:r rhe,r urﬁammnun ahum‘ test report .
Lan sira doi: 0 BH135 (04/2020)




TANG CUC TIEU CHUAN PO LUOGNG CHAT LUONG

QUATEST 3®

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mail: infg
Testing Complex:@ No.7, road No.1, Bien Hoa | I1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC,

QUALITY ASSURANCE & TESTING CENTER 3
A

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUUNG 3

\

3 \W%Wh Mist.5, HCMC, Vietnam

" B WWW. qua[c‘.ﬂ com.vn

PHIEU KET QUA THU NGH

KT3-00709AMT1/ TEST REPORT

~

)

26/02/2021
ahg/ Page 02 / 02

sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuén Qubc Gia/ National standards

US EPA: United States Environmental Protection Agency

sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phat hién/ Not detected &

Mirc chit .
Pon vi Sl:g?ﬁged K‘;th?rua 16 lign
STT Tén chi tiéu V| Phwong phap thie | P " | phét hién
N Characterishi Sin Test method tevel BEMICm |y it oF
0. 1aracrerisiic Um ¢ éest me. Q CVN 01_ Tes ¢ detect.o
1:2018/BYT result ton
g | DO miu Pt.Co | TCVN 6185:2015 15 KPH 5.0
Color
Khong c6
7, | M ) SMEWW K?‘F’l“j o | la ]
“ | Odor 2150C:2017 S e 0
strange odor | strange
odor
Do duc SMEWW
™3 | mabs N 2130B:2017 é KEH 0,5
Do pH (tai 25 °C) ; . i )
7.4 oH value (a1 25 C) TCVN 6492:2011 | 6,0-8,5 71
Ham luong asen (As) US EPA Method
75 Arsenic content mg/L 200.8 0,01 KPH 0,001
2 z . Nho hon
70 | 3008 SOCollint CFUN00 1 150 9308-1:2014 <3 k%) -
Total coliform mL
Less than
Nho hon
77 | Bsshertehiaeoli CFUM00 | 150 9308-1:2014 <1 k) ]
mL
Less than
Ghi chu/ Notice:

Sl G INOUCE.
(***): Két qua dugc biéu thi “< 1 CFU” duoc xem la “khong phat hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered “ target organism not-detectable” in the volume of

QCVN 01-1:2018/BYT : Quy chuan k¥ thut quéc gia vé chat luong nude sach sir dung cho muc dich

1. Ciéc két qua thir nghi¢m ghi trong phiéu nay chi ¢6 gia trj déi véi mdu do khach hang giri dén va khong phai la gidy chimg nhin sin phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Tén mau, tén khich hanb dugce ghi theo yéu cilu clia noi giri mau. / Name of sample(s) and ¢ mmm r are writien as customer § request.
3. B{ khong dam bao do ma rong dugc tinh tir 4 khong dam bao do chuén nhin véi hé s phi k = 2, phin bd chudn twong img véi 95 % d9 tin ciy.

4. Khéng dugc trich sao mét phén phiéu két qua thir nghiém nay néu khéng c6 sy dong ¥ bing vin bin ctia Trung tim K thuit 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thic méc vé két qua khach hang lién hé theo dja chi dh. cs@quatest3,com.vn va rq.tn@gquatest3,com.vn dé biét thém théng tin.
Please contact Quatesi 3 at the email addresses dh.cs@guatest3.com.vn and rg.m@quatest3.com.yn for further information about test report .

The reported expanded uncertainty of measurement is stated as the standard uncertainty of ﬂ'l’r!(LﬂH'l’f?l'i’uf!?Jllfﬁrpfﬂ,d by the coverage factor k = 2, at 95 % confidence level,

Lan stra doi: 0 BH15 (04/2020)

MO03 — TTTNO9




o TENG CUC TIEU CHUAN PO LUGNG CHAT LUONG
W

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mail: info@quatest3.com.vn  Website: _\m’\\'.qunlcst}.c‘om.m
Testing Complex: @ No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

cro070oamrys  PHIEU KET QUA THU NGHIEM Tranzgi/gczvlgzeo(;—))}IOE

TEST REPORT

1. Ténmiu : M3: NUGC CAP GIAI POAN 2
Name of sample Thoi gian ldy mau/ Sampling date: 18/02/2021

2. Mb ta miu : Mau thir nghiém do khach hang 14y mAu, tén mau va thong tin vé& miu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample

information were supplied by customer.

- Dang mau: long;
Form: the liquid;

- 86 don vi/mAu: 01 binh nhua x 2 L + 01 chai nhua x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L + 01 plastic bottle x 0,5 L,

- Dung cu chira: binh nhura, chai nhya;
Container: plastic bottle, plastic bottle;

3. S6 luong miu . 01

Quantity

4. Ngay nhin mau : 18/02/2021
Date of receiving

5. Thoi gian thir nghiém @ 18/02/2021 — 25/02/2021

Testing duration
6. Noi giri miu :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer KHU B, })U'O'NG SO 1, KCN HIEP PHU()'C XA HIEP PHUOC,

) HUYEN NHA BE , TP HCM
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR

PHU TRACH PTN MOI TRUONG TRU‘O’NG PHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB ;

Nguyén Hoang Linh

1. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gid trj d6i véi mau do khich hang giri dén va khong phai 14 gidy chimg nhin san phim.
Test n\m'.r\ are valid for rhc. namely \u.ﬁnmud srlmpfr.r\} only, and this is not a certificate of product
2. Tén miu, tén khach hang dugc ghi theo yéu ciu ciia noi giri mu. / Name of sample(s) and customer are writlen as customer s request.
3. B9 khong dam bao do ma rong dugc tinh tir 4§ khong dam bao du chudn nhin véi hé s6 phi k = 2, phin bd chuin twong img véi 93 Yo d§ tin ciy.
The reported expanded uncertainty of measurement is stated as the standard uneertainty of measurement multiplied by the coverage factor k = 2, at 95 % confidence level.
4. Khéng duge trich sao mdt phén phiéu két qua thir nghiém nay néu khong ¢ si déng ¥ bing van ban clia Trung tim K§ thugt 3.
This Test Rupun' shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thiic mic vé két qua khéch hang lién hé theo dja chi dh.cs@quatest3.com.vn vé rq.tn@quatest3.com.vn dé biét thém thong tin,
Please contact Quatest 3 af the email addresses dh.cs{@gquatest3.com.vn and rq.inf@quatest3.com.vn for further information about test report .

Lan sira d6i: 0 BH15 (04/2020)
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QUATEST3®

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam )
Testing Complex: @ No.7, road No.l, Bien Hoa | 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HC % IClndW?

Tel: (84-28) 3829 4274

TANG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHA
QUALITY ASSURANCE & TESTING CENTER

Fax: (84-28) 3829 3012

N

KT3-00709AMT1/3

PHIEU KET QUA THU NGK
TEST REPORT

25/02/2021
g/ Page 02 / 02

Mikc chat
oo e, | K g
STT Tén chi ticu o | Phuong phip thit P,eve ; nghigm | Pt hién
No. Characteristic Unit Test method QCVN 01- Tes. ‘ ;;?:g,'z{,
1:2018/BYT result
g7 |D0mau PtCo | TCVN 6185:2015 15 KPH 5.0
Color
Khong cé
1o [ | omww | Kot | mill )
’ Odor 2150C:2017 :
strange odor | strange
odor
Do duc SMEWW
13 | Turbidity N 2130B:2017 2 KPH 0.5
Do pH (tai 25 °C) ] ] i ]
7.4 pH value (at 25 °C) TCVN 6492:2011 6,0 - 8,5 7,1
Ham lugng asen (As) US EPA Method
15 Arsenic content mg/L 200.8 0,01 KPH 0,001
2 4 . Nho hon
76 Tong s6 (follform CFU/100 ISO 9308-1:2014 <3 LCk) )
Total coliform mL
Less than
Nho hon
77 | Bscherichingoli CFUM00 | 196 9308-1:2014 <1 k) i
mL
Less than

Ghi chu/ Notice:

sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuin Qubc Gia/ National standards

US EPA: United States Environmental Protection Agency
QCVN 01-1:2018/BYT : Quy chuén k§ thut quéc gia vé chit luong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khéng phat hién/ Not detected g—/

(***) Ket qua duge biéu thi “< 1 CFU” dwoc xem la “khdng phat hién vi sinh vt muc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of

1. Céc két qua thir nghi¢m ghi trong phiéu nay chi c6 gid trj di véi mau do khich hing giri dén va khéng phai 14 gidy chimg nhin sin phéim.
Test res \m'rs are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Tén méu, tén khach hang dugc ghi theo yéu ciu cia noi giri miu. { Name of sample(s) and customer are written as customer s requesl.
3. B¢ khong dam bao do mo rgng duge tinh tir 4§ khong dam bao do chudn nhin véi hé s6 pha k = 2, phan b chudn twong img vai 91
The reported expanded uncertainty of measurement is stated as the standard uncertainty of measurement multiplied by the coverage factor k =
4. Khéng duge trich sao mét phin phiéu két qua thir nghiém ndy néu khéng cé sy dong ¥ bing van bin ciia Trung tim K§ thudt 3.
This TL\.’RLP(»{ shall not be reproduced, except in full, without the written permission by Quatest 3.
5. Moi thiic mic vé két qua khach hing lién hé theo dja chi dh.cs@quatest3.com.vn va rg.in@gquatest3.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg. n@quatest3.com.yn for further information about test report .

o 49 tin cdy.
2, at 95 % confidence level

Lén sira doi: 0

BH15 (04/2020)
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