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1. Ténmau :  M1: NUOC CAP KHU B, C
Name of sample Thai gian Ay mau/ Sampling date: 19/08/2020

2. Mbtamau : Mau thir nghiém do khach hang Jdy mau, tén mau va thong tin vé mau
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: long;
Form: liquid;
- 86 don vi/mAu: 01 binh nhya x 2 L va 02 chai nhua x 300 mL;
Unit/sample: 01 plastic bottle, x 2 L va 02 plastic botles x 300 mL,
- Dung cu chira: binh nhya, chai nhua;
Containner: plastic bottle, plastic botle;

3. Sb lugng miu ;01
Quantity
4. Ngay nhin miu :19/08/2020

Date of receiving

5.  Thoi gian thir nghiém : 19/08/2020 — 26/08/2020

Testing duration
6. Noi giri mau :  CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Puong S6 1, KCN Hiép Phuéc, Huyén Nha Bé , TP. HCM

7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results
TL. GIAM POC/ PP.DIRECTOR

PHU TRACH PTN MOI TRUONG u-ﬂ 5-RHONG THU NGHIEM
HEAD OF ENVIRONMENTAL TESTING LAB HEAH OB CESTING LAB

Lo

Nguyén Hoang Linh

1. Céc két qua thir nghi¢m ghi trong phiéu ny chi c6 gid tri déi voi miu do khach hang giri dén va khong phai 13 gidy chimg nhin san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao mot phén phiéu két qua thir nghiém niy néu khong c6 sy ddng ¥ bing viin ban cia Trung tim K§ thudt 3.
This Test Report shall not be reproduced, except in full, utrhnm .'fn written permission by Quatest 3.
3. Tén miu, tén khich hiang duge ghi theo yéu ciu cia noi £Uri mi iu. / Name of mmp.'u'u and customer are written as customer s request.
4. B§ khong dam bao do ma rgng ude lugng duge tinh vai L 2, mire tin cdy 95 %.
Estimatec iLrpundz d uncertainty of measurement with k = 2, at 95 % confidence level.
5. Moi thic mic vé két qua khach hang lién hé theo dja chi dh es{@quatest3.com.vn va rg.tn@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.im@guatest3.com.vn for further information about test report .
Lin sira d6i: 0 BHI15 (04/2020)
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PHIEU KET QUA THU NGH

KT3-04149AMTO
TEST REPORT
Mire chat
lrgng Két qua —_—
g ; * Gidi han
STT Tén chi tiéu B‘f'“ Vi Phu’(mgq phip Apeciyied e phat hi¢n
N, Ci P tinh thir level nghiém Limit of
o BEHEERRIG Unit Test method QCVN Test detectio
01:2009/BYT | result on
gy |V Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong c6
ja [ | pmww | K|l
' Odor 2150C:2017 j
strange odor | strange
odor
Do duc SMEWW
13 | rbidity iy 2130B:2017 . el 03
Do pH (tai 25 °C) 3 . >
7.4 DpH value (at 25 °C) TCVN 6492:2011 6,5 - 8,5 i -
D¢ cimg toan phan quy
ve CaCOs SMEWW
L Total hardness as gk 2340C:2017 300 A )
CaCOs
Ham lugng clorua (CI") SMEWW
76 | Chioride content mgl 4110B:2017 e He ]
Ham lugng sit (Fe) US EPA Method
b Iron content gl 200.8 — 1994 e i )
Ham luong mangan
7.8 | (Mn) g, | M st M 03 0,03 .
200.8 — 1994
Manganese content
Ham lugng nitrat
7.9 | (NOs) mg/L SN 50 3.5 -
. 4110B:2017
Nitrate content
Ham luong nitrit
7.10 | (NO:) mglL il 3 KPH 0.02
- 4110B:2017
Nitrite content
Ham luong sunphat
7.11 | (S0&) mg/L 4%?\2/3\1] , 250 3.0 -
Sulfate content '
Chi s06 permanganate TCVN 6186 :
ke Permanganate index gl 1996 . KPH

Please comtact Quatest 3 at the email address

confidenc n'u el,
5. Moi lh.’il. mic vé két qua khich hing lién lu, thL d|.: chi dh csia qu'lluﬁ com.vn va rg.mi@guatest3.com.yn dé bict thém lhnng un.

1. Céc két qua thir nghiém ghi trong phiéu nay chi cé gia trj d6i véi miu do khich hang giri dén va khong phai la gidy chimg nhin san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a ¢ rm’l ate of produict.
2. Khong duge trich sao mot phin phiéu két qua thir nghi¢m nay néu khéng c6 sy dong ¥ bang viin ban cia Trung tam Ky thudt 3,
This Tc-\r Rq)mt shall not be reproduced, exc ept in full, without the written permission by Quatest 3.
3. Tén milu, tén khich hang duge ghi theo yéu cau cia noi giri mau, / Name of s¢ mrp.f((\} and customer are written as customer § request.
4. Bj khong dam bao do mé rdng udce lugng duge tinh vii i\ 2, mire tin cdy 95 %
Estima ated 1 e expe md imr certainty of measurement with k = 2, at 95 %

es dh.cst@quatest3.com.vn and rg.m@quatest3.com.vn for further information about test report

Lén stra déi: 0

BHI5 (04/2020)
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PHlE'u KF:'T QUA THEI NGH .
TEST REPORT

=Tagil: dh r:s(u qua h.sﬂ com.vn
Ry dh.cs@quatest3.com.vn

KPH: Khong phét hién/ Not detected ‘
(***): Két qua dugce biéu thi “< 1 CFU” dugc xem la “khong phat hién vi sinh vit muyc tiéu” trén thé tich

'S/

Mirc chit
lwong Két qua .
; , e . Gidi han
STT Tén chi tiéu TR ||| AereongpRAR apecified I | héthign
N, Ci torish tinh thir level nghiém Limit of
o FRPRCISERIS Unit Test method QCVN Test detuctlon
01:2009/BYT result
2 & . Nhoé hon
713 | Totescoliform CFUN00 | 150 9308-1:2014 0 k) i
Total coliform mL
Less than
Nho hon
7.14 | Escherichia coli CHEE ISO 9308-1:2014 0 el -
mL
Less than
Ghi chu/ Notice:

mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed
SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuén Quéc Gia/ National standards
US EPA: United States Environmental Protection Agency

QCVN 01:2009/BYT : Quy chuén K§ thuat Quc gia vé Chét lugng nuéc in udng/ National technical
regulation on drinking water quality

£

Lin sira doi: 0

1. Ciic két qua thir nghiém ghi trong phiéu nay chi cé gia trj di véi mau do khich hang giri dén va khéng phai 1a gidy chimg nhan sin pham.

Test results are valid for the namely submitted \r.cmp!: (s) only, and this is not a certificate of product.
2. Khong durge trich sao mdt phan phiéu két qua thir nghiém nay néu khéng cé sy dong y bing van ban cia Trung tim Ky thuit 3.

This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khach hiang duge ghi theo yéu cdu cia noi giri miu. /
. B khong dam bao do mé réng wde hrgng duge tinh véi k = 2, mire tin cdy 95 %.
Estimated e rﬂum!ed uncertainty of measurement with k = 2, at 95 % confidence level.
5. Moi thic mic vé két qul khich hang lién h¢ theo dia chi dh.cs@quatest3.com.vn vé rg.in@gquatest3.com.vn dé biét thém thomg tin.

Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@guatest3.com.vn for further information ufluur test report

Name of sample(s) and customer are written as customer s request.
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