o TANG CUC TIEU CHUAN PO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3
OUATEST3° QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Viemam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-mail: info@quatestd.comvn  Website: www.quatesi3.com.vn
Testing Complex:@ No.7, road No. I, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Victnam
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cra.osssoamtyl  PHIEU KET QUA THU NGHIEM 24/09/2021
Trang/ Page 01 /02
. Ténmdu :  MI:NUGC CAP KHU A
Name of sample Thoi gian 1Ay mau/ Sampling date: 09:00 - 21/09/2021
2. M& ta mau : Mau thi nghiém do khéch hang 14y mAu, tén mu va thong tin vé mau
Description do khéch hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: the liquid;
- 86 don vi/mau: 01 binh x 2 L + 02 chai nhya x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L + 02 plastic bottles x 0,3 L;
- Dung cu chita: binh nhya, chai nhya;
Container: plastic bottle;

3. Sb lwgng mau ;01
Quantity
4. Ngay nhan mau : 21/09/2021

Date of receiving

5. Thoi gian tha nghiém :  21/09/2021 —24/09/2021
Testing duration

6. Noi glri mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Puong s6 01, Khu Cﬁng Nghiép Hiép Phwée, Xa Hi¢p Phudéce,

) Huyén Nha Bé, Thanh phd Hd Chi Minh, Viét Nam
7.  Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
KT. GIAM DOC/ FOR DIRECTOR

PHU TRACH PTN MOI TRUONG PHO GIAM POC
HEAD OF ENVIRONMENTAL TESTING LAB _ VI CE DIRECTOR

—

"

)f.'-

Nguyén Hoang Linh

. Cée két qua thir nghiém ghi trong phiéu niy chi ¢6 gid trj doi v6i miu do khéch hing giri dén va khéng phai 1a gidy chimg nhin sin phim.
Test re. mn'.u are valid for the namely submitted sample (\) om'_) and this is not a certificate of product.
. Tén mau, 1én khich hing duge ghi thea yéu ciau cia noi giri mau. / Name of wm_un’e (5) and customer are written as customer 5 request.
. B khang dédm bio do md rong duge tinh i 4 khéng ddm bio do chudn nhin véi hé sé phit k = 2, phin b chudn wong (g v6i 95 % dd tin cdy.
The reported expanded wicertainty of measurement is stated as the standard wncertainly za,’n casurement multiplied by the coverage factor k = 2, at 95 % confidence level.
. Khang duge trich sao mét phan phiéu két qua thir nghigm niy néu khong ¢ sy dong ¥ bing vin bin cia Trung tim Ky thut 3,
This Test Report shall not be reproduced, except in full, without the wr lfrcupunmaluu by Quatest 3.

Megi thic mic vé két qua khich hing lién h¢ theo dja chi dh.csf@quatestd.com.vn vd rq.tnf@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.comyn and rg.in@guatesi3.comyn  for further information about test report .
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o TANG CUC TIEU CHUAN PO LUGNG CHAT LUGNG

QUATEST3° QUALITY ASSURANCE & TESTING CENTER

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 E-1
Testing Complex: @ No.7, road No. I, Bien Hoa 11Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist 2%

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
)

Website: www.quatest3.com.vn
Phong, Dist.5, HCMC, Vietnam

mau kiém tra/ The result “<1 CFU" is considered

sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chudn Qubc Gia/ National standards

US EPA: United States Environmental Protection Agency

sinh hoat/ National technical regulation on Domestic Water Qualily
KPH: Khong phat hign/ Not detected g/

- — IR A L
PHIEU KET QUA THU NGHIEWT | T2) 44000021
KT3-03689AMT1/1 e\ AR 00 Ly
GHAT m rang/ Page 02 /02
\ (/ \ - i ‘?//\“11
Mire chat
lwgng Két qua i
. i > Gidi han
STT Tén chi tiéu B‘f’“ Vi Phwong phap thi Specified th.lf phét hién
N C/ teristic Hat Test method fevel g Limit of
o tarac Unit QCVN 01- Test ]
1:2018/BYT result
g | Eemsn PtCo | TCVN 6185:2015 5 KPH 50
Color
Khong cé
.- | oveww | Kot | il
“ | Odor 2150C:2017 W
strange odor | strange
odor
bo duc SMEWW
13 | purbidity N 2130B:2017 = Rk 6
b6 pH (tai 25 °C) i ] . .
7.4 pH value (at 25 °C) TCVN 6492:2011 6,0 - 8,5 7,0
75 Ham l}rqng asen (As) . US EPA Method 0,01 KPH 0,001
Arsenic content 200.8
4 £ . Nho hon
76 Tong so (fohfonn CFU/100 1SO 9308-1:2014 <3 e i
Total coliform mL
Less than
Nho hon
17 | Escherichia goli CFUMO0 | 150 9308-1:2014 <1 [k 5) .
mL
Less than
Ghi chd/ Notice:

i Két qua dugce biéu thi “< | CFU” duge xem la “khong phét hi¢n vi sinh vat muc tiéu” trén thé tich
“ target organism not-detectable” in the volume of

QCVN 01-1:2018/BYT : Quy chuan k§j thut qubc gia vé chét lwong nude sach str dung cho myc dich

. Che két qué thir nghi¢m ghi trong phiéu nay chi ¢6 gi trj déi vai miu do khdch hing g dén va khong phai 1 gidy chimg nhin san pham.
Test re. a.lr.f.'- are valid for the namely submitte u'mmp,’e (s) only, mnf.'hfﬁ is not a certificate of product.

2. Tén mu, tén khich hang dm,n th theo yéu cu clia noi giri miu, { Nane of \um,uh(\} and custonier are writlen as cusioner s request.

1, o khang ddm bio do mé rgng duge tinh tir do khong dam bao do chuan nhin véi h¢ s6 phil k = 2, phin b chuin tuong tmg vai 95 % do tin
The reported expanded wicertainty ny‘nmnm;mmf is stated as the standard wicertainty nfn'unirumull‘mi-‘ff,"ln’n d by the coverage factor k = 2, at 95 %

4. Khang duge trich sao mét phin phigu két qua thir nghi¢m nay néu khéng cé sy dong ¥ bing vin ban cta Trung tim Ky thuat 3.
This Tl\rRlpm.' vfurh' not be reproduced, except in full, without the written permission by Quatest 3,

5. Moi thic mic vé két qua khich hing lién hé theo dia chi dh.cs@quatest3.com.vn va rq.in@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.tnt@quatesi3.comyn  for further information about test repen

& confidence level,

‘.l\
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o TENG CUC TIEU CHUAN PO LUSNG CHAT LUGNG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
QUATEST 3° QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietam  Tel: (84-28) 38294274 Fax: (84-28) 38293012 E-mail: info@quatest3.com.yn  Website: wwvw.quatest3.com.vn
nplex:@ No.7, road No. 1, Bien Hoa 1 17, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 24/09/2021

KT3-03689AMT1/2 Trang/ Page 01 /02

1.  Ténmau . M2: NUOC CAP KHU B, C
Name of sample Thoi gian 1dy miu/ Sampling date: 09:30 - 21/09/2021

2. MO tamdu . M3u thir nghiém do khach hang 4y mAu, tén miu va thdng tin vé mau
Description do khéach hang cung cép.

Testing sample was sampled by customer, sample name and sample

information were supplied by customer.

- Dang mau: long;
Form: the liquid,

- S& don vi/mau: 01 binh x 2 L + 02 chai nhya x 0,5 L;
Unit/sample: 01 plastic bottle x 2 L + 02 plastic botiles x 0,5 L;

- Dung cy chira: binh nhya, chai nhuya,
Container: plastic bottle;

3. S& lugng mau .01

Quantity

4. Ngay nhin miu ¢ 21/09/2021
Date of receiving

5. Thoi gian thanghiém : 21/09/2021 —24/09/2021
Testing duration

6. Noi gui mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUGC
Customer Khu B, Pudng s6 01, Khu Cong Nghié¢p Hiép Phwée, Xa Hiép Phudre,
Huyén Nha B¢, Thanh ph Hd Chi Minh, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
KT. GIAM POC/ FOR DIRECTOR

PHU TRACH PTN MOI TRUONG PHO GIAM BOC
HEAD OF ENVIRONMENTAL TESTING LAB o igE DIRECTOR
.,

_—‘"‘I-

Nguyén Hoang Linh hanh Son

. Céc két qua thir nghigm ghi trong phiéu nay chi ¢d gid tr ddi vai mau do khéch hang gii dén va khong phai 1a gidy chimg nhin san phim.

Test results are valid for the namely submitted sample(s) only, and this is not a eertificate of product.
. Tén mau, tén khach hing duge ghi theo yéu cau cia noi giri mau. / Name of sample(s) and custoner are written as customer § request.
. Po khong dim bao do md rong duge tinh tir d§ khong dim bio do chudn nhin vai hé s6 phi k =2, phin bd chuiin tuang img voi 95 % dé tin ciy.

The reported expanded wncertainty of measurement is stated as the standard wncertainty of measurement multiplied by the coverage factor k= 2, at 93 % confidence fevel.
. Khéng duge trich sao mot phan phifu két qui thir nghiém niy néu khong c6 sy dong ¥ bing van ban cia Trung tdm Ky thuat 3,

This Test Report shall not be reprodiiced, except in full, without the written permission by Quatest 3. -
. Moi thic méc vé két qua khich hang lién hé theo dja chi dh.cs@qualtest3.com.vn vi rq.in@quatest3.com.vn dé biet thém thang tin.

Please contact Quatest 3 at the email addresses dies@quatest3.com.vn and rg.tn@quatest3.con.vi Jor further information about test report .
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o TONG CUC TIEU CHUAN DO LUGNG CHAT LUGNG
TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3

QUATEST3® QUALITY ASSURANGE & TESTING CENTE =
Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 v at *‘\Wclmk www.quatestd.com.vn
Testing Complex:@ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai 1Z, Dist.; % Phong, Dist.5, HCMC, Vietnam
L -"1‘\\
Sl 24/09/2021

PHIEU KET QUA THU N{
S/ rang/ Page 02/ 02

KT3-03689AMT1/2

SSTZ N L

‘\'W no v \MY‘-‘*/

Miic chit ,
lwgng Két qua —
. e : Gidi han
STT Tén chi tiéu D?n Vi Phwong phap thir Sp [eaﬁed tt]luf phat hién
No Characteristic il Test method evel nehiem Limit of
) Unit QCVN 01- Test detection
1:2018/BYT result
gl | 2eman Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong c6
7y | Mui ) SMEWW nlfﬁiofa‘/g No m;f,i)la )
' Odor 2150C:2017 :
strange odor | strange
odor
Po duc SMEWW
"3 | rorbidsy N 2130B:2017 < KPH 0,5
Do pH (tai 25 °C) L _ i )
7.4 oH value (at 23 °C) TCVN 6492:2011 6,0 - 8,5 8|
Ham luong asen (As) US EPA Method
L Arsenic content mg/L 200.8 601 KBk 0001
2 g wen Nho hon
76 Tong s6 cfohfmm CFU/100 1SO 9308-1:2014 &3 L) i
Total coliform mL
Less than
Nho hon
7.7 | Escherichia coli CFUN00 | 150 9308-1:2014 <1 {6 x50 :
mL
Less than

Ghi chu/ Notice:

(¥%%): Két qua duge biéu thi “< 1 CFU” duge xem la “khong phat hién vi sinh vat muyc tiéu” trén thé tich
mau kiém tra/ The result “<1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chudn Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn ky thuat quc gia vé chét lwong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khong phat hién/ Not detected g/

. Cie két qui thir nghigm ghi trong phleu nay chi cd gid trj doi vai mau do khiich hing g dén va khang phai 13 gidy chimg nhan sdn phim.
Test re. wf.'\ are valid for the namely ~if€4un.'.'uf\um;:.’a(\) only, mm’ this is not a certificate of produci.
. Tén mau, tén khich hing duge ghi theo ).eu ciiu cia noi giri miu. Nmm ufmm,nh (s) mn.f: ustomer are written as customer s request.
. Do khéng dim bio do mé rang duge tinh tir dg khong dim bio do chuin nhin véi hé s6 phtt k=2, phin bé chudn twong (mg vai 95 % 1[0 tin cily.
The reported expanded wicertainty of measurement is siated as the standurd wncertainty of me asprement multiplicd by the coverage factor k= 2, at 93 % confidence fevel.
Khong duge trich sao mt phan phiéu két qua thir nghi¢m nay néu khang c6 sy dong ¥ bing viin ban cia Trung tim Ky thugt 3.
This Test R«.pmr shall not be reproduced, except in full, without the written permission by Quatest 3.
. Mgi thic mic vé két qud khéch hing lién hé theo dia chi dh.cs@quatest3.com.vn vi rg.infCquatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 al the email addresses dh.cs@quatest3.com.vn and rq.mi@quatest3.comyn  for further information about test veport .
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QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3

o TANG CUC TIEU CHUAN PO LUGNG CHAT LUGNG
TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUGNG 3

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (§4-28) 38294274 Fax: (84-28) 3829 3012 E-mail: infof@quatest3.comyn  Website: www.quatest3.com.vn
:® No.7, road No.1, Bien Hoa 1 1Z, Dong Nai, Viemam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, HCMC, Vietnam @ 64 Le Hong Phong, Dist.5, HCMC, Vietnam

PHIEU KET QUA THU NGHIEM 241092021

1. Ténmau : M3: NUGC CAP GIAI DOAN 2
Name of sample Théi gian 1Ay maw/ Sampling date: 08:50 - 21/09/2021

2. Mo ta mau . Mau thir nghiém do khach hang 14y mAu, tén miu va théng tin vé méu
Description do khéch hang cung cdp.
Testing sample was sampled by customer, sample name and sample
information were supplied by customer.
- Dang mau: léng;
Form: the liquid;
-S4 don vi/méu: 01 binh x 2 L + 02 chai nhyax 0,5 L;
Unit/sample: 01 plastic bottle x 2 L + 02 plastic bottles x 0,5 L;
- Dung cu chita: binh nhua, chai nhya;
Container: plastic bottle;
3. S& luong mau .01
Quantity

4. Ngay nhan mau . 21/09/2021
Date of receiving

5.  Thoi gian thir nghiém @ 21/09/2021 —24/09/2021
Testing duration

6. Noi glti mau . CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC
Customer Khu B, Pwdng s6 01, Khu Céng Nghiép Hié¢p Phuée, Xa Hi¢p Phudrc,
Huyén Nha Bé, Thanh phé H6 Chi Minh, Viét Nam
7. Két qua thir nghiém . Xem trang tiép theo / See next page

Testing results
KT. GIAM DOC/ FOR DIRECTOR

PHU TRACH PTN MOI TRUONG PHO GIAM POC
HEAD OF ENVIRONMENTAL TESTING LAB Gt

//

Nguyén Hoang Linh

by

£

w

_Céc k&t qud thie nghi¢m ghi trong phicu ndy chi c6 gid tr ddi vai mu do khich hing giri dén v khong phii 13 gidy chimg nhin sin phim.

. Khong duge trich sao mdt phin phiéu két qua thir nghi¢m ndy néu khong cé sy dong ¥ bing van ban coa Trung tim K§ thudt 3.

Test results are valid for the namely submitted sample(s) only, and this is not a certificate of ‘product.

Tén miu, tén khich hing duge ghi theo yéu cdu ena noi g mau. / Name of sample(s) and customer are written as customer s request.

D¢ khong dim bio do mé réng duge tinh tir d§ khong dam bio do chuén nhan vai hé s6 phi k =2, phin b6 chuin tuong tmg vai 95 % d§ tin ciy.

The reported expanded wicertainty of measurement is stated os the standard wncertainty of measurement multiplied by the coverage Sacter k = 2, at 95 % confidence level.

This Test Repml:h}u.’l not be reproduced, except in full, without the written permission by Quatest 3.
Moi thiic mic vé két qua khéch hang lién hé theo dja chi dh.cs@quatest3.com.vn va rq.tn@quatestd.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.con.vn and g Inf@guatest3.com.yn Jor further information about test report .
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o TONG CUC TIEU CHUAN PO LUGNG CHAT LUONG
v TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUUNG 3
QUATEST3® QUALITY ASSURANCE & TESTING CENTER
Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam  Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 E-mpi¥4 Website: www.quatestd.com.vn
Testing Complex: @ No.7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam @ C5 lot, K1 road, Cat Lai IZ, Dist.2, Hf/! ng, Dist.5, HCMC, Vietnam
ad n ] 2?
1 PHIEU KET QUA THU N 24/09/2021
T3-03689AMT1/3 ng/ Page 02 / 02
T
Miie chat ,
lwgng Két qua s
3 k. : Gidi han
STT Tén chi tiéu B(Tn Vi Phwong phap thir Apecified th.l i phat hién
No. Characteristic tn’s Test method el nghigm Limit of
Unit QCVN 01- Test detection
1:2018/BYT result
7.1 | PO mau Pt.Co | TCVN 6185:2015 15 KPH 5,0
Color
Khong cé
“ | Odor 2150C:2017 - !
strange odor | strange
odor
Bo duc SMEWW
'3 | Tibidity NE 2130B:2017 . KEH 2
Do pH (tai 25 °C) ) ) )
7.4 o value i 25 °C) - TCVN 6492:2011 6,0 - 8,5 T2
Ham lugng asen (As) US EPA Method
L Arsenic content mg/L 200.8 0,01 Bl 0,001
2 % e Nho hon
76 Tong so c'ohfmm CFU/100 1SO 9308-1:2014 <3 [ Ckx) )
Total coliform mL I
ess than
Nho hon
77 | Escherichia coli CFU00 | 156 9308-1:2014 <1 ok i
mL
Less than

Ghi chi/ Notice:
(¥#%): Két qua duge bidu thi “< 1 CFU” duge xem la “khong phat hi¢n vi sinh vat myc tiéu” trén thé tich
mau kiém tra/ The result “<I1 CFU” is considered * target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuan Qubc Gia/ National standards

US EPA: United States Environmental Protection Agency

QCVN 01-1:2018/BYT : Quy chudn ky thut qudc gia vé chét luong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khdng phat hién/ Not detected £

—_—

. Céc két qua thir nghi¢m ghi trong phiéu ndy chi ¢ gid tr di vai miu do khach hing giri dén va khong phai 13 gidy chimg nhin sin phim,
Test re w.’f\ are valid for the namely im’mnh’uf sample(s) only, and this is not a certificate of product.

. Tén méu, tén khich hing duge ghi theo yéu ¢ du cia noi giri miu. / Name of mf.u_rlh(s) and customer are written as customer \uqm\f

.bd i\lmm, dim bio do mér rong duge tinh tir dp khong dam bio do chudn nhin véi hé 56 phit k = 2, phin b chudn twong (mg véi 95
The reported expanded wicertainty of m wasurcuient ix stated as the standord wicertainty of measurenent multiplicd by the coverage factor k=2, at 959

. Khong duge trich sao mgt phan phiéu két qua thir nghi¢m nay néu khéng c6 sy dong ¥ bing van bin cia Trung tim Ky thuit 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.

. Moi thic mic vé két qua khich hing lién hé theo dja chi dh.cs@@quatest3.com.vn v rg.tn@quatest3.com.vi dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@aquatest3.com.yvn and rq. i@ quatest3.com.vn Jor further information about test repori .

BHI15 (04/2020)
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‘o A tin cdy.
o confidence level
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CONG TY CO PHAN KHU CONG NGHIEP HIEP PHUOC

Khu B, Puong s6 1, KCN Hiép Phudce, Xa Hiép Phude, Huyén Nha Be, Tp. HCM
Tram Cép va Xir Iy nuére thai

L6 Blla, duong s 11, KCN Hiép Phudc, Xa Hiép Phude, Huyén Nha Be, Tp. HCM

HIEP PHUOC CORP )¢ 37818852 — 028.37818869
So: £ i 5 % .
o8 PHIEU KET QUA THU NGHIEM
Pon vi CONG TY CP KCN HIEP PHUOC
Dia chi Khu B, duong sé 1, KCN Hiép Phudc, xa Hiép Phudc, huyén Nha Be, Tp. HCM
e T e ]
‘xét nghiém I?hmmg phdp ni bow S
Ngay ldy mau | 21/09/2021

Stt Vi tri liy méu p(}:llé‘:int:?cuh Pon vi Két qua Giﬁpllii: e
1 | Nude cap Khu A (09h00°) 0.4;'
7 2 Nu’éc cz"ip Klm B, C (O9h20’) Clo du mg/I 7 7028 - 02-1.0
3| Nude chp Giai doan 2 (08h40") 035

Ghi chu.:

- Két qua phan tich chi co gia tri trén mau xét nghiém.

- Chi tiéu nay dugc do tai hién truong do Tram C&XLN cta Cong ty CP KCN Hiép Phude thuc hién.
- Gidi han cho phép dua trén QCVN 01-1:2018/BYT ngay 14/12/2018 cua BO Y té vé chit lugng nudc

sach str dung cho muc dich sinh hoat.

Tp. Hé Chi Minh, ngay 4 thang A0 nam 2021

Trudng Tram C&XLN

Ha Minh Thién



	Page 1

